
   

 

 
 

  
     
            

       
  
   

          

       
         

           
     

             
        

      
      

        
        
      

     
   

   
             
          

         
        

      
    

      
         
      

        
       

               
                

          
     

       
        

  
  

     
           
         

   ANNEX A RM CONDOR 2015 
Frequency 
of 

Approxim Disturban Maintena 
ate Extenet of Surface Asbestos Secondary ce Extent / No Of Frequency Average Type of nce 
Amount of Unit of Access Materials Damage Treatment Type Occupant Occupant Location Accessibili Amount Occupant of Use Time of Maintena Activity 

BSUID Record ID Floor Room ID Room Description Elements Material Description Material Measure Asbestos Type Made Comments Score Score Score Score Score Score Score ty Score Score s Score Score Use Score nce Score Score 
691754 2405442 Ground 13 Boiler Room Ceiling 1 m2 Chrysotile TRUE No Access - locked - No Keys 1 2 1 1 1 0 2 2 2 0 2 0 1 1 
691754 2405441 Ground 15 Room 15 Ceiling within Ceiling Void 1 m2 Presumed Asbestos Content TRUE Costs included in Record ID 574. No Access - locked - 1 3 1 1 2 0 2 2 3 1 0 0 1 1 
691755 2405459 External 1 Ext Walls (DPC) Bituminous Product 1 m2 Chrysotile TRUE Damp proof course within external wall. 1 1 0 1 1 0 0 3 0 1 3 0 1 1 
691755 2405448 Ground 2 Bathroom Bath Panel Panel 1 m2 Chrysotile TRUE Panel to bath. 1 0 1 1 1 0 2 3 1 3 3 3 1 1 
691755 2405447 Ground 5 Bathroom Bath Panel Panel 1 m2 Presumed Asbestos Content TRUE Panel to bath. 1 1 1 1 2 0 2 3 2 1 3 1 2 2 
697692 2405606 Ground 1 Internal and External - Building 5 Roof Trusses and Purlins within No 0 N/A TRUE THIS IS AN AQUATRINE ASSET 0 0 0 0 0 0 0 0 0 0 0 0 0 0 

697692 2405678  Ground 1  Roof - Building 520 Roof Covering - (Sheeting on shed) 0  N/A TRUE Asbestos Removed 0 0 0 0 0 0 0 0 0 0 0 0 0 0 
697692 2405576 Ground 11 Room 11 Floor (Adhesive) Bituminous Product 1 m2 Chrysotile TRUE Adhesive on back of Brown vinyl floor tiles. Broken 1 2 0 1 0 0 2 0 1 3 3 3 1 1 
697705 2405504 External 1 Ladies Toilet Flue/ventilation pipe (External part Cement Product 1 m2 Chrysotile TRUE Recently painted - along with the windows etc. 1 1 1 1 1 0 0 2 1 1 2 0 1 1 
697705 2405521 Ground 1 Plant Room Wall panels (Asbestos cement) Cement Product 1 m2 Chrysotile TRUE 6040-040-001 1 1 0 1 0 0 1 1 1 0 0 0 1 0 
697705 2405540 External 1 External Roof Covering 1 m2 Chrysotile TRUE 1 1 1 1 1 0 0 1 2 1 0 1 1 1 
697705 2405560 External 1 Store at rear of Hangar Roof Covering Above Room 17 1 m2 Chrysotile TRUE Large section of open joints / holes in roof and 1 3 0 1 1 0 0 2 1 1 2 1 1 1 
697705 2405506 Ground 2 Gents Toilet Toilet Cistern Plastic/Reinforced PVC 1 No. Amosite TRUE Cistern within Walls area (1No). Area 3 not 1 2 0 2 1 0 2 3 0 2 3 1 1 1 
697705 2405549 Ground 2 Disabled Toilet Floor Floor (Adhesive) Bituminous Product 1 m2 Chrysotile TRUE Adhesive on rear of blue vinyl. 1 0 0 1 0 0 2 2 1 1 3 1 1 1 
697705 2405548 Ground 3 Plant Room Floor (Adhesive) Bituminous Product 1 m2 Presumed Asbestos Content TRUE Adhesive to floor covering. 1 1 0 1 0 0 2 1 1 1 3 1 0 0 
697705 2405546 Ground 5 5A - Storage Area Floor (Adhesive) Bituminous Product 1 m2 Presumed Asbestos Content TRUE Adhesive to floor covering. 1 1 0 1 0 0 2 1 1 1 3 1 0 0 
697705 2405551 Ground 7 7A - Storage Area Floor (Adhesive) Bituminous Product 1 m2 Presumed Asbestos Content TRUE Adhesive to floor covering. 1 0 0 1 0 0 2 1 1 1 3 1 0 0 
697705 2405545 Ground 8 08 - Toilet Floor (Adhesive) Bituminous Product 1 m2 Presumed Asbestos Content TRUE Adhesive to floor covering. 1 1 0 1 0 0 2 1 1 1 3 1 0 0 
697705 2405550 Ground 9 Kitchen Floor (Adhesive) Bituminous Product 1 m2 Presumed Asbestos Content TRUE Adhesive to floor covering. 1 1 0 1 0 0 2 1 1 3 2 1 1 1 
697706 2405571 Ground 7 Kitchen Cupboard Floor (Brown Tiles) Thermoplastic Tile 1 m2 Chrysotile TRUE Brown Vinyl Floor Tiles. 1 2 0 1 3 0 1 3 1 1 3 3 1 1 
697706 2405570 Ground 9 Back Door Porch Floor (Beige Tiles) Thermoplastic Tile 1 m2 Chrysotile TRUE Beige Floor Tiles. 1 1 0 1 3 0 2 3 1 2 3 3 1 1 
697716 2405502 Ground 1 Ladies Toilet Flue / Ventilation Pipe (Internal Cement Product 1 m2 Presumed Asbestos Content TRUE This section of latrines was not accessible in previous 1 1 1 1 1 0 0 2 1 1 2 0 1 1 
697716 2405499 Ground 7 Room 7 Fuse Box (Flash Pads) Woven Insulation 1 m2 Chrysotile TRUE Redundant electrical fuse box - flash pads. 3 2 3 1 2 0 2 3 0 2 3 2 1 1 
697735 2405500 Ground 5 Room 5 Gasket Gasket 1 m2 Presumed Asbestos Content TRUE Confined Space Permit will be required if works are 2 0 2 3 1 0 2 1 0 2 3 1 1 1 
697760 2405446 Ground 3 Room 3 Ceiling within Ceiling Void 1 m2 Chrysotile TRUE Costs included with Record ID 574. No Access - 1 1 1 1 2 0 2 2 3 1 0 0 1 1 
697760 2405444 Ground 9 Room 9 Floor (Adhesive) Bituminous Product 1 m2 Chrysotile TRUE Adhesive to red vinyl floor tiles. 1 1 0 1 0 0 2 0 2 2 3 3 1 1 
697761 2405445 Ground 9 Room 9 Floor (Red Tiles) Thermoplastic Tile 1 m2 Chrysotile TRUE Red vinyl floor tiles. 1 1 0 1 3 0 2 3 2 2 3 3 1 1 
697761 2405436 Ground 12 Room 12 Ceiling 1 m2 Chrysotile TRUE No Access or keys available. Building due for 1 2 1 1 1 0 2 2 2 0 2 0 1 1 
697761 2405440 Ground 12 Inflammable Store Floor (Brown Tiles) Thermoplastic Tile 1 m2 Chrysotile TRUE Brown floor tiles. No Access - locked - No Keys 1 3 0 1 3 0 2 3 2 1 2 1 1 1 
697761 2405443 Ground 12 Inflammable Store Floor (Cream Tiles) Thermoplastic Tile 1 m2 Chrysotile TRUE Cream vinyl floor tiles. 1 3 0 1 3 0 2 3 1 1 2 1 1 1 
697775 2405439 External 1 External Debris on flat roof Debris (Unknown Product) 1 m2 Chrysotile TRUE Costs included in Record ID 574. 1 3 0 1 1 0 0 2 3 1 0 0 1 1 
697804 2405411 Ground 6 Classroom Floor (Adhesive) Bituminous Product 1 m2 Chrysotile TRUE Adhesive to floor covering. Minor damage of broken 1 2 0 1 0 0 2 0 2 2 3 2 1 1 
697808 2405430 Loft 1 General debris on wooden beams Asbestos cement adhered to Cement Product 1 m2 Chrysotile TRUE No access allowed to loft area until until it has been 1 3 1 1 0 0 1 1 2 0 0 0 2 2 
697808 2405432 Loft 1 Loft floor throughout building General debris throughout loft floor Debris (Unknown Product) 1 m2 Chrysotile TRUE No access allowed to loft area until area has been 1 3 1 1 0 0 1 1 2 0 0 0 2 2 
697808 2405437 External 1 External Roof Covering 1 m2 Presumed Asbestos Content TRUE Cost includes works for Record ID's 575, 576, 638 & 1 3 1 1 0 0 0 0 3 0 0 0 1 1 
697808 2405438 External 1 External Fascia/Soffit 1 m2 Presumed Asbestos Content TRUE Costs included in Record ID 574. 1 3 1 1 2 0 0 2 3 1 0 1 1 1 
697808 2405415 Ground 6 Classroom Floor (Adhesive) Bituminous Product 1 m2 Chrysotile TRUE Adhesive to floor covering. Minor damage of broken 1 2 0 1 0 0 2 0 2 2 3 2 1 1 
697808 2405431 Ground 32 Ladies Toilet Toilet Cistern Plastic/Reinforced PVC 3 No. Amosite TRUE Cistern within Walls area (3No). 3No at low level. 1 2 0 2 1 0 2 3 0 1 3 1 1 1 
697809 2405413 Ground 1 Boiler Pipework Gaskets 1 m2 Chrysotile TRUE Gaskets throughout pipework. 2 0 2 1 0 0 2 2 0 3 3 2 1 1 
711289 2405470 Ground 32 Office Sink Bituminous Product 1 m2 Chrysotile TRUE Sink pad. 1 2 0 1 2 0 1 3 1 3 3 3 1 1 
711289 2405457 First 162 162 Gasket Gaskets 1 m2 Chrysotile TRUE 2 0 2 1 1 0 2 2 0 1 1 0 1 1 
711422 2405503 Ground 1 Gents Toilet Toilet Cistern Plastic/Reinforced PVC 4 No. Amosite TRUE Cistern within Walls area (4No). 1 2 0 2 1 0 2 3 0 2 3 1 1 1 

RMCRxx 2405404 Internal 1 RMCR00CON082 - AT Store Room 1 Floor (Adhesive) Bituminous Product 1 m2 Chrysotile TRUE Adhesive on floor. No Access - Keys unavailable - 1 3 0 1 1 0 2 3 0 2 3 2 1 1 
RMCRxx 2407119 External 1 RMCR00CON082 - External Electrics Woven Insulation 1 m2 Chrysotile TRUE Live Electrics at rear of building. Building is used for 1 3 0 1 2 0 0 3 0 2 3 2 1 1 



    
  

  
  
  
  
  
  

  
    
   
  
  
  
    
     
    
    
   
    
   
  
  
  
  
  
  
  
  
  
  
  
    
   

    
    

  
  
   
  
   
  
  
    
  
  

Responsib 
Priority Diagram Internal / New Approxim ility (C-E / 

Asbestos Status Code When and What Last Inspection Date Surveyor Survey Type Reference Photo Reference Sealed Damage External Frequency  Re-Inspection Date Asbestos ate Cost Target Completion Date DE) SPEC024_Code 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey P2454 -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON082 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON082 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2456 -1 -1 External 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON072 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2463 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON072 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2462 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON072 
No Action 0 01/05/2015 Brian McCafferty Management Survey P2412 Photos\ABSUIDRMCRxx\2405606-Roof Trusses.Jpg -1 -1 Internal 0 No 0 C-E RMCR00CON008 

No Action 0 01/05/2015  Brian McCafferty Management Survey P2477 -1 -1  Internal 0 No 0 C-E RMCR00CON008 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID711422\2405576-Adhesive to Vinyl Floor Tiles.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON008 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697761\2405504-Ventilation Pipe.Jpg -1 -1 External 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2803 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697804\2405540-Roof Covering.Jpg -1 -1 External 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey P2478 -1 -1 External 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697761\2405506-Cistern Within Walls.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697808\2405549-Adhesive  on Rear of Blue Vinyl.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697808\2405548-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697808\2405546-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697808\2405551-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697808\2405545-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697808\2405550-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON011 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey P2475 -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON010 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2476 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON010 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON021 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2469 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON021 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2472 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON049 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON142 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2455 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON142 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2455 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON141 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON141 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON141 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON141 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697705\2405439-Debris on Flat Roof.Jpg -1 -1 External 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON146 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID691755\2405411-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON191 
Restrict Access 2 Restrict Access 01/05/2015 Brian McCafferty Management Survey P2481 -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON183 
Restrict Access 2 Restrict Access 01/05/2015 Brian McCafferty Management Survey P2483 -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON183 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697705\2405437-Roof Covering.Jpg -1 -1 External 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON183 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697705\2405438-Soffit.Jpg -1 -1 External 12 01/05/2016 No 0 30/04/2016 C-E RMCR00CON183 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID691755\2405415-Adhesive to Floor Covering.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON183 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2451 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON183 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID691755\2405413-Gaskets Throughout Pipework.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON222 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2453 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON068 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey P2457 -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON068 
Monitor 4 Monitor 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID697761\2405503-Cistern Within Walls.Jpg -1 -1 Internal 12 01/05/2016 No 0 01/11/2019 C-E RMCR00CON012 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey -1 -1 Internal 12 01/05/2016 No 0 30/04/2016 C-E RMCRxxGround 
Remove 3 Remove 01/05/2015 Brian McCafferty Management Survey Photos\ABSUID691754\2405404-Live Electrics.Jpg -1 -1 External 12 01/05/2016 No 0 30/04/2016 C-E RMCRxxGround 


