


OWO Asbestos Register - Roof / 5th & 6th Floors

Survey/Type Material Sample                Material Type

And Date  Location Number Identified Product type Material Assessment Priority Assessment Risk Assessment Last Inspection Date Next Inspection Date Comments/Action Notes

Type 2 / July 2003 Main Roof - 3 No Glass Lanterns 01a Chrysotile Textile- Rope Glass Seals 4 3 Very Low 11-Apr-11 11-Apr-12  Inspect Assets Labelled

Type 2 / July 2003 Main Roof - 1 No Glass Lantern 01a Chrysotile Textile- Rope Glass Seals 4 3 Very Low 11-Apr-11 11-Apr-12  Inspect Assets Labelled

Type 2 / July 2003 Main Roof - South link Lift Motor House WES 370 03 vis Presumed Chrysotile Brake Shoe x 2 2 2 Very Low 11-Apr-11 11-Apr-12  Inspect lift contractor notified of potential hazard

Type 2 / July 2003 Main Roof - South link Lift Motor House WES 371 03 vis Presumed Chrysotile Brake Shoe x 2 2 2 Very Low 11-Apr-11 11-Apr-12  Inspect lift contractor notified of potential hazard

Type 2 / July 2003 Main Roof - Generator Housing No 1 04a Chrysotile Textile - Rope Seal (Exhaust Insulation) 4 3 Very Low 11-Apr-11 11-Apr-12  Inspect Labels fitted. Generator contractor notified of potential hazard

Type 2 / July 2003 Main Roof - Generator Housing No 1 05a Chrysotile Gasket- (Generator Exhaust x 3) 4 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Generator contractor notified of potential hazard

Type 2 / July 2003 Main Roof- Atrium Lift Motor Room WES 334 07vis Presumed Chrysotile Brake Shoe x 2 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Lift contractor notified of potential hazard

Type 2 / July 2003 Main Roof- Atrium Lift Motor Room WES 335 07vis Presumed Chrysotile Brake Shoe x 2 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Lift contractor notified of potential hazard

Type 2 / July 2004 Main Roof - Goods Lift Motor Room WES: 375 Vis Presumed Chrysotile Brake Shoe 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Lift contractor notified of potential hazard

Type 2 / July 2005 Main Roof - North link Lift Motor Room WES: 368 Vis Presumed Chrysotile Brake Shoe 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect

Labels fitted. Lift contractor notified of potential hazard. Air 

sampling carried out report No A2568 (4/12/10).

Type 2 / July 2006 Main Roof - North link Lift Motor Room WES:  369 Vis Presumed Chrysotile  Brake Shoe 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect

Labels fitted. Lift contractor notified of potential hazard. Air 

sampling carried out report No A2568 (4/12/10).

Type 2 / July 2007 Main Roof - South link  Plant Room Vis Unknown Pipe work insulation 7 6 Low 11-Apr-11 11-Apr-12  Inspect

Not part of the type 2 survey. Destructive testing procedure would 

be required. There is sound evidence that the insulation material is 

fibre glass.

Type 2 / July 2008 Main Roof - Chiller  Plant Room Vis Unknown Pipe work insulation 7 6 Low 11-Apr-11 11-Apr-12  Inspect

Not part of the type 2 survey. Destructive testing procedure would 

be required. There is sound evidence that the insulation material is 

fibre glass.

Type 2 / July 2009 Main Roof - CR3  Plant Room Vis Unknown Pipe work insulation 7 6 Low 11-Apr-11 11-Apr-12  Inspect

Not part of the type 2 survey. Destructive testing procedure would 

be required. There is sound evidence that the insulation material is 

fibre glass.

Type 2 / July 2003 5th Floor - Room 506 Vis Presumed ACM Insulation residue 9 6 Low 11-Apr-11 11-Apr-12 Inspect

 No access during survey to riser behind televison equipement. 

Riser is for IT cabling and there is no evidence that there is or has 

been any ACM's in this location. Survey was carried out and in the 

room which concluded that is non-asbestos fibrous materials 

present. 

Type 2 / July 2003 5th Floor - Room 505 Vis Presumed ACM Insulation residue 9 6 Low 11-Apr-11 11-Apr-12 Inspect

 No access during survey to riser behind steel cabinet. Survey 

was carried out and in the room which concluded that is non-

asbestos fibrous materials present. 

Building History . . . . . . . .

Survey/Type Sample         Material Type Material Priority Risk Last Insp Next Insp Comments

And Date Sample Location  Number Identified Product type  Assessment Assessment  Assessment Date  Date / Action Notes

Type 2 / July 2003 Main Roof - Generator Housing No 2 06a NADIS Gasket- (Generator Exhaust ) 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - South Link Plant Room 08a NADIS Gasket- (Discarded on floor ) 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - CR3 Plant Room Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - South Tank Room Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Sorvex Motor Room WES: 400 09a NADIS Brake Shoes 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Void 1 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Void 2 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Turret 1 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Turret 2 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Turret 3 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Turret 4 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Turret 6 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "A" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "B" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "E" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "F" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Flat Roof Area Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 6th Floor - Room 601 02a NADIS Two Bitumastic acoustic pads below sink 0 0 0 2-Jul-03 N/A N/A N/A

Type 2 / July 2003 6th Floor - Room 601: Loft Space Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A No suspected asbestos

Type 2 / July 2003 Fifth Floor - Room 501 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 503 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 504 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 507 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 508 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present



O.W.O Asbestos Register Fourth Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Fourth Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

. . . . .

Type 2 / June 2003 4th Floor - Corr - Rm 401 02a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm opp 401 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Elect riser F 01a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Whitehall 03a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Elect riser A 03a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Elect riser A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 407 19a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 409 19a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 409A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 411 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 411B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 411C 59a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 411C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 412 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 413A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 413A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 413B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 413B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 414 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 414 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 415 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 415 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 416 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 416 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 417 49a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 417 48a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 419 48a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 419 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 422 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 423 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 423 47a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 424 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 424 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 426 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 426 45a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 428 45a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 428 . Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 429 45a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 429 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 430 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 431 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 433 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 434 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 434 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 435 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 435 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 436 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 436 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 437 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 438A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 441 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 441A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 441A 55a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 443 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 444 56a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 444 57a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 448 . Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 450 02a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 456 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 450B 30a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - WES 334 19a - 21a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - ladies toilet block C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2- gents toilet block C 33a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp ladies toilet block C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp Rm 412 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp Rm 413 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp toilet block C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2- Rm 413 34a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 471B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr 1 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 4th Floor - Corr - stairwell 1-cross corr 3 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 1-opp Rm 409A 24a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 1 - Rm 409B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr 2 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 4th Floor - Corr - stairwell 4-opp Rm 447 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 4- Rm 446 61a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 4- Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3-  Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- toilet block B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 452B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- toilet block A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- opp toilet block B 62a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 452A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - stairwell 4 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- toilet block A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 452B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Cross corr  1 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Rm 441 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Cross corr  2 (left) . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Cross corr  2 (right) . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - opp Rm 439 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - opp Rm 440 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Rm 438 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Rm 439 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr- Service Riser opp room 429 46a Chrysotile Gasket on disused fire main pipe flange 13-May-11 13-May-12 2 3 Very Low  Inspect Gasket on disused fire main pipe flange. Labels fitted

. . . . . . . . . .

Type 2 / June 2003 4th Floor - Rm 401 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure



Type 2 / June 2003 4th Floor - Rm 402 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403D . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405D . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405E . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 406 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 407 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 408 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 409 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 409A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 409B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 410 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 412 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 412A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 413 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 413A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 413B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 414 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 416 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 417 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 417A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 417B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 418 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 419 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 420 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 421 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 422B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 423 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 425 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 426 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 427 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 428 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 428A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 429 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 430 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 431 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 432 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 434 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 435 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 436 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 437 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 438 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 438A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 439 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 440 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 441 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 441A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 443 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 444 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 445 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 446 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 447 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 448 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 449 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 450 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 452 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 452A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 452B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 455 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 456 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 457 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 458 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 458a . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 458B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 459 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 459A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 459B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 460 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 461 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 462 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 462A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 463 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 464 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 466 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 468 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 469 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 469A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 469B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 470 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 470A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 471 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 471A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 472 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 5th Floor - Rm 472A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 473 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 476 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 5th Floor - Rm 477 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 481 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 482 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 484 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect
Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 409 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 410 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.



Type 2 / June 2003 4th Floor - Rm 412A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 417 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 420 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 421 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 441A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 445 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 447 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 458B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 459 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 460 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 462A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 449 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 455 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 457 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Staircase 3 67a Chrysotile & Amosite Asbestos durasteel boarding 13-May-11 13-May-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The material 

has been labelled.

Type 2 / June 2003 4th Floor - External 05vis Presumed Chrysotile Textile (Rope Lantern Glazing Seals) 13-May-11 13-May-12 4 1 Low  Inspect Rope used as gasket to seal glazing. Labelled not tested

Type 2 / June 2003 4th Floor - Rm 413 . Presumed ACM Plaster 13-May-11 13-May-12 2 5 Very Low Inspect

Ornate plaster work is throughout floor and it was not tested 

for asbestos material during the survey . The plaster work has 

been encapsulated by ceiling paint.English Hertitage protect 

any work carried out on this material.

Type 2 / June 2003 4th Floor- Rm 457 /  Service Duct 11a Chrysotile Gasket X 2 13-May-11 13-May-12 2 3 Very Low  Inspect Gaskets on flanged pipe work. Labels fitted

Type 2 / June 2003 4th Floor - Rm 403A . Presumed ACM Unknown 13-May-11 13-May-12 7 6 Low  Inspect

Ceiling void extent unknown not surveyed. No evidence has 

been found that suggests there may ACM in the area.

. .
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Building History . . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

. . . . . . . . . . . .

Type 2 / June 2003

4th Floor - Perimeter Corridor Adjacent Electrical 

Riser "F" 01A Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor-  Perimeter Corridor Adjacent Room  450 02a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Perimeter Corridor Opposite Room 409 03a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Room 404 / Vertical Riser 04a NADIS Insulation Board  Access Panel 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Electrical Riser  "F" 06a NADIS Insulation Board-Infill Panel  Around Trunking 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 412- Ceiling Void 07a NADIS Insulation Board Rear of up stand within ceiling void 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Tea  Point Block "E" 08a NADIS Painted Bitumastic acoustic pad below sink 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 466 / Service duct 09a NADIS Insulation Board  Access Panel X 3 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Male Toilet Block "F" Lobby Riser - Ceiling 10a NADIS Paper packing to Ceiling Slab 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 457 12a NADIS Debris on Pipe work Hanger 01-Jul-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 461 / Above door 13a NADIS Insulation Board Infill Panel 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 439 / Vertical Riser 14a NADIS Debris in Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Riser Opposite Room 441a 15a NADIS Debris on Pipe work Hanger 02-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 447 / High Level Service Duct 16a NADIS Insulation Board 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 411c Vertical Riser 17a NADIS Insulation Board Debris within Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 412 / Vertical Riser 18a NADIS Debris Insulation Board 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4th Floor- Peripheral Corridor Adjacent Lift WES: 

334 19a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Perimeter Corridor Adjacent Room 448 20a NADIS Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4th Floor- Perimeter Corridor Adjacent Lift WES: 

335 21a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Perimeter Corridor Opposite Room 450 22a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Adjacent Electrical Riser  "A" 23a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Stairwell  1 Adjacent Window 24a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor- Stairwell  1 Adjacent Room 409b 25a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor- Stairwell  1 Opposite Room 409b 26a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 457 27a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 411c 28a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 412 29a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 458 30a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor -  Perimeter Corridor Adjacent Room 458b 31a NADIS Debris in Vertical Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Adjacent Room 459 32a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Adjacent Toilet Block "C" 33a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Opposite Room 413 34a Amosite & Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Adjacent Room 413 35a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Peripheral Corridor Adjacent Room 473 36a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor -Peripheral Corridor  Adjacent Room 414 37a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4h Floor - Peripheral Corridor Adjacent Cleaners 

Cupboard 1 38a Chrysotile & Amosite Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 418c 39a Chrysotile & Amosite Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 417b 40a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Opposite Room 417a 41a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 422a 42a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4h Floor - Perimeter Corridor  Adjacent Cleaners 

Cupboard 2 43a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003

4h Floor  - Perimeter Corridor Adjacent Male Toilet 

Block "F" 44a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 429 45a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 432 47a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 437 48a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 466 49a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Staircase 50a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Staircase 51a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Room 438 52a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Lift WES:369 53a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 466 54a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 441a 55a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 444 56a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Opposite Room 444 57a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003

4h Floor - Perimeter Corridor Opposite Room 442 

Vertical Riser 58a Chrysotile  Debris within Riser 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 446 59a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A
Type 2 / June 2003 4h Floor - Stairwell 4 Adjacent Radiator 60a NADIS Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 4 Adjacent Staircase 61a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003
4h Floor - Cross Corridor 3 Opposite Toilet Block 

"B" 62a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Cross Corridor 3 Adjacent Room 451 63a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Cross Corridor 3 Opposite Room 453 64a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Cross Corridor 3 Opposite Room 454 65a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Room 402 66a NADIS Debris in Vertical Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 401 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 442 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 443 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 457 /  Service Duct Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 432 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 434 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 466 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Male Toilet Block "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 459 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 459 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 459b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 460 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 461 Vis NADIS N/A 09-Jan-08 N/A 0 0 0 N/A

 non-asbestos fibrous materials present. Disturbance air test 

carried out 9/1/2008 Report No AC-08-0018 (AMP:114);

Type 2 / June 2003 4th Floor- Room 462 Vis NADIS N/A 10-Jan-08 N/A 0 0 0 N/A

 non-asbestos fibrous materials present. Disturbance air test 

carried out 9/1/2008 low fibre reading report No AC-08-0018 

(AMP:114);

Type 2 / June 2003 4th Floor- Room 462a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 463 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 464 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 438 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 438a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 439 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 441 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 441a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 441 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 4th Floor- Room 403a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 403b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 403c Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 403d Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 404 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 404a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 404b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405c Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405d Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405e Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 409 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 409a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 409b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 410 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 476 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 468 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 477 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present



Type 2 / June 2003 4th Floor- Room 469a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 470 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 470a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 471 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 471a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 481 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 472 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 5th Floor- Room 472a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 473 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 472  Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Male Toilet Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Disabled Toilet Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Tea  Point Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Female Toilet Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Male Toilet Block "C" Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Female Toilet Block "C" Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 413 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 413a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 413b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 414 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 415 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 415a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 415b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 416 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Cleaners Cupboard Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 417 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 417a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 417b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Messengers lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 417 lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 418 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 418 Store Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 419 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 420 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 421 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "A" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Electrical Riser  "E" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 455 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 456 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 411 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 411a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 411b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 458 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 458a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 458b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 412a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 412a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Service Room over 412a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 458b Strong Room Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 422 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 5th Floor- Room 422a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 6th Floor- Room 422b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 423 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Cleaners Cupboard 2 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 446 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Female Toilet Block "E" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Tea  Point Block "E" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 428 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 428a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Male Toilet Block "F" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Male Toilet Block "F" Cleaners Cupboard Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor-  Riser Male Toilet Block "A" Vis NADIS Paper packing to Ceiling Slab 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4h Floor- Room 401  Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 407 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present
Type 2 / June 2003 4h Floor - Cross Corridor 1 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present
Type 2 / June 2003 4h Floor - Cross Corridor 2 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 415c Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 436 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 450 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 436 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 445 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 446 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 448 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 449 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Female Toilet Block "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Male Toilet Block "D" Cleaners Cupboard Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Tea Point Block "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Female Toilet Block "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Female Toilet Block "B" Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Tea Point Block "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Cleaners Cupboard Block "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4h Floor - Cleaners Cupboard Block "B"  Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 453 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Male Toilet Block "A" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present



O.W.O Asbestos Register Third Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Third Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 3rd Floor - Corr - Rm 300 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 301 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Elect riser F . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp  Elect riser F 08a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 302 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 302 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 303 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 303 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 304 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 304 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 305 09a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 307 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 307A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 307A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 307B 11a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 307B 10a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 308 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 308 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 309 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Elect riser A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 310 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 310 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 311 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 311 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 312 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 312 12a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 313 13a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 313 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 -cross corr 3 right 16a Amosite Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 -cross corr 3 left . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 - Rm 314 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 - opp Rm 314 15a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 - Rm 315 14a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 316 17a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 317 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 318 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 319 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - elect riser B 20a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 360 18a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 361 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 362A 19a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - riser Rm 262A 21a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Material inaccessible  within vertical riser removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - male toilet  C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp lifts 22a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp stairs down Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp stairs up 23a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp stairs up right . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - stairs down . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - stairs up . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp cross corr 1 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp gent C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 2nd Floor - Corr - cross corr 1 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr -  gent C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 320 30a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 321 29a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 323 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 324 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr -near Rm 325 . Presumed ACM Gasket 26-Apr-11 26-Apr-12 7 4 Low Inspect Gasket on dis-used water mains. Labelled

Type 2 / June 2003 3rd Floor - Corr - opp Rm 326 28a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 327 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 331 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 337A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 350B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 350C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 350B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 350C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 351 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 352 53a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 352 52a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 4 - Rm 353 07A  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 4 - Rm 353A 07A  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 354 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 354a . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - lifts WES 335 334 07a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 355 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 357 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 357A 38a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp Rm 357B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 358 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B 60a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - tea area toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp toilet B 59a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp tea area toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - cleaners cubp toilet B 39a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp toilet  A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp cleaners toilet  A 24a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet  A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - cleaners toilet  A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - opp Rm 348 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - opp Rm 350 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - opp Rm 368A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 348 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 349 25a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 350 25a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 350A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Cross corridor 2 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Cross corridor 2 & 3- lift lobby . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Cross corridor 1- Keep exit . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Cross corridor 1 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Corr - Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 337 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 339 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 340 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 340D . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 340 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 342 42a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 343 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 343 . Assumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 344 43a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process



Type 2 / June 2003 3rd Floor - Corr - Rm 344 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 345 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 345 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm elect riser G . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 347 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 348 45a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 332 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 331 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 329 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 327A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 327 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 326 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 325 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - tea area toilet  E . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - toilet E 29a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 3rd Floor - Corr - toilet F 39a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 324 35a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor 
duct after removal process

. . . . . . . . . . .

Type 2 / June 2003 3rd Floor - Rm 300 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 301 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 302 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 303 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 304 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 305 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 307 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 307A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 307B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 308 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 309 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 310 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 311 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 312 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 313 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 314 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 315 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 315A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 360 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 316 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 317 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 361 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 318 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 319 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 362 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 362A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 320 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 321 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 322 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 323 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 324 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 325 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 326 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 327 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 328 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 329 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 330 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 331 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 331A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 332 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 333 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 334 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 336 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 337 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 337A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 338 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 339 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 340 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 340A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 341 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 342 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 342A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 343 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 344 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 345 06A Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 345A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 347 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 348 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 349 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 350 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 350A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 350C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 351 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 352 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 353 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 353A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 354 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 355 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 356 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 357 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 357A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 357B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 358 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 363 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 365 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 366 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor -Rm  368 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 370 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 371 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 372 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 372B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 373 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor -Rm  374 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 375 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 376 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 377 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 378 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 382 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 383 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 384 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 384A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 385 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 386 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 387C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 388 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 390 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Riser - Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 307B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 309 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 312 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser- Rm 361 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 318 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser- Rm 362A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 322 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 324 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 332 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 333 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 339 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 341 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 344 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.



Type 2 / June 2003 3rd Floor - Riser-Rm 350A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 354A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 358 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 365 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 366 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 350B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 
panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - stairwell 3 lift shaft 36A Chrysotile/Amosite Asbestos durasteel boarding 26-Apr-11 26-Apr-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The material 

has been labelled. 0

Type 2 / June 2003 3rd Floor - External 58vis Presumed ACM Textile- Rope Glass Seals 26-Apr-11 26-Apr-12 4 1 Very Low  Inspect Rope gaskets used as glazing seal. Labels fitted

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 3rd  Floor - Room 363 0 0 0

4th Floor - Room 364 0 0 0

Type 2 / June 2003 3rd  Floor - Room 319 01A NADIS Bitumastic acoustic pad (x2) under sink 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor - Room 319 02A NADIS Debris within vertical riser 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor - Room 361 03A NADIS Debris within vertical riser 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor - Room 348 04A NADIS Bitumastic acoustic pad (x2) under sink 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor - Service Duct (Opposite Room 350c) 05A Chysotile Debris to floor level (iron work) 15-Dec-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor - Perimeter Corridor (adjacent room 345) 06A NADIS Insulation Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent lift WES 335) 07A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite electrical riser "F") 08A Chysotile Insulation Debris within floor duct 15-Jun-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 305) 09A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 307b) 10A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 307b) 11A Chysotile Insulation Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 312) 12A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 313) 13A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 315) 14A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Stairwell 1 (adjacent security door) 15A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Stairwell 1 (adjacent radiator) 16A Amosite  Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 316) 17A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 360) 18A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 362a) 19A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent electrical riser "B") 20A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 362a) 21A Chysotile Insulation Debris within vertical riser 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Stairwell 2 (opposite staircase) 22A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Stairwell 2 (adjacent lift WES 371) 23A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Stairwell 2 (adjacent female toilet  block "C") 24A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent the Keep) 25A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent fire hose) 26A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 327) 27A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent cleaners cupboard 1) 28A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 321) 29A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 320) 30A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 325) 31A Chysotile Insulation Debris within vertical riser 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 320) 32A Chysotile Insulation Debris within vertical riser 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 329) 33A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 329) 34A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Stairwell 3 35A Chysotile Insulation Debris within floor duct (No. x2) 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Stairwell 3 37A Chysotile Insulation Debris within vertical riser (No. x2) 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 356) 38A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent cleaners cupboard 2) 39A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 340a) 40A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 341) 41A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 342) 42A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 344) 43A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 382) 44A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent room 347) 45A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Stairwell 5  (adjacent room 382) 46A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent security doors) 47A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Stairwell 5  (adjacent room 349) 48A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor- Stairwell 5  49A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent room 350c) 50A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (opposite room 351) 51A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (opposite room 352) 52A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent  room 352) 53A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (opposite room 352) 54A NADIS  Debris within vertical riser 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor- stairwell 4 ( adjacent radiator) 55A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- stairwell 4 ( adjacent security doors) 56A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- stairwell 4 ( adjacent room 353) 57A NADIS  Debris within floor duct 15-Sep-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor -  Cross Corridor 3 (adjacent toilet block "B") 59A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor -  Cross Corridor 3 (adjacent toilet block "B") 60A Chysotile  Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor -  Cross Corridor 3 (opposite toilet block "A") 61A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2004 3rd Floor -  Cross Corridor 3 (adjacent toilet block "A") 62A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 Removed

 3rd Floor - Room 319 SAS/06/11534/1 NADIS Debris within vertical riser 1-Jun-06 N/A 0 0 0 N/A

Bulk sample  & Air samples taken  (1/6/06) report No CG/06/512  

(BES:12942)

Enquiry 1-Jun-06 3rd Floor - Room 319 SAS/06/11534/2 NADIS Cover panel of vertical riser 1-Jun-06 N/A 0 0 0 N/A

Bulk sample  & Air samples taken  (1/6/06) report No CG/06/512  

(BES:12942)

Type 2 / June 2003 3rd  Floor - Room 300 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 301 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 302 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 303 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 304 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 305 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 306 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 308 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 309 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 310 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 311 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 312 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 313 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 314 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 315 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 316 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 317 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 318 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 320 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 321 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 322 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 323 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 324 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 325 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 326 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 327 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 328 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 329 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 330 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 331 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 331a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 332 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 333 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 334 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 335 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 336 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 337 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 337a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 338 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 339 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 340a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 341 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 342 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 342a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 343 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 344 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 345 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 345a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 346 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 347 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350c . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 351 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 352 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 353 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 353a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 354 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 354a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 355 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 356 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 357 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 357a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 357b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 362 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 362a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Corridor (Room 364) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 366 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 368 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 368a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 370 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 371 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 372 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 372a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 372b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 373 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 374 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 375 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 376 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present



3rd  Floor - Room 377 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 378 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "D" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "D" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "D" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "D" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "D" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "A" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "A" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "A" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "A" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "A" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "C" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "C" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Disabled toilet "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Disabled toilet "C" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "C" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "E" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "E" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "E" (lobby , riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "E" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  "F" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  "F" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "F" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "F" (lobby, riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "F" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "B" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "B" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "B" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "B" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  "B" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 3rd  Floor - Room 382 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 383 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 384 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 384a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 385 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 386 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 386a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 387c . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 387c (Shower) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 387c (Kitchen) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 388 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 390 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Cross corridor 1 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Cross corridor 2 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Keep lift lobby . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 300 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 301 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 302 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "A" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 0 0 No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "E" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "F" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 303 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 304 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 305 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 306 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 308 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 309 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 310 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 311 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 311 (store) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 312 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 313 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 314 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 315 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 316 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 317 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 318 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 330 (store) NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd Floor - Room 332 (store) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd  Floor - Room 338a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd Floor - Internal corridor (Rooms 333-339) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  1 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  2 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos



O.W.O Asbestos Register Second Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date AssessmentAssessment Assessment / Action Notes

Type 2 / June 2003 2nd Floor - Corr - Rm 254 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Corr - Elect Riser B . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Corr - Elect Riser G . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Elect Riser C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Rm 202 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Rm 203 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Rm 215 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Riser - Opp Toilet Block A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 3 Low Inspect Encapsulated. Material inaccessible  within riser after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 252 Entrance . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 261 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 262 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 263 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Stairwell 2 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Toilet Block B . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Cross Corr 3 Left . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Opp Rm 212A 22A Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Rm 212 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Rm 213 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Rm 205 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Gents Toilet Block C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Ladies Toilet Block C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Ladies Toilet Block C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Rm 204 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Rm 218 28A Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Stairwell 2 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 203A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 204 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 218 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 217 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 4 - Opp Rm 257 53A Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 4 - Rm 256 . Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 4 - Rm 256A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Opp Rm 248 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Rm 251 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Cross Corr 2 Left . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Cross Corr 2 Right . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process
Type 2 / June 2003 2nd Floor - Stairwell 5 - Rm 248 Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after removal process

Type 2 / June 2003 2nd Floor - Rm 200 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 201 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 202 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 203 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 203 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 203A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 204 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 205 16a Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 206 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 207 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 208 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 209 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 210 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 211 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 211 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 212 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 212A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2ndFloor - Rm 213 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2ndFloor - Rm 213 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 214 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 214A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 215 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 215 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 216 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 216 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 265 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 265 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 266 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 266A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Service duct - Rm 266A . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low  Inspect Service duct not surveyed no access at time of survey

Type 2 / June 2003 2nd Floor - Store - Rm 266A . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low  Inspect Area not surveyed no access at time of survey

Type 2 / June 2003 2nd Floor - Rm 267 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 267A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 267A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 217 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 218 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 219 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 220 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 221 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 222 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 222 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 223 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 224 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 224 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 225 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 226 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 226 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 226A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect

Room inaccessable at time of survey. Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 2nd Floor - Rm 227 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 228 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 229 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 229 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 230A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 231 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 231 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 232 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 233 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 5 Minor  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 234 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 235 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 236 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 237 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 238 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 238 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 239 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 240 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 241 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 241 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 242 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 243 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 243 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 244 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 245 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 245 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 245A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 246 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 246 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 247 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 247 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 248 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 248 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 249 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 250 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 251 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 251 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 252 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 252 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 253 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 254 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 255 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 255 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 255A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 256 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 256 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 256A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 257 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 257 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 258 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure



Type 2 / June 2003 2nd Floor - Rm 259 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 259 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 260 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 261 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 262 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 263 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 263 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 264 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 264 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 268 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 268 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 269 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 270 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 270A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 271 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 271 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 272 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 273 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 273A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 274 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 276 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 277 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 277A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 278 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 278A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 279 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 279A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 279B . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 280 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 280A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 281 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 281 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 283 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 284 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Room inaccessable at time of survey. Possible residue within floor void. Encapsulated by flooring 

Type 2 / June 2003 2nd Floor - Rm 288 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 288A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 289 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 290 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 291 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Void - Rm 291 . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect Ceiling void not surveyed. No evidence that the area contains ACM.

Type 2 / June 2003 2nd Floor - Rm 293 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Void - Rm 293 . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect Ceiling void not surveyed. No evidence that the area contains ACM.

Type 2 / June 2003 2nd Floor - Rm 295 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Void - Cross Corr 1 . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect Ceiling void not surveyed. No evidence that the area contains ACM.

Type 2 / June 2003 2nd Floor - Typical Panelling . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect

Typical wooden panelling on the walls throughout the floor. Not surveyed. No evidence that there is 

ACM behind panelling.

Type 2 / June 2003 2nd Floor - Typical Ceiling . Presumed ACM Plaster 16-Aug-11 16-Aug-12 2 6 Low Inspect

Ornate plaster work is throughout floor and it was not tested for asbestos material during the survey . 

The plaster work has been encapsulated by ceiling paint.English Hertitage protect any work carried 

Type 2 / June 2003 2nd Floor - cleaners cupboard- toilet block B Inspect Not accessable at time of survey

Type 2 / June 2003 2nd Floor - Riser - Female toilet block B Inspect Not accessable at time of survey

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date AssessmentAssessment Assessment / Action Notes

Type 2 / June 2003 2nd  Floor - Room 200 01A NADIS

Insulation Board - 

Within fire place 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 206 02A NADIS

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 222 03A NADIS

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 230 04A NADIS

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 261 05A NADIS

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 274 06A NADIS

Spray Insulation on 

RSJ  - Ceiling void 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 3 08A Chrysotile

Debris -  Within 

vertical riser ( x 2) 2-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 3 09A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Room 208 10A NADIS

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 260 11A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite electrical riser "F" 12A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj lift (WES:335) 13A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 203a 14A Chrysotile/Amosite/Crocidolite

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 203a 15A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 205 16A Chrysotile/Amosite

Insulation Debris - 

Within floor duct 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 206 17A Chrysotile

Insulation Debris - 

Within floor duct 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj electrical riser "A" 18A Chrysotile

Insulation Debris - 

Within floor duct 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 210 19A Chrysotile

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2rd  Floor - Peripheral Corridor opposite room 206 20A Amosite

Debris -  Within 

vertical riser 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Room 267 (service duct) 21A Chrysotile

Insulation residue on 

lintel 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 1 adj radiator 22A Chrysotile

Insulation Debris - 

Within floor duct 2-Dec-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 1 adj room 212 23A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 1 opposite room 213 24A Chrysotile

Insulation Debris - 

Within floor duct 2-Dec-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 266 25A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor  adj room 215 26A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor  adj room 267b 27A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 2 opposite room 217 28A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor  adj room 218 29A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 2 adj toilet block "C" 30A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 218 31A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 219 32A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 220 33A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 221 34A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj cleaners cupboard 1 35A Chrysotile

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 227 36A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 232 37A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 233 38A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 236 39A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 239 40A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 244 41A Chrysotile

Insulation Debris - 

Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 288 42A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 247 43A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 220 44A Chrysotile

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 5 adj lift WES 369 45A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 250 46A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Safe Haven 47A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 253 48A Chrysotile

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 255 50A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 255 51A Chrysotile

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 255 52A NADIS

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 4 adj radiator 53A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 4 adj security doors 54A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 256 55A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Cross Corridor 3 adj radiator 56A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Cross Corridor 3 opposite disabled toilet 57A Amosite

Debris -  Within 

vertical riser 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Central Staircase 58A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Central Staircase adj room 262 59A NADIS

Insulation Debris - 

Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Central Staircase opposite toilet block "A" 60A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Cross Corridor 3 adj room 264 61A Chrysotile

Insulation Debris - 

Within floor duct 3-Sep-03 See active register 0 0 0 Removed
Type 2 / June 2003 2nd  Floor - Room 200 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 201 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 202 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 203 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 203a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 204 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 205 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 206 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 207 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 208 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 209 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 210 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 211 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 212a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 213 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 214 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 214a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 215 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / May 1999 2nd  Floor - Room 215 06 / 042 NADIS Insulation Board 15-Nov-99 N/A 0 0 0 N/A

Insulation board blanking the fire place in the room. Materwas identified as non-asbestos suparlux 

type. Representation of all fire places in the building.

Type 2 / June 2003 2nd  Floor - Room 216 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 217 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 218 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 219 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 220 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 221 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 222 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 223 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present



Type 2 / June 2003 2nd  Floor - Room 224 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 225 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 226 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 226a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 227 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 228 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 229 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 230 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 230a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous material present. Partly inaccessible due to items being stored.

Type 2 / June 2003 2nd  Floor - Room 231 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 232 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous material present. Partly inaccessible due to items being stored.

Type 2 / June 2003 2nd  Floor - Room 233 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 234 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 235 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 236 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 237 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 238 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 239 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 240 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 241 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 242 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 243 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 244 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 245 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 246 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 247 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 248 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 249 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 250 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 251 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 252 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 253 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 254 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 255 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 255 Store . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assume non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 256 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 257 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 258 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 259 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 260 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 261 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assume non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 262 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 263 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 264 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 265 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assume non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 266 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267 services duct . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267b . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 268 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 269a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 270a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 271 / 272 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 273a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 273a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 274 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / May 1999 2nd  Floor - Room 274 06 / 041 NADIS Sprayed insulation 15-Nov-99 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 276 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A Sprayed insulation on support beam above the suspended ceiling

Type 2 / June 2003 2nd  Floor - Room 277a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 278 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 278a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 279 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 279a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 279b . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 280 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 280a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 281 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 282 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 283 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 288 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 288 Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assume non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 289 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 290 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard 1 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assume non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard 2 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assume non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "A" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard  Block "A" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard  Block "A" Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet Block "B" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet Block "B" lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Disabled Toilet Block "B" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet  Block "C" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet  Block "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet  Block "C" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Tea Point  Block "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "D" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Tea Point "D" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard Toilet Block "D" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "D" Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "D" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Tea Point "E" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet Block "E" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet Block "E" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet Block "E" Lobby Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Male Toilet Block "F" Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard Toilet Block "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "A" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "B" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous material present. Partly inaccessible due to items being stored.

Type 2 / June 2003 2nd  Floor - Electrical Riser "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous material present. Partly inaccessible due to items being stored.

Type 2 / June 2003 2nd  Floor - Electrical Riser "E" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "G" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present



O.W.O Asbestos Register First Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 1st Floor - Stairwell 1 - Cross Corr 3 16a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Opp Rm 111B 17a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Opp Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Rm 111B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Opp Rm 119 23a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Opp Toilet Block C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Rm 118 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Rm 119 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Toilet Block C 25a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 3 - Down 34a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 3 - Sovex Lift shaft 33a Chrysotile/Amosite Asbestos durasteel boarding 11-Jun-11 11-Jun-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The 

material has been labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Cross Corr 3 Left 52a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Cross Corr 3 Right . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Opp Rm 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Opp Rm 152A 53a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Rm 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Rm 152A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 148A 44a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 147 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 166 43a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Rm 147 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Between Cross Corr 3 and 2 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 102 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 109 13a / 14a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 128 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 101 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser D . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser F 09a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Near Rm 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Near Rm 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Elect Riser D . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Ladies Block E . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 101 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 103 08a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 104 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 105A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 106 12a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 107 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 114 19a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 115 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 117 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 120 27a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 121 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 123 28a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 125 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 127 35a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 131 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 135 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 136 37a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 137 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 138 38a / 40a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 139 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 140 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 142 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 145 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 145A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 146 41a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 151 49a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Store Rm 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 103 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 103A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 104 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 104A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 105 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 105A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 106 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 109 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 110 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 114 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 115 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 116 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.



Type 2 / June 2003 1st Floor - Corr - Rm 117 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 120 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 122 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 123 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 125A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 127 Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 128 30a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 129 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 131 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 133 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 135 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 136 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 137 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 139 39a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 141 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 143 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 145A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 146 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 151 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 153 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 154 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 159 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 161 21a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 3 - Up . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Store Rm 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Tea Area Toilet Block E . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr -WES 334 335 07a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 1 - near Circle locks . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 1 - Rm 180 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 1 - Opp Rm 180 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Opp Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 156 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 156B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 157 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 158 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Toilet Block A 55a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Toilet Block B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 156 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 156A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 156B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 157 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 158 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Toilet Block A 56a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Opp Toilet Block B 54a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2004 1st Floor - Corr  - near Rm 126 . Presumed Chrysotile Gasket 11-Jun-11 11-Jun-12 3 5 Very Low  Inspect

Gasket at low level. Fitted to flange on disused water 

mains. Flange labelled

Type 2 / June 2005 1st Floor - Cross Corr 3 - Opp Toilet Block B . Presumed Chrysotile Gasket 11-Jun-11 11-Jun-12 3 5 Very Low  Inspect

Gasket at low level. Fitted to flange on disused water 

mains. Flange labelled

Type 2 / June 2003 1st Floor - Cross Corr 2 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct. Not surveyed. 

Encapsulated by flooring structures.

Type 2 / June 2003 1st Floor - Cross Corr 1 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct. Not surveyed. 

Encapsulated by flooring structures.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp Rm 103A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Rm 161 22a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp tea Area Toilet Block B 58a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within vertical riser  after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp Ladies Toilet Block B 57a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

 Material inaccessible  within vertical riser  after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp Rm 103 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within vertical riser  after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Void . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Unknown material within ceiling void. Not surveyed. 

Encapsulated by ceiling structure.

Type 2 / June 2003 1st Floor - Room 101 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 102 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 102 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 103 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 103A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 104 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 104A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 105 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 105A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 106 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 107 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 108 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 109 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 110 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 111A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 111B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

2nd Floor - Room 112A

Type 2 / June 2003 1st Floor -  Riser - Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 113 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 114 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 115 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 116 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 116 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 117 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.



Type 2 / June 2003 1st Floor - Room 117A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 118 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 118 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 119 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 120 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 121 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 122 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 123 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 124 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 125 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 125A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Type 2 / June 2003 1st Floor - Room 127 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 128 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 129 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 130 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 131 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 132 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 132 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 2nd Floor - Room 132 (store) . Presumed ACM Unkown 11-Jun-11 11-Jun-12 4 4 Low Inspect

Room/area not accessable at time of survey. Area is a 

small cuboard used for minmum storage of office type 

items. Area is constructed using the same materials as  

the main room 132.

Type 2 / June 2003 1st Floor - Room 133 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 133 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 134 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 135 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 136 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 137 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 138A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Room/area not accessable at time of survey. Area is a 

small patitioned room within room 138 and is used to 

store repograhpic supplies.Area is constructed using the 

same materials as is in the main room 138. Residue 

inaccessible under floor structure. Extent unknown not 

surveyed.

Type 2 / June 2003 1st Floor - Room 139 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 139A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 140 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 141 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

2nd Floor - Room 143

Type 2 / June 2003 1st Floor - Room 144 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 145 Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 0th Floor - Room 145A Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 146 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 147 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 147A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 148A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

2nd Floor - Room 148B

Type 2 / June 2003 1st Floor -  Riser - Rm 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Rm 149A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed. No other suspected 

asbestos material in the area.

Type 2 / June 2003 1st Floor - Rm 150 Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Room/area not accessable at time of survey. Insulation 

Residue inaccessible under floor structure. Extent 

unknown not surveyed. 

Type 2 / June 2003 1st Floor - Rm 150A Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed. No other suspected 

asbestos material in the area.

Type 2 / June 2003 1st Floor - Room 151 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Room/area not accessable at time of survey.Insulation 

Residue inaccessible under floor structure. Extent 

unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 152A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 153 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 153A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 154 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 156 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 156A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 156B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 157 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 158 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 159 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 160 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 160 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 161 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 161 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 161 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Service duct - Rm 161 04a Chrysotile Gasket (X 2) 11-Jun-11 11-Jun-12 3 1 Very Low Inspect

Two gaskets installed on pipe flanges, live pipe work. 

Labelled.

Type 2 / June 2003 1st Floor - Room 161A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 162 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 163 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 164 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 164 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 164A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 165 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.



Type 2 / June 2003 1st Floor -  Riser - Rm 165A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 165A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 165B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 166 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 168 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 169 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 170 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 170 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 170A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 171 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 171A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 172 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 172A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 173 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 174 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 175 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 176 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 180 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 181 . Presumed ACM Unknown 11-Jun-11 11-Jun-12 7 4 Low Inspect

Not access to ceiling void behind Faraday Cage at time of 

survey

Type 2 / June 2003 1st Floor - Room 181A . Presumed ACM Unknown 11-Jun-11 11-Jun-12 7 4 Low Inspect

Not access to ceiling void behind Faraday Cage at time of 

survey

Type 2 / June 2003 1st Floor - Room 182 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 183 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 184 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Riser - lobby - male toilet block F . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect

Room/area not accessable at time of survey. Area is a small 

cuboard used for minmum storage of office type items. Area 

is consructed using the same materials as is in the main 

room 132.

Type 2 / June 2003 1st Floor - Riser - cleaners cupboard - male toilet block F . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessable at time of survey.

Type 2 / June 2003 1st Floor - Riser - cleaners cupboard - female block E . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessable at time of survey.

Type 2 / June 2003 1st Floor - Riser - lobby - toilet block E . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessable at time of survey.

Type 2 / June 2003 1st Floor - Cistern Riser - disabled toilet block C . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect

Riser not accessible at time of survey. Bock C was 

refurbished in 2006 and access to the area must have taken 

place. There is no evidence that any sampling or survey at 

that time. It is possible that there was no need to carry out 

precaution measures.

Type 2 / June 2003 1st Floor - Riser - female toilet lobby  block B Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessible at time of survey.

Type 2 / June 2003 1st Floor - Ceiling Typical Ornate Plaster . Presumed ACM Plaster 11-Jun-11 11-Jun-12 2 6 Low  Inspect

Ornate plaster work is throughout floor and it was not tested 

for asbestos material during the survey . The plaster work 

has been encapsulated by ceiling paint.English Hertitage 

protect any work carried out on this material.

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 1st Floor - Cross  Corridor 1 05A NADIS Debris ( in floor duct) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Cross Corridor 2 None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - South perimeter corridor ( lift WES335) 07A Chrysotile Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near room 103) 08A Chrysotile Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near  electrical riser "F") 09A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near marble staircase) 010A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near marble staircase) 011A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near room 106) 012A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 110) 013A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 110) 014A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near room 105a) 015A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell No 1) 016A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell No 1) 017A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell No 1) 018A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 160) 019A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 115) 020A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 161a) 021A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor (  stairwell 2) 023A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 118) 024A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( stairwell 2) 025A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 120) 026A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 120) 027A Actinolite/Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 123) 028A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell 3) 029A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 128) 030A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 123) 031A Amosite Debris (vertical riser) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell 3) 032A Chrysotile Debris (vertical riser X2) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor (  stairwell 3) 034A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor (  near room 129) 035A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 133) 036A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 136) 037A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 138) 038A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 139) 039A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 138) 040A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 180) 041A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 146) 042A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor ( stairwell 5) 043A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near lift WES368) 044A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 148a) 045A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 149) 046A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 148c) 047A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 149) 048A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 151) 049A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near corridor steps) 050A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 151) 051A NADIS Debris (vertical riser) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  stairwell 4) 052A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  stairwell 4) 053A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "B") 054A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "A") 055A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "A") 056A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "A") 059A Chrysotile Debris (vertical riser) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North perimeter corridor (  stairwell 3) 060A Chrysotile Debris (vertical riser) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Room 101 01A NADIS

Insulation Board (vertical riser access 

panel) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 102 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 103 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 103 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 103a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 104 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 104a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 104 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 105 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 105a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 105 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 106 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 107 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 108 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 109 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 110 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 110 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 111 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 111 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 111a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 111b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 112 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 112a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 113 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 114 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 115 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 116 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 117 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 117a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 118 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 119 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 120 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 121 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 122 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 123 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 124 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 124a 02A NADIS Debris (within vertical riser) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 125 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 125a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 126 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Cleaning Cupboard 1 None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 127 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 128 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 129 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 130 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 130 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 131 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Messengers Lobby . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 132 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 133 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 134 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 134a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 134 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 135 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Cleaning Cupboard 2 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 136 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 137 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 138 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 139 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 139a 06a NADIS Bitumastic Pad (under sink) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 140 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present



Type 2 / June 2003 1st Floor - Room 141 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 142 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 143 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 144 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 144a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 145 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 145a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 146 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 147 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 147a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 148b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148c . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 149 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 149a . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 150a . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 150 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 151 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 152 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 152a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 153 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 153a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 154 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 154 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 155 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 156 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 156a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 156b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 157 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 158 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 159 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 160 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 160 None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 161 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 161 (service duct) 03A Chrysotile Debris (residue on wall) 9-Jun-03 N/A 0 0 0 Removed No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 161a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 162 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 163 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 164 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 164a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 164 (Lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165 (Lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 166 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 168 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 169 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 170 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 170a None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 171 None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 171a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 172 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 172a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 173 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 174 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 175 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 180 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Keep Lift Lobby . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 181 (Switch Cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 181 (Lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 182 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 183 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 184 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Cross Corridor 3 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Male Toilet Block "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "D" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "D" (tea point) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Stairwell 1 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Stairwell 2 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Stairwell 3 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "F" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "F" (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "F" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "E" (tea point) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "E" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "E" (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Male Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Disabled Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Tea Point  "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "C"  (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "A" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Male Toilet Block "A" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "A" SCO/09/22845. NADIS Debris near window 21-Sep-09 N/A 0 0 0 N/A

AMP:224 Bulk sampling carried out on debris at window 

(NADIS) report No SCO/09/22845 21/9/09 } no other 

asbestos materials present ] (6-1-12) Request from GH with 

regards to asbestos checks in the area (flood damage). 

Repart by E-mail sent  to GH at 15:11 (6-1-12) ]

Type 2 / June 2003 1st Floor - Male Toilet Block "A" (riser) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "B"  (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "B" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Tea Point  "B" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "B"  . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Female Toilet Block "B"  . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "A" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "B" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "E" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "F" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present



O.W.O Asbestos Register Ground Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 1 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - DIS . Presumed ACM

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor -Corr - Goods In . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near Cross Corr 2 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near RM 16 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near RM 018A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 031A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 034 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Cross Corr 1 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 01 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 013 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 015 47a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 018 48a. Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 019 51a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 024 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 028 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 03 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 032 59a Amosite/Crocidolits

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 033 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 035 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 035C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 035D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 037 64a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 039 65a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 43C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 08 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Whitehall P Exit . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser - Opp RM 04 09a Chrysotile

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser - RM 048A . Chrysotile

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser - RM 049 25a Chrysotile

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 009 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 01 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 010 18a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 011 21a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 013 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 014 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 016 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 017 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 018 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 018A 49a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 019 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 021 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 022 54a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 024 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 026 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 029 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 030A 60a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 031 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 034 23a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 035 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 035D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 036 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 037 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 039 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 03A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 040D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr -  RM 041 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 043D 05a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 046 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 048A 20a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 049 22a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 06 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 08A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Elect Riser F 07a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Typical Timber Panelling . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect Typical timber panelling. Not surveyed

Type 2 / June 2003 Ground Floor -Corr - Opp RM 016 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Elect Riser A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near Rm 018A . Presumed ACM Gasket 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Gasket within flanged 

pipework

Type 2 / June 2003 Ground Floor - Corr - Non DIS entrance . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Very Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process



Type 2 / June 2003 Ground Floor - Corr - Non DIS entrance Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Non DIS entrance Right 42a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 010 14a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 021 . Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 04 Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 05A 12a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 020 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 028 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 032 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 033 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 035ABCD . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 040ABC . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 04A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 05A 11a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 08 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Whitehall P exit 46a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Rm 047 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Toilet Block A 31a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 1 . Presumed ACM Insulation Residue inaccessible 27-May-11 27-May-12 7 4 Low  Inspect

 Material inaccessible  within floor duct fully 

carpeted area. Not surveyed

Type 2 / June 2003 Ground Floor - Cross Corr 1 - Toilet Block D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2004 Ground Floor - Cross Corr 3 - Opp Rm 047 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr - Rear of Marble Staircase 24a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Rm 045 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Rm 045A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor -Cross Corr 3 - Opp Rear of Marble Staircase . Presumed ACM Insulation Residue inaccessible 27-May-11 27-May-12 7 4 Low  Inspect

 Material inaccessible  within floor duct fully 

carpeted area. Not surveyed

Type 2 / June 2003 Ground Floor -Cross Corr - link 1 & 2 057A Chrysotile/Amosite Insulation Residue inaccessible 27-May-11 27-May-12 7 4 Very Low  Inspect

 Material inaccessible  within floor duct fully 

carpeted area. Not surveyed

Type 2 / June 2003 Ground Floor - Lobby - Female Toilet Block D . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Corr - Near Rm 015 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Opp - Rm 017 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 - Cross Corr 3 Left 17a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 - Opp Rm 10 19a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 -  Rm 011 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 -  Rm 010 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 - Cross Corr 3 Right Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Gents Block C 28a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Opp Rm 014 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Opp Whitehall P entrance 27a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor -Stairwell 2  - Ladies Block C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Opp Block C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Rm 104 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Whitehall P entrance . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 3 - Sovex Lift shaft 57a Chrysotile/Amosite Asbestos durasteel boarding 27-May-11 27-May-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has 

(asbestos durasteel wall panels) The lift is out of 

commision. The material has been labelled.

Type 2 / June 2003 Ground Floor - Stairwell 4 - Cross Corr Right 39a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Opp Rm 043 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Opp Rm 043B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Rm 043 41a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Rm 043B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 2 right . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 2 Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Opp Rm 039 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Opp Rm 040B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Rm 039 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Rm 040 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Rm 040B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Wes 368 Wes 369 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 2 Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 1 Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Void - Rm 05A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 030A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser -  Opp RM 03 10a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Non DIS . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Riser Atrium 15a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 1 - Opp Toilet Block D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 2 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Rm 045 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Toilet Block A 32a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Toilet Block B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Marble staircase . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  

within floor duct after removal process

.

Type 2 / June 2003 Ground Floor - Messenger Rm . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rad - Rm 035 . Presumed ACM Unknown 27-May-11 27-May-12 10 6 Low  Inspect

Not surveyed. Possible residue within radiator housing. 

Housing has to be removed for access.

Type 2 / June 2003 Ground Floor -Riser - Rm 018A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 021 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 041 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 06A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel



Type 2 / June 2003 Ground Floor - Riser - Rm 040B . Presumed ACM Unknown 7 4  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 05 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 014 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 018 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 02 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 021 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 028 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser Rm 049 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 025 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 010 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 013 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 042 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 046 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Rm 01 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 010 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 011 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 011A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 012 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 013 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 014 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 015 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 016 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 017 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 018 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 018A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 019 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 02 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 020 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 021 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 022 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 023 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 024 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 025 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 025A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 026 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 027 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 028 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 02A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 03 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 030 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 030A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 031 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 031A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 032 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 033 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 034 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035D . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 036 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 037 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 037A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 038 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 039 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 03A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 04 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040D . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 041 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 042 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 044 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 045 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 045A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 046 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 047 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 048 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 049 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 04A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 05 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 050 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 050A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 051 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 052 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 053 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 053A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 054 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 054A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 055 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 056 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 057 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 058 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 059 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 059A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 05A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 06 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 060 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 060A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 061 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 062 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 063 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 063A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 064 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 066 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 069 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 06A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 07 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 072A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 072B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 072C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 073 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 074 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 074A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 104B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 259 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Void - Rm 06 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Void - Rm 06 Lobby . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Void - Rm 06A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Corr - near Marble Staircase Vis Presumed ACM Plaster ceiling (ornate) 27-May-11 27-May-12 2 6 Low  Inspect

Ornate plaster work is throughout floor and it was not 

tested for asbestos material during the survey . The 

plaster work has been encapsulated by ceiling 

paint.English Hertitage protect any work carried out on 

this material.

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Ground Floor - Computer Room No 5 01A NADIS Thermoplastic Skirting 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Room 013 02A NADIS  Insulation Board (above door) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - CR4 Plantroom 03A NADIS  Insulation Board (above door) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Room 045 04A NADIS Bitumastic Pad (below sink X2) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - South perimeter corridor ( near room 043d) 05A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South perimeter corridor ( near room 044) 06A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near Electrical riser "F") 07A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 04a) 08A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A



Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 03) 09A Chrysotile Debris (in vertical riser) 27-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 03a) 10A Chrysotile Debris (in vertical riser) 27-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 05a) 11A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 06) 12A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 09) 13A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 010) 14A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West  perimeter corridor ( near room 05a) 15A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West  perimeter corridor ( near room 06) 16A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( stairwell 1) 17A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 010) 18A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 011) 19A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( near room 048a) 20A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 011) 21A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( near room 049) 22A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North perimeter corridor ( near Electrical riser "B") 23A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -North  perimeter corridor ( near room 011) 24A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( near room 049) 25A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -North  perimeter corridor ( near room 014) 26A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( stairwell 2) 27A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  stairwell 2 (near toilet block "C") 28A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 047) 29A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 046) 30A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "A") 31A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "A") 32A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 045a) 33A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 045a) 34A Chrysotile Debris (in vertical riser) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 045) 35A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "B") 36A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "B") 37A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "B") 38A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( stairwell 4) 39A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - Stairwell 4 40A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( room 043) 41A Chrysotile Debris (in vertical riser) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003

Ground Floor - South  perimeter corridor ( quad entrance  non 

DIS) 42A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( quad entrance  DIS) 43vis Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 015) 44A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 016) 45A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Ground Floor - East  perimeter corridor ( Whitehall Place 

entrance) 46A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 016) 47A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 018a) 48A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 018a) 49A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 019) 50A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 019) 51A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 020) 52A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 022) 53A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 026) 54A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 3 55A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - Stairwell 3 56A Chrysotile Debris (in vertical riser) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003

Ground Floor - East  perimeter corridor ( near cleaners cupboard 

2) 58A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near CR4 plantroom) 59A Amosite / Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 030) 60A  Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 034) 61A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 035) 62A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 035b) 63A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 038) 64A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 038) 65A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - Cross corridor 1 ( near room 057) 66A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 5 ( near lift WES 369) 67A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 5 ( near room 040a) 68A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 5 ( near room 068) 69A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground - Atrium . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Marble Staircase . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Quad entrance (DIS) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Quad entrance (non DIS) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground -External . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground -Quad Security . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground -Main Entrance Security . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground -Main Entrance . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 01 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 02 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 02 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 02a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 103 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 103 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 103a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 104 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 104a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 104 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 05a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 105 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 06 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 06a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 06 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 07 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 09 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 09 (store) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground- Room 010 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 011 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 12 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground- Room 012f . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Whitehall Court Entrance Hall . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 013 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 013d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 013e . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 014 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 015 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 016 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 017 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 018 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 018a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 019 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 020 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 021 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 022 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 023 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 023 (store) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 024 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 025 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 025a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 026 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cleaning Cupboard 1 None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 027 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 028 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 029 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 030 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 030a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 031 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 031a None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Messengers Lobby . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground- Room 032 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 033 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 034 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 035 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 035a . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 035b . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 035c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 035d . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Whitehall Place Entrance Hall . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 036 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 037 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 037a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 038 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 039 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 040 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 040a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 040b . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 040c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 040d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 041 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 041(lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 042 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 043 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 043a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 043b . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 043c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 043d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043 (corridor) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 044 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 044 (store) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground  - Room 045 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground  - Room 045a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground  - Room 046 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 049 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 050 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 050a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 051 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 052 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 053 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 053a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 054 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 054 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 055 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - CR4 plantroom . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - CR5 plantroom . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present
Type 2 / June 2003 Ground - Room 056 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 057 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 058 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 059 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 059a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 160 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 160a None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 061 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 062 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 063 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 063a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 064 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 068 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 069 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 072a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 072c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 072d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 073 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 074 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - North perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - East  perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - South  perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - West  perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Computer room 5 (battery room) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Computer room 5 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Computer room 5a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "D" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "D" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "D" (riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "D" (cleaners cupboard) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Toilet Block "D" (tea point) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Female Toilet Block "D" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Female Toilet Block "D" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 1 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 2 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 3 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 5 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cross Corridor 1 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cross Corridor 2 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cross Corridor 3 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "C" (riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Disabled Toilet Block "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Disabled Toilet Block "C" (riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present



Type 2 / June 2003 Ground - Tea Point  "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "C"  (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "C" (riser) None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "C" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  -Toilet Block "A" (cleaners cupboard) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "A" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "A" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "B" (lobby riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "B"  (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Toilet Block "B" (cleaners cupboard) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Tea Point  "B" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "B"  . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "A" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "D" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "E" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "F" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "G" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present



O.W.O Asbestos Register Lower Ground Floor
In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Lower Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Lower Ground Floor - Corr - Elect Riser G . Presumed

Material inaccessible  within floor duct after 

removal process.  25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Adjacent Rm 004 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Elect Riser F . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Kitchen . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0020 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Cross Corr 1 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Elect Riser A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Kitchen . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0010A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0011 22a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0013 23a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0015 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled. AMP:2011-40/114-encapsulation damage AMP:325 

damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0016 44a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0017 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled. AMP:2011-40/114-encapsulation damage AMP:326 

damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0018 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0019 45a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0022 47a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0025 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0027 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0028 49a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Very Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0028A 50a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0029 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0030A 51A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0031 52A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 003 12a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0031A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0032 54A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0036 55A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0038 72A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0038A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0038B . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 004 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0042 73A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 004A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0054A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 009 18a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.PPM inspection AMP:2011-40/114-encapsulation damage 

AMP:324 damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 003 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 003 31a Chrysoltile

Material inaccessible  within riser after removal 

process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 1 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 001 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0013 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0015 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0016 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0021 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0025 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0027 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled. AMP:2011-40/114-encapsulation damage AMP:327 

damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0028 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0029 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0030B . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0038 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 003A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 004 16a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0042 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0049 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0050 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 005 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0038A 71A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Corr - Stairwell 4 - Opp 

Toilet Block . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Stairwell 5 - Rm 054A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - WES:335 11a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0058 . Presumed Gasket. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

Presumed asbestos gasket sandwiched between flanges and painted. Pipe work is 

disused water main protected by English Heratage. Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 1 - Opp Rm 

0061 65A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 1 - Opp Rm 

0062 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0056B . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0056C 62A Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0056D . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0058 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0052 . Presumed Gasket. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

Presumed asbestos gasket sandwiched between flanges and painted. Pipe work is 

disused water main protected by English Heratage. Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0053B . Presumed Gasket. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

Presumed asbestos gasket sandwiched between flanges and painted. Pipe work is 

disused water main protected by English Heratage. Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0051 69A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0052 70A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0054 67A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0052A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0053 68A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0053C . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0054 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 3 . Presumed

Material inaccessible. Ecapsulated by steel 

plate and carpet.  25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Floor plate has not been disturbed, Floor covered by carpet material. Fabric is the 

encapsulation.

Type 2 / June 2003 Lower Ground Floor -  PR 0038A . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - PR 0056D . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - PR CR1.2 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - PR CR1 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - PR CR2 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - PR CR4 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - Rm 116 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The 

insulation is covered by aluminium clad. There is no evidence that there has been in 

the past other lagging applied to the pipe work. Unlikely that there is asbestos 

material present.

Type 2 / June 2003 Lower Ground Floor - PR CR1 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 004 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PRr CR1 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 004 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PR CR1 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PR CISCO 2 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PR CR2 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0011A . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0012 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0015A . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0017 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 002 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0026 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0032 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0037 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 



Type 2 / June 2003 Lower Ground Floor - Rm 0037B . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 003A . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0047 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0047B . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0048 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0051 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 006 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 009 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 010 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. AMP:2011-40/114 No 

access at last PPM vist. 

Type 2 / June 2003 Lower Ground Floor - Rm 019 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0042 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. AMP:2011-40/114 No 

access at last PPM vist.  

Type 2 / June 2003 Lower Ground Floor - Rm 005 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Stairwell 3 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 - Opp Rm 009A 20a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 - Rm 0010 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 - Rm 009A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Opp Rm 0013 38a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Opp Rm 0014 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Rm 0013 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Rm 0014 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Opp lift doors 37a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 3 42a Amosite / Chrysoltile Asbestos durasteel boarding 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos durasteel wall panels) 

The lift is out of commision. The material has been labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 3 41a Chrysoltile

Material inaccessible  within verticle riser after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 4 - Rm 0043 76A Amosite 

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 5 Opp Lifts 58A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 5 Opp Rm 0037 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 5 Rm 0055 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 Opp Rm 0037A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Typical . Presumed Ordinate plaster works 25-Oct-2011 25-Oct-2012 2 6 Low  Inspect

Ornate plaster work is throughout floor and it was not tested for asbestos material 

during the survey . The plaster work has been encapsulated by ceiling paint.English 

Hertitage protect any work carried out on this material.

Type 2 / June 2003 Lower Ground Floor - Void - Fujitsu Rest Area . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - Void - Room 0046 . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - Void - Room 0046A . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - Void - Room 0047A . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - External - Room 0048 29vis Presumed Chrisotile Textile- Rope Glass Seals 25-Oct-2011 25-Oct-2012 4 4 Low  Inspect

Glazed structure not tested for asbestos material, survey presumed that there is  

asbestos rope seals around the glass frame. 

Type 2 / June 2003 Lower Ground Floor - Porters RM Lift Shaft . Presumed Asbestos durasteel boarding 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos durasteel wall panels) 

The lift is out of commision. The material has been labelled.

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Lower Ground - Room 0017 Dark Room No 2 01A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0016 - Dark room 1 02A NADIS 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 005 03A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Security rear control room 04A NADIS Thermoplastic-Black stair nosing 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Room 0036 05A NADIS Insulating Board-Door infill panel 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0036 06A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0038a opposite . Chrysotile - Presumed Debris- in vertical riser rear wall 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Room 0041 . Chrysotile - Presumed Debris- in vertical riser rear wall 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - CR1 Plantroom 07A NADIS Debris- in vertical riser rear wall 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR1 Plantroom 08A NADIS Insulating Board Durasteel-Rear of vent plant 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053 09A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj Room 

0043B 10A NADIS Debris-within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj WES:335 11A Chrysotile Debris-within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 003 12A Chrysotile Debris-within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj room 003 13A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

003A 14A Chrysotile Insulation Debris - Within floor duct 23-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 003a 15A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj Room 

0043B 16A Chrysotile Insulation Debris - Within floor duct 23-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj electrical 

riser "A" 17A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 009 18A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj Rm 010 19A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 009 20A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

009a 21A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj CR1 PR 22A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj CR2 PR 23A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0011 24A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0010a 25A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 3 adj room 0048 26A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 3 adj room 0048a 27A /28A Amosite Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Room 0011 30A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 003a 31A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Corr- Opp Rm 003a 32A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - opposite room 005 33A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj CR2 

plantroom 34A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0016 35A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0020 36A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor stairwell 2 - 

opp lift doors 37A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor stairwell 2 - 

adj lift doors 38A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell No 2 adj room 0014 39A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Room 006 40A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Stairwell 3 to basement 41A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0015 43A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

0016 44A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

0019 45A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0020 46A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opp room 

0023a 47A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0026 48A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opp room 

0028 49A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0028a 50A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite male 

toilet block "X" 51A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj electrical 

riser "D" 52A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj restaurant 53A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

Elect riser G 54A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0036 55A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0036 56A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0055 57A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0055 58A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground -Stairwell No 5 adj lift doors 59A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0037a 60A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Cross Corridor 1adj room 0057 61A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1adj room 0056c 62A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1 adj room 0056a 063A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1 adj room 0060 064A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Cross Corridor 1opposite room 

0061 065A Chrysotile/Amosite Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1adj room 0062 066A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 opp room 0054 067A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 adj room 0053 068A Amosite / Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 adj Police Rm 069A Amosite Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 SCM rear 070A Amosite / Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adjacent room 

0038A 071A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0038A 072A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0042 073A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite toilet block B 074A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite room 0043 075A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 adjacent room 0043 076A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite staircase 077A Chrysotile Insulation Debris - Within vertical risers x 2 23-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite toilet block B 078A Chrysotile Insulation Debris - Within vertical risers x 3 24-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross corridor 3 . Chrysotile - Presumed Insulation Debris - Within vertical risers x 4 24-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - opposite electrical riser "F" . Chrysotile - Presumed Insulation Debris - Within vertical risers x 4 24-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor Room 005 

opposite . Chrysotile - Presumed Insulation Debris - Within vertical risers 4-Nov-10 4-Nov-11 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Toilet block "B" opposite . Chrysotile - Presumed Insulation Debris - Within vertical risers 4-Nov-10 4-Nov-11 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Room 001  . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 001A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 002  . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 002A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present



Type 2 / June 2003 Lower Ground - Room 003  . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 003  store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 003A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 004 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 006 40A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 007 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 008 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 009 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 009A . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0010 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0010A . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0010B . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0011 . NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0011A . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR1 / CR2 Plantroom . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR2 Plantroom . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0012 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0013 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Security control . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Security comms rooms . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0015 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0015A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0015B . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0016  . NADIS Bitumastic - acoustic pads below sink x2 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0016 Store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos fibrous material present. Air sampling 17/2/11 report No A8847/11.

Type 2 / June 2003 Lower Ground - Room 0016 Dark Room No 1 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos fibrous material present. Air sampling 17/2/11 report No A8847/11.

Type 2 / June 2003 Lower Ground - Room 0017 Dark Room No 2 . NADIS Bitumastic - acoustic pads below sink x2 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0018 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0019 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0020 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0021 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0022 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0022A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0023 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0024 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0024 Store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Messengers lobby . None suspected N/A 11-Aug-05 N/A 0 0 0 N/A non-asbestos material present

Inspection / August 2005 Lower Ground - Messengers lobby- . None suspected Associated with Sorvex lift enclosure 12-Aug-05 N/A 0 0 0 N/A Air sampling  (12/8/05) report No JS/05/717 ]

Type 2 / June 2003 Lower Ground - Room 0026 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0026 Store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0026A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0027 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard 2 . None suspected General location 24-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - CR4 plantroom 1 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female showers . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Male showers . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Disabled toilet block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet block "X" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard riser block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet block "X" riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Fire riser cupboard . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Male toilet block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet block "X" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet block "X" riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR4 plantroom 2 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CISCO plantroom . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Restaurant room 0032 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0035 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0037 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0037A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0037B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0038 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0038A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0039 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0042 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0042A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0043 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0043A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard 2 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard 3 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Female toilet "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "B" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet "B" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet "B" lobby riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0043B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0046 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0046A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0047 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0047A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0047B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0048 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0048A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0051 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Enquiry / Jan 07 Lower Ground - Room 0051 SAS/07/1126 NADIS Boarding on entrance door 18-Jan-07 N/A 0 0 0 N/A Bulk testing carried. Work sheet No IFF: 10758

Type 2 / June 2003 Lower Ground - Room 0052 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Enquiry / March 07 Lower Ground - Room 0053A SAS/07/4028 NADIS Boarding on entrance door 6-Mar-07 N/A 0 0 0 N/A IFF: 10906 Bulk testing carried out 7/3/07 

Enquiry / March 07 Lower Ground - Room 0053A SAS/07/4028 NADIS Boarding on entrance door 6-Mar-07 N/A 0 0 0 N/A Bulk testing carried. Work sheet No IFF: 10906

Type 2 / June 2003 Lower Ground - Room 0053C . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053D . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0054 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0054A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0055 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - DNST plantroom . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0056 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0056A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0056C . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0057 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0058 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0056B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0059 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0060 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0061 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0061A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0062 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - MGS clothing store . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - MGS locker room . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Perimeter corridor . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Fujitsu reception . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - ross corridor 3 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Tea point "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Fujitsu rest area . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "A" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "A" riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "A" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "A" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "C" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "D" . None suspected N/A 24-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "F" . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Stairwell 3 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Restaurant servery . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Restaurant kitchen . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Stairwell 5 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cross  corridor 1 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cross  corridor 2 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Stairwell 4 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cross corridor 3 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Enquiry / Sept 08 Lower Ground -Room 0039 SA/08/15759 NADIS Loose boarding 18-Sep-08 N/A 0 0 0 N/A Bulk sampling carried out 18/9/08.

Enquiry / Sept 08 Lower Ground -Room 0042 SA/08/15759 NADIS Loose boarding 18-Sep-08 N/A 0 0 0 N/A Bulk sampling carried out 18/9/08.



O.W.O.B Asbestos Register    Basement Level

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B1 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:272 damaged encapsulation 

27/1/11, repaired (20-1-12).]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B2 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05, 

repaired repairs to walls 16/12/05. ]  

IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/975, 

repaired (15-9-06) AMP:156 damaged 

encapsulation 18-9-08, repaired (27-4-

10). ]  Inspection looking for suspicious 

material, none found 11/10/10] AMP:273 

damaged encapsulation 27/1/11, repaired 

(17-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "F" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B3 Ventilation Plant Room . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:156 damaged encapsulation 18-9-

08, repaired (9-5-09).  ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B3A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:157 damaged encapsulation 18-9-

08, repaired (9-5-09).  ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B3B Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B4 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ]  

AMP:274 damaged encapsulation 27/1/1, 

repaired (24-1-12) ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B4A Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ] 

AMP:159 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B4B Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. repaired 16/12/05 ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B5 / B5A IT and Comms Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B5B / B5C IT and Comms Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:220 damaged encapsulation 14-9-

09, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B6 L.V Switch-Room No 1 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]  Encapsulation repairs to walls was 

carried out on the 13/12/05.A S/05/1399. 

Air samples taken 12/8/05.Report No 

JS/05/719

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "A" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:221 damaged encapsulation repairs 

21/4/10 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B7 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Inspection looking suspicious material, 

none found 11/10/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B8 H.V Sub-Station No 6 145vis  (Presumed) Chrysotile Cement board - (switch gear) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B8 H.V Sub-Station No 6 . Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

AMP: 291 Fixed item to wall. Fixed (2-3-

11). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B9 / B9A  H.V Sub-Station No 1 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:275 damaged encapsulation 

27/1/11, repaired (19-1-12) ] AMP: 291 

Fixed item to wall. Fixed (2-3-11). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B10 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:190 damaged encapsulation 18-11-

08, repaired (1-6-10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Water Softener Treatment Room 156A Chrysotile Gasket x 2 - (Flanges high level pipework) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

AMP:123 damaged encapsulation 7-2-08, 

repaired (6-5-10). ]   AMP:271 Reported 

damaged encapsulation 25/1/11, repaired 

(23-1-12).]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B11 CR1 & CR2 L.V Switch Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B11A - Oil tank Room 158A Chrysotile

Gasket - (Hatch top of fuel tank) Encapsulated 

Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

AMP:222 damaged encapsulation14-9-

09, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B50 Argon Plant Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B51 /  B51A Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Encapsulation  to walls repaired, air tests 

report No AS/06/973 (12/9/06) ] 

Encapsulation repairs to walls was carried 

out on the15/9/06 ] AMP:276 damaged 

encapsulation 27/1/11, repaired (24-1-

12).  ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "B" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B12 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05, . 

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ] 

IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/977, 

repaired (15-9-06)   ] AMP:125 

Encapsulation repairs carried out 29/4/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B13 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ]   

IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/977, 

repaired (15-9-06) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B14 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1401. repaired 16/12/05 ]   

AMP:161 damaged encapsulation 18-9-

08, repaired (22-4-10). ]  AMP:278 

damaged encapsulation 27/1/11, repaired 

(18-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B15 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1400. repaired 16/12/05 ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B16 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired (16-12-05) ]    

AMP:162 damaged encapsulation 18-9-

08, repaired (27-4-10). ] AMP:181 

Encapsulation repairs carried out 21/4/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B17 H.V Sub-Station No 2 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:279 damaged encapsulation 

27/1/11, repaired (19-1-12). ] AMP: 291 

Fixed item to wall. Fixed (2-3-11). 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Opp B17 CR4 Plant Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:181 damaged encapsulation 18-9-

08, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B18 L.V Switch Room No 2 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B20 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air samples taken 12/8/05.Report No 

JS/05/719 ] AMP:280 damaged 

encapsulation 27/1/11, repaired (20-1-

12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B21 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B22 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05. 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B23 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05.  ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B24 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05.  ]  AMP:164 

damaged encapsulation 18-9-08, repaired 

(27-4-10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - lobby - Rm's B22 / B23 / B24 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05. 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "C" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B25 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Inspection looking suspicious material, 

none found 11/10/10 ] AMP:281 damaged 

encapsulation 27/1/11, repaired (17-1-

12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B26 L.V Switch-Room No 5 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]  AMP: 291Key box  fixed to wall 

under controled conditions 2/3/11 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B27 H.V Sub-Station No 5 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP: 291 Fixed item to wall. Fixed (2-3-

11). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Opp B27 CR4 Plant Room Argon Storage Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / November 2006 Basement - Opp B27 Argon Storage cabinet SAS/06/23741/ SAS/06/19481 Chrysotile/Amosite Encapsupated  Walls  (residue) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

SPS:5827 asbestos inquiery 27-6-06, 

bulk sampling positive 8-11-06. 

Enviromental clean & encapsulation 

applied to walls 15/12/06. Occupaton 

certificate No AS/06/1163 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B28A /B28 B / 28C None taken Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 damage encapsulation 9-2-

05,  12/05., repaired (16-12-05) ] 

AMP:223 damaged encapsulation 14-9-

09, repaired (22-4-10).  ] AMP:282 

damaged encapsulation 27/1/11, repaired 

(27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B29  L.V Switch-Room No 4 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

 Air sampling report no JS/05/719 (12-8-

05). ] AMP:165 damaged encapsulation 

18-9-08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "D" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B30  H.V Sub-Station No 4 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP: 291Key box fixed to wall under 

controled conditions 2/3/11 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B31 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:166 damaged encapsulation 18-9-

08, repaired (23-4-10). Inspection looking 

suspicious material, none found 11/10/10. 

AMP:283 damaged encapsulation 

27/1/11, repaired (18-1-12) ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "G" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:347 Damaged encapsulation 19-1-

12, repared (20-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B32 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B33 140A / 141A Chrysotile/Amosite/Crocidolite Insulation Debris - (Residue on Wall) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:167 damaged encapsulation 18-9-

08, repaired (227-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B34 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:168 damaged encapsulation 18-9-

08, repaired (22-4-10). ] Inspection 

looking suspicious material, none found 

11/10/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B59 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:284 damaged encapsulation 

24/1/11, repaired (16-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B35 Store None taken Unknown Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 damage encapsulation 9-2-

05, repaired  16/12/05 .] AMP:169 

damaged encapsulation 18-9-08, repaired 

(22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Under Staircase No 5 Store None taken Unknown Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Encapsulation repairs  was carried out on 

the 12/12/05 (BES:11674). AMP:169 

Encapsulation repairs carried out 19/4/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B36 Changing Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:170 damaged encapsulation 18-9-

08, repaired (21-4-10).  ] 



Type 2 / June 2003}  Re-inspected / September 2004 Basement - B37 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:170 damaged encapsulation 18-9-

08, repaired (21-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B38 / B39 / B40 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B41 L.V Switch-Room No 3 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ] AMP:171 damaged ecapsulation 

repairs 27/4/10  ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B42 H.V Sub-Station No 3 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:171 Encapsulation repairs carried 

out 27/4/10 ] AMP: 291 Fixed item to wall. 

Fixed (2-3-11).  ] AMP:246 Damage 

encapsulation12-1-12, repaired (19-1-

12). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B43 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier PR 135A / 136A /137A / 138A & SAS/07/4028 Chrysotile/Crocidolite/Amosite Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Encapsulation repairs carried out 15/9/06 

Air sample report No AS/06/973. ]  

(IFF:1089 intrusive works works rear wall 

26-2-07, bulk sampling 6/3/07  NADIS.) ]  

PPM air test 22/1/08 report No 

AS/08/0044]   AMP:124 damaged 

encapsulation 7-2-08, repaired (22-4-10). 

]  AMP;163 damage encapsulation 18-9-

08, repaired (22-4-10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B51 / 51A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

 IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/973, 

repaired (15-9-06) ] AMP:276 damaged 

encapsulation, repaired (24-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B52 / 52A None taken Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05.  repaired (16-12-05). ] AMP:173 

damaged encapsulation 18-9-08, repaired 

(22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B53 UPS L.V Switch-Room Comms Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:285 damaged encapsulationn 

27/1/11, repaired (19-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B54A UPS Battery-Room Comms Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:174 damaged encapsulation 18-9-

08, repaired (27-4-10). ]  BES:21138 

UPS repacement project13-10-10. 

AMP:292 remove asbestos material, 

(NADIS).asbestos removed (14-3-11). 

AMP:298 drill holes & remove fixed A/C 

units. holes drilled (15-9-11). A/C unites 

removed  (10-11-11).  ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B54B  UPS Plant-Room Comms F27131 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

 AMP:174 damaged encapsulation, 

repaired (27-4-10). ] BES:21138 UPS 

repacement project13-10-10. AMP:292 

remove asbestos material, bulk samples 

(NADIS).asbestos removed (14-3-11). 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B55 UPS L.V Switch-Room AACS Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:175 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B56 UPS L.V Plant-Room AACS Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:176 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B57 UPS Battery AACS F27131 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:289 damaged encapsulation 

27/1/11, repaired (25-1-12) ] BES:21138 

UPS repacement project13-10-10. 

AMP:292 remove asbestos material, 

(NADIS).asbestos removed (14-3-11). 

AMP:298 drill holes & remove fixed A/C 

units. holes drilled (15-9-11). A/C unites 

removed  (10-11-11). 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B57A Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:286 damaged encapsulation 

27/1/11, repaired (16-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B58 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:177 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B58A F25293 / B39455 Amosite & Chrysotile Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:244 suspicious material 8-7-10, Bulk 

sampling taken 23/9/10 & 14-10-10  

asbestos found. Environmental cleaned 

(9/12/10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B61 Plant Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:287 damaged encapsulation 

27/1/11, repaired (25-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B62 & 62A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:288 damaged encapsulation 27-1-

11, repaired (23-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B63 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IIF:8067 Damage encapsulation 9-2-05 

repairs to walls 16/12/05. Air sample 

report No AS/05/1399, repaired (16-12-

05). ] AMP:178 damaged encapsulation 

18-9-08, repaired (20/4/10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B64 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:179 damaged encapsulation 18-9-

08, repaired (20-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B65 & B66 Ventilation Plant Room No 1 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:180 damaged encapsulation 18-9-

08, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B69 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:182 damaged encapsulation 18-9-

08, repaired (27-4-10). ] AMP:306 

damaged encapsulation, repaired (24-1-

12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B70 / B70A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1401. repaired 16/12/05 ]   

AMP:194 damaged encapsulation 12-1-

09, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B71/ B71a Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 damage encapsulation 9-2-

05,  12/05. Air samples report No 

AS/05/1400. repaired 16/12/05 ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B72 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

PP/05/1149. repaired 16/12/05 ]   

AMP:183 damaged encapsulation 18-9-

08, repaired (21-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B73 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 Damaged encapsulation 21-7-

05 Air sample report No PP/05/1149, 

repaired 19/12/05.  ] AMP:184 damaged 

encapsulation 18-9-08, repaired (21-4-

10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Under Stair case No 2  access lift pit WES:375) Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Inspection looking suspicious material, 

none found 11/10/10] AMP:277 damaged 

encapsulation 27/1/11, repaired (23-1-

12). ]

Building History

. . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment  Assessment / Action Notes

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 133A NADIS Mastic - (ductwork seal) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 134A NADIS Insulation Debris - (on floor next to compressor) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Service Riser - opp Rm  B36 139A Chrysotile Insulation Debris - (lying on cable) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B42 142A NADIS Mastic - (ductwork seals through out room) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B3 144A NADIS Mastic - (ductwork seals) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B11 146A / 147A Chrysotile

Gasket - (loose in box) & Insulation Debris - (on valve 

flanges) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B51A 148A NADIS Gasket - (on un-use electrical elements) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Riser - Rm B51 149A NADIS Insulation Debris - (on R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Lobby - Rm B51 150A Chrysotile Gasket - (store in corridor) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B30 152A NADIS Insulation Debris - (on top of door reveal) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B31 153A NADIS Debris - (on floor) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 154A NADIS Sprayed insulation - (on R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 155A Chrysotile/Amosite Insulation - (within walls around 4 pipes) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement -  Rm B50 Argon Store 157A NADIS Board - (infill panel above door) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B14 164A NADIS Board - (high level back wall) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B16 165A Chrysotile Gasket - (flanges high level) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B28C 166A NADIS Textile - (wrapped around pipe high level) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP10 NADIS

Basement supply air handling unit

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP13 NADIS

Volume control damper return air duct

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP18 NADIS

Air handling unit adj; to volume control damper for 

return air 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP22 NADIS

Return air next to fire damper

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP24 NADIS

Supply

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP2 NADIS

Fresh air duct to air handling unit

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP4 NADIS

Return air volume control damper

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP6 NADIS

Return air to air handling unit

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP7 Chrysotile

Return air duct

8-May-03 3-Sep-04 2 0 0 Remove

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP7 Chrysotile

Return air duct

3-Sep-04 N/A 2 0 0 Removed

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP23 NADIS

Large return / extract fan

8-May-03 N/A N/A 0 0 N/A

Re-inspected / September 2004 Basement - Electrical riser "A" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "B" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "C" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "D" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "E" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "F" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B2 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3 Ventilation Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3B Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3A / B3B Lobby Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B6 L.V Switch-Room No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B4 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present



Re-inspected / September 2004 Basement - B4A Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B4B Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B5 / B5A IT and Comms Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B5B / B5C IT and Comms Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B9 / B9A  H.V Sub-Station No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B10 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Water SoftenerTreatment Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B11 CR1 & CR2 L.V Switch Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Between B11 & B12 Oil tank Access  Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B50 Argon Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -B 51 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -B 51 Riser Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B12 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B13 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B15 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B17 H.V Sub-Station No 2 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Opposite B17 CR4 Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B18 L.V Switch Room No 2 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B19 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B20 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B22 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B23 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B24 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B22 / B23 / B24 lobby Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B26 L.V Switch-Room No 5 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B27 H.V Sub-Station No 5 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Opposite B27 CR4 Plant Room Argon Storage Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B28A /28 B / 28C Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B29  L.V Switch-Room No 4 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B31Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B32 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B33 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B59 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Under staircase No 5 opposite B35 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Staircase No 5 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B36 Changing Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B37 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B41 L.V Switch-Room No 3 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Staircase No 4 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B43 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - CR3B Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - CR4 Switch Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B49 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Service Riser opp Rm  B36 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Calorifier Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Staircase No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -  B52 / 52A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -  B53 UPS L.V Switch-Room Comms Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B54A UPS Battery-Room Comms Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B54B  UPS Plant-Room Comms Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B55 UPS L.V Switch-Room AACS Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B56 UPS L.V Plant-Room AACS Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B57 UPS Battery AACS Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B57A Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B61 Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B62 & 62A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B65 & B66 Ventilation Plant Room No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B69 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B70 / B70A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B71/ B71a Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B72 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Inspection  / Aug 2005 Basement - Lift pit WES:334 / 335 . None

None

10-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling report no 

JS/05/715 (10-8-05). ]

Inspection  / Aug 2005 Basement - Lift pit WES:368 / 369 . None

None

10-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling report no 

JS/05/715 (10-8-05). ]

Inspection  / Aug 2005 Basement - Lift pit WES:371 / 370 . None

None

10-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling report no 

JS/05/715 (10-8-05). ]

Inspection  / Aug 2005 Basement - Lift pit WES:400 . None

None

11-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling 12/8/05 report No 

JS/05/718 ]

Inspection  / Aug 2005 Basement - Lift pit WES:375 . None

None

11-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling 12/8/05 report No 

JS/05/717 ]

Type 2 / Nov  2006 Basement - Rm B02 O21 NADIS Textured Coating 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B04 O19 / O20 NADIS Wall Snot 30-Jul-06 N/A N/A 0 0 N/A

Type 2 / Nov  2006 Basement - Rm B04B O17  / 018 NADIS Wall Snot / Textured Coating (Debris) 30-Jul-06 N/A N/A 0 0 N/A

Type 2 / Nov  2006 Basement - Rm B07 O15 / O16 NADIS Textured Coating / Wall Snot 30-Jul-06 N/A N/A 0 0 N/A

Type 2 / Nov  2006 Basement - Rm B63 O37 / O38 NADIS Textured Coating 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B64 O39 / O40 NADIS Textured Coating / debris 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B69 O29 / O30 / O31 NADIS Textured Coating /  Insulation / Debris 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B72 / 73 O33 / 034 NADIS Textured Coating / Coated concrete ceiling 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B01 181 /  182 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Elect riser "F" 272 / 273 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B03 183 / 184 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B04 215 / 216 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B4B 288 / 289 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B05 / B05A 175 / 176 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B05B / B05C 177 / 178 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B07 179 / 180 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B09 / B09A 212 / 213 / 214 / 214 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B11 210 / 211 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Elect riser "B" 208 / 209 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B13 280 / 281 / 282 / 283 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B15 255 / 256  NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B17 204 / 205 / 206 / 207 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - CR4 plantroom 191 / 192 / 193 / 194 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B21 260 / 261 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B23 286 / 287 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B25 187 / 188 / 189 / 190 NADIS Debris - residue on wall & pillars 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Elect riser "C" 262 / 263 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B27 201 / 202 / 203 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B29 199 / 200 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B31 195 / 196 / 197 / 198 NADIS Debris - residue on wall & pillars 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B33 290 / 291 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B35 264 / 265 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B37 266 / 267 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B39 268 / 269 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Calorifier Room 274 / 275 / 276 / 277 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B41 217 / 218 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B43 270 / 271 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Water Softener Room 245 / 246 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B51 247 / 248 / 249 / 250 / 251 / 252 / 253 / 254 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Under staircase 2 219 / 220 / 221 / 222 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm  B53 223 / 224 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B55 225 / 226 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B57 227 / 228 / 229 NADIS Debris - residue on wall & pillars 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement -  Rm B59 - Lock Side 237 / 238 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B61 235 / 236 Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B62A 233 / 234 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B63 278 / 279 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B65 / B66 230 / 231 / 232 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B69 239 / 240 / 241 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B70 / B70A 257 / 258 / 259 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B71A 284 / 285 NADIS Debris (to Wall) 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B73 242 / 243 / 244 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A



O.W.O.B Asbestos Register    Basement Level

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Cross Corridor 3 . Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Insulation  (around pipwork flange) was removed 2003 ] 

Encapsulation repairs 12/8/05  Air sample report No JS/05/675, 

PP/05/628 & JS/05/676 ]  Encapsulation repairs to walls was 

carried out on the15/9/06 Air sample report No 

AS/06/976,975,974 & 972. Test results f/ml 0.001 (IFF:9789). 

AMP:233 Encapsulation repairs carried out 6/5/10. Air quality 

check made during repairs Report No A2199. Air test report 

No JS/05/718  Encapsulation repairs to walls 16/12/05. Air 

sample Report No AS/05/1401,AS/05/1402 & AS/05/1400 

(IFF: 8067& IFF:9326)] Encapsulation repairs 14/9/06 Air 

sample report No AS/06/973 ]  Bulk testing (NADIS) 24/4/07 ]  

PPM air test 22/1/08 report No AS/08/0044 ]  Encapsulation 

repairs  7/5/10. Air sampling report No A2204 AMP:214 & 

AMP:210 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Cross Corridor 3 . Presumed ACM Gasket. Encapsulated & labelled. 7-Nov-11 7-Nov-12 3 3 Very Low  Inspect

Gasket attached to dis-used water main. English heritage 

controlled.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu- link Corridor - Cross Corridor 3 / CR1 SAS/07/8954 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs carried out 12/8/05 Air test report No 

PP/05/628 & JS/05/677. Air test carried out 27/7/05 

JS/05/719. Air test carried out 27/7/05.  Test results 0.003 

f/ml : Air test report No PP/05/628, JS/05/675, JS/05/676 & 

JS/05. Bulk sampling carried out 16/5/07 NADIS report No 

SAS/07/9854. (IFF:11100) Encapsulation repairs to walls was 

carried out on the 11/8/05. : Report No JS/05/677. 

[Enquiery(12/11/10) material fallen off slab in CR1 corridor, 

bulk sample No F25988 (NADIS) AMP:259] AMP:196 

Encapsulation repairs carried out 6/5/10. Air quality check 

made during repairs Report No A21961] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Fujitsu CR1 / CR2 SAS/07/8954 / F25988 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs 12/8/05. Air test report No PP/05/628, 

JS/05/ & JS/05/677 ]  Air test carried out 27/7/05 JS/05/719. 

Air test carried out 27/7/05.  Test results 0.003 f/ml : Air test 

report No PP/05/628, JS/05/675, JS/05/676 & JS/05.] Bulk 

sampling 15/5/07  (IFF:11100) ] Encapsulation repairs to walls 

was carried out on the 11/8/05. : Report No JS/05/677. ] Bulk 

sampling material from slab 17/11/10 report No F25988 (NADIS) 

AMP:259]   Encapsulation repairs carried out 5/5/10. Air sample  

Report No A2196 AMP:196 ] PPM inspection 11/1/11found 

encapsulation failure in CR1 corridor AMP:270. Encapsulation 

repaired environment tested reprot No A2131 issues (18-1-12). ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -  Fujitsu - Rm B44 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs 12/8/05. Air test report No JS/05/ ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B45 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs  was carried out on the 12/8/05. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -  Fujitsu - Rm B46  Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect
Encapsulation repairs to walls 12/8/05. Air test Report No 

JS/05/712 & JS/05/711]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Gents toilet Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs to walls was carried out on the 12/8/05. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -  Fujitsu -Cleaners cupboard Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Tea Area Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm  B49 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect
Encapsulation repairs to walls 12/8/05. Air test Report No 

JS/05/675] AMP:172 Encapsulation repairs carried out 23/4/10.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm  B49 174A Chrysotile Gasket (high level ipework) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Suspected disused fire main.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B79 . Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect
Encapsulation repairs to walls was carried out on the 12/8/05. Air 

samples report No JS/05/676]  

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B79A Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs 23/4/10 AMP:185 ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu-lobby B79 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor -  Whitehall 05A  / 11A / 18A / 19A Chrysotile/Amosite Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test report No 

JS/05/714 (IFF:8403 & IFF:9325) ]  Encapsulation repairs to walls 

16/12/05. Air sample Report No AS/05/1401,AS/05/1402 & 

AS/05/1400 (IFF: 8067& IFF:9326)]  Encapsulation repairs 

14/9/06 Air sample report No AS/05/974, AS/06/972, AS/06/976 

& AS/06/975  (IFF:9787 ]   PPM air test 22/1/08 report No 

AS/08/0044 ] Encapsulation repairs 29/4/10 AMP:155 ] PPM Air 

sampling 10/6/10 report No A2257 & A2258 ] AMP: 371 adhoc 

inspection 21/3/12. Encapsulation damage found. AMP:328  

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Whitehall Place 61A Chrysotile/Amosite Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test report No 

JS/05/713, JS/05/716 & JS/05/714 (IFF:8403 & IFF:9325) 

]Encapsulation repairs to walls 16/12/05. Air sample Report No 

AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& IFF:9326)] 

Encapsulation repairs 14/9/06 Air sample report No AS/05/974, 

AS/06/972, AS/06/976    (IFF:9789) ]  PPM air test 22/1/08 report 

No AS/08/0044 ]  Encapsulation repairs 29/4/10 AMP:125 ] PPM 

Air sampling 10/6/10 report No A2257 & A2258 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Whitehall Court . Assumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test report No 

JS/05/714 (IFF:8403 & IFF:9325)  ] Encapsulation repairs to walls 

16/12/05. Air sample Report No AS/05/1401, AS/05/1402 & 

AS/05/1400 (IFF: 8067& IFF:9326)] Encapsulation repairs 

14/9/06 Air sample report No AS/05/974, AS/06/972, AS/06/976 

& AS/06/975 & AS/06/975  (IFF:9787 ]   PPM air test 22/1/08 

report No AS/08/0044 ] Encapsulation repairs 29/4/10 AMP:125 ]  

PPM Air sampling 10/6/10 report No A2257 & A2258 ]  AMP: 371 

adhoc inspection 21/3/12. Encapsulation damage found. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Horse Guards Ave . Assumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs 12/8/05. (IFF:8403 & IFF:9325) ] 

Encapsulation repairs to walls 16/12/05. Air sample Report No 

AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& IFF:9326)]   

Encapsulation repairs 14/9/06 Air sample report No AS/05/974, 

AS/06/972, AS/06/976 & AS/06/975  (IFF:9787 ]  PPM air test 

22/1/08 report No AS/08/0044 ] PPM Air sampling 10/6/10 report 

No A2257 & A2258 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1 - Rm B59 110A Chrysotile Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs 12/8/05. Air test report No JS/05/716  

(IFF:8403 & IFF:9325) ] Encapsulation repairs to walls 16/12/05. 

Air sample Report No AS/05/1401,AS/05/1402 & AS/05/1400 

(IFF: 8067& IFF:9326)] ]Encapsulation repairs carried out on 

the15/9/06 Air sample report No AS/05/74;  PPM air test 22/1/08 

report No AS/08/0044;

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 SAS/07/7505 Presumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low   Inspect

Encapsulation repairs 12/8/05. Air test report No JS/05/718  

Encapsulation repairs to walls 16/12/05. Air sample Report No 

AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& IFF:9326)] 

Encapsulation repairs 14/9/06 Air sample report No AS/06/973 ]  

Bulk testing (NADIS) 24/4/07 ]  PPM air test 22/1/08 report No 

AS/08/0044 ]  Encapsulation repairs  7/5/10. Air sampling report 

No A2204 AMP:214 & AMP:210 ] AMP: 371 adhoc inspection 

21/3/12. Encapsulation damage found. AMP:379 to AMP: 383 

raised for repair.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Stairwell 3 . Presumed ACM's Asbestos durasteel boarding 7-Nov-11 7-Nov-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The material 

has been labelled.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Stairwell 3 . Presumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low   Inspect

AMP:261 damaged encapsulation walls (25-11-10) temporary 

repair carried out, permanent repairs made (18-1-12). 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corr-Calorifier Rm . Presumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low   Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - B1 / B2 Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 2 Low  Inspect

Encapsulation repairs to walls 16/12/05. Air sample Report No 

AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067)] 

Encapsulation repairs to walls 14/09/06. ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - B3A / B3B Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 4 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -B4 / B4A / B4B Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 4 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - B6 / B7 Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 4 Low  Inspect

Encapsulation repairs to walls 16/12/05. Air sample Report No 

AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& IFF:9326)] 

Encapsulation repairs to walls 14/09/06. ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Staircase 3 small access corridor ( WES: 400)  F26105 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 6 2 Low  Inspect

AMP:261 Damaged encapsulation, Sample carried out 2/12/10  

NADIS. Repaired (17-1-12). ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Staircase 3 151A Chrysotile/Amosite Dura steel - (wall panels lift shaft) 28-Jan-11 28-Jan-12 4 5 Very Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corridor to Moat entrance between room B35 & B36 F25967 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 6 5 Low  Inspect  Bulk sampling 12/11/10  walls & Floor area (NADIS) AMP:253 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Calorifier Room Access Corridor Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 6 4  Inspect

Building History

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Re-inspected / 

September 2004 Basement - Gents toilet Riser(Fujitsu) Vis None

None

3-Sep-04 N/A 0 0 0 N/A No suspected asbestos fibrous material present

Re-inspected / 

September 2004 Basement - Cleaners cupboard (Fujitsu) Vis None

None

3-Sep-04 N/A 0 0 0 N/A No suspected asbestos fibrous material present

Re-inspected / 

September 2004 Basement - B48 Kitchen (Fujitsu) Vis None

None

3-Sep-04 N/A 0 0 0 N/A Assumed non-asbestos fibrous material present
Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B1 (above entrance door) 01A NADIS Insulation Board (Infill panel) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B1 02A Chrysotile Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003)

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B43 03A NADIS Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser F 04A NADIS Insulation Debris - (on pipework hangers) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr -Horse Guards 06A NADIS Gasket x 20 - (Between pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed throughout 

the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -corr - Rm B3 07A / 08A Chrysotile/Amosite Insulation Debris - (Residue on pipe work & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003)



Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B4B 09A / 10A NADIS Insulation Debris - (Residue on pipe work & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003)

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5A / B5B 12A NADIS Sprayed insulation - (bulk head above fire doors) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5A / B5B 14A Chrysotile Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5C / B5D 13A Chrysotile/Amosite Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5C / B5D 15A NADIS Insulation Debris - (on pipework hangers) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser A 16A Chrysotile/Crocidoite Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser A 17A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B8 20A / 21A Chrysotile/Amosite Insulation Debris - (on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B8 23A NADIS Gasket x 21 - (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed throughout 

the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B9A 22A NADIS Gasket - (on pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B10 24A / 25A / 26A Chrysotile

Insulation Debris - (Residue on pipe work, cable tray  & 

R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B11 27A Chrysotile Gasket x 23 - (on pipework) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Gaskets in disused water main. Pipe work is installed throughout 

the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser B 28A Chrysotile/Amosite Insulation Debris - (Residue on high level pipe & hangers) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B13 29A / 30A / 33A Chrysotile

Insulation Debris - (on pipework hangers, cable tray & 

R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B14 31A / 32A Chrysotile/Amosite Insulation Debris - (Residue on high level pipe & hangers) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B15 34A /  35A / 36A Chrysotile/Amosite

Insulation Debris - (Residue on high level pipe, cable tray 

& R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B16 37A NADIS Gasket x 21- (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed throughout 

the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B17 38A Chrysotile Insulation Debris - (on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B17 39A NADIS Insulation - (on floor) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B19 40A / 41A Chrysotile Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B20 42A / 43A / 44A Chrysotile

Insulation Debris - (on pipework hangers, cable tray & 

R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B21 45A / 46A Chrysotile Insulation Debris - (Residue on high level pipe & hangers) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B22 47A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B25 48vis Chrysotile/Amosite Insulation Debris - (Residue on high level pipe) 4-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B25 49A / 50A Chrysotile Insulation Debris - (around pipework hangers & trunking) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser C 51A Chrysotile Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B24 52A NADIS Gasket x 30 - (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed throughout 

the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B26 53A Amosite Pipework Insulation - (above false ceiling) 8-May-03 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B27 54A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B28A 55A Chrysotile/Amosite Insulation - (packing around pipe) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - CR4 Plant room 56A / 57A NADIS Insulation Debris - (around pipework hangers & R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser D 58A Chrysotile Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B30 59A NADIS Insulation Debris - (on R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B30 60A / 62A Chrysotile/Amosite

Insulation Debris - (on top of trunking & packing within 

ceiling slab ) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B16 63A Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B18  64A Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B22 65A Chrysotile Insulation - (within slab) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B30 66A / 67A Chrysotile Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B31 68A / 69A Amosite Insulation Debris - (high level pipework & hangers) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B20 70A NADIS Gasket x 17 - (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed throughout 

the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B31 71A Amosite Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B31  72A Chrysotile/Amosite/Crocidolite Insulation Debris - (Residue on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B33 73A Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B34 74A / 75A / 76A Chrysotile Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B36 77A / 78A Chrysotile Insulation Debris - (on ledge &  R.S.J) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B35 79A Presumed Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B36 80A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B36 81A /  82A Chrysotile/Amosite Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B37 83A NADIS Insulation Debris - (around pipework hangers) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B37 84A / 85A / 86A Chrysotile/Amosite

Insulation Debris - (residue on wall & around disused 

small pipes) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B37 87A NADIS Board - (ceiling panels) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B41 88A /  89A / 90A Chrysotile Insulation Debris - (Residue on high level pipe, cable tray & R.S.J)3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B42 91A /  93A Chrysotile Insulation Debris - (on pipe work hangers & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B42 92A / 94A NADIS Gasket x 17 - (on pipework & disgarded on pipe hanger ) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B9A 95A / 96A / 97A Chrysotile/Amosite Insulation - (on pipe work, trunking & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser B 98A / 99A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corr-Calorifier Rm

100A /  101A / 102A / 103A 104A 

105A / 106A / 108A Amosite

Insulation Debris - (around pipework, hangers, flanges, 

floor & wall) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corr-Calorifier Rm 107A NADIS Insulation Debris - (on cable tray) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- opp Rm B43 109A / 111A Chrysotile/Amosite Insulation Debris - (on pipework & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B61 112A NADIS Gasket x 13 (on pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B61 113A / 114A Chrysotile Insulation Debris - (on pipework & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B62 115A Chrysotile Insulation Debris - (on top of trunking) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B65 116A / 117A / 119A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1 - Rm B65 118A NADIS Insulation Board - (fire stop around pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B73 120A / 121A  / 122A / 127A / 128A Chrysotile Insulation Debris - (on pipework, hangers & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B71 123A Chrysotile/Crocidolite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - Rm B55 124A Amosite Insulation Debris - (on pipework) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B57 125A / 126A NADIS  Insulation Debris - (around pipework hangers & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B56A 129A  / 130A / 131A Chrysotile/Amosite/Crocidolite Insulation Debris - (on pipework, R.S.J & high level ledge)) 3-Sep-04 N/A 0 0 0 Removed (2004) 



Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Cross Corridor 3 - CR 3 168A Chrysotile Insulation Debris - (on pipework) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B9A 132A Chrysotile Insulation Debris - (encapsulation within wall) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B3 143A NADIS Mastic - (ductwork seals) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Staircase 2 159A NADIS Thermoplastic - (Floor covering on stairs) 9-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - CR2 Corridor 167A NADIS Insulation - (within ceiling slab) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B14 173A Chrysotile/Amosite/Crocidolite Insulation Debris - (on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B79A 179A NADIS Textured coating (ceiling) 3-Sep-04 N/A 0 0 0 N/A

Re-inspected / 

September 2004 Basement - Peripheral Corridor - All Corridors . N/A N/A 3-Sep-04 N/A 0 0 0 N/A non-asbestos fibrous material present

Re-inspected / 

September 2004 Basement - Cross Corridors - 1, 2, 3 & CR1 /CR2 . N/A N/A 3-Sep-04 N/A 0 0 0 N/A non-asbestos fibrous material present

Inspection  / Aug 2005 Basement - Lift pit WES:1016 (Fujitsu) . N/A N/A 11-Aug-05 N/A 0 0 0 N/A Air sampling 12/8/05 report No JS/05/718 ]

Type 2 / Nov  2006 Basement - Corr - Rm B41 OO1 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Rm B37 OO2 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Rm B35 OO3 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - opp Rm B33 OO4 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Rm B28C / B29 OO5 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Bottle Sore "D" OO6 NADIS Debris 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Staircase 3 OO7 NADIS Wall snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr - Rm B19 OO8 NADIS Insulation Board (door) 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr- CR4 plantrooom OO9 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr- Rm B14 O10 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr - Rm B13 O11 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr - opp Rm B12 / 13 O12 NADIS Wall snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Staircase 2 O13 / O14 NADIS Textured Coating / Re-enforced Composite (stair nosing) 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Staircase 4 O22 NADIS Wall Snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - opp Rm B42 O23 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr- opp Rm B58A O28 NADIS Wall Snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr 2 - B54 O32 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr 1 - Rm B54 O35 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr 1 - B63 O36 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu- link Corridor - Cross Corridor 3 / CR1 O41 NADIS Debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - corr - CR1 O42 NADIS Coated Wood Debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Cross Corr 3 O43 NADIS Cement 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Cross Corr 3- opp CR3 O44 NADIS Debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Corr CR1 O45 NADIS Textured Coating & woods 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Rm B46 O46 NADIS Matic floor coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - CR1 CR2 link Corridor O47 / 048 NADIS Paper Packing / debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - CR2 Corridor O49 / O50 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Enquiry/  Sept 2006 Basement - Peripheral Corridor - Horse Guards . Assume AC'M Drilling holes in Ecaspulation material 15-Sep-06 N/A 0 0 0 N/A

 Installation of panel for deaf alerter. Air sample test report No 

AS/06/975

Enquiry / March 08 Basement - CR1 (Fujitsu) SAS/08/4642 NADIS Board- around colums 14-Mar-08 N/A 0 0 0 N/A
  Bulk sampling 14/3/08 (NADIS) report No SAS/08/4642 

AMP:130 ]

Enquiry / March 08 Basement - CR2 (Fujitsu) SAS/08/4643 NADIS Board- around colums 14-Mar-08 N/A 0 0 0 N/A
  Bulk sampling 14/3/08 (NADIS) report No SAS/08/4643 

AMP:130 ]

Type 2 / Sept 2008 Basement - Fujitsu - Rm B45 151 / 152 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - Cleaners Room 154 / 159 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - Rm B46 155 / 156 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - Rm  B79 157 / 158 / 159 / 160 /161 NADIS Debris - residue on walls & columns 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - cross corr 3 162 / 163 / 164 / 165 / 166 / 167 / 168 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - link Corridor - Cross Corridor 3 / CR1 153 / 169 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - corr - CR1 171 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - CR1 CR2 link Corridor 172 / 173 /174 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B04A 303 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Elect riser A 304 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B08 305 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B02 302 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B42 300 / 301 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B40 299 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B38 298 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - opp Rm B36 297 / 315 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B36 296 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B35 292 /  / 295 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - opp Rm B35 293 / 294 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B36 314 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B54 313 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B72 312 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B52 317 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B32 332 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Elect riser G 331 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  1- Rm B61 333 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  1- Rm B65 / B66 334 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - opp Rm  B31 330 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B32 329 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  1- Rm B63 316 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B28 328 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B26A 327 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B26 325 / 326 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B24 324 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - between Rms  B10 / B11 306 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Oil tank Rm  B26A 307 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B50 Halon store 308 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B13 309 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B14 310 / 311 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B16 318 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - CR4 Plantroom 319 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - CR4 entrance 320 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B18 321 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B19 322 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B20 323 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2009 Basement - Corr  - Rm  B23 324 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2010 Basement - Stairwell 3 335 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr- Calorifier Rm O24 / 025 / 026 / 027 NADIS Textured Coating / Debris 30-Jul-06 N/A N/A 0 N/A N/A



O.W.O.B Asbestos Register    Basement Moat

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2008 Basement - Moat  Whitehall Place
SAS/08/13445 / B31273 &  B41274 /  

F29658 & F29657 / B45256 & B45257 Chrysotile /Amosite Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

Bulk sampling report No SAS/08/13445  (19/8/08)  NADIS ] 

PPM air sampling report No AC-08-808 15/8/08 ] PPM air 

sampling 25/3/09 repot No LM/09/249 ] PPM air sampling done 

report No A2257 & A2258 10/6/10 ] PPM air sampling 17/2/11 

report No A8848/11 AMP:2010-42/121  ] Bulk sampling taken 

17/2/11 NADIS report No  B31273 &  B41274  ] PPM 

inspection AMP:2010-42/121 & air sampling report No 

A8848/11 17/2/11 damage found AMP:190 encapsulation 

repairs 25/11/11]  PPM inspection AMP:2011-38/121 air quality 

report No A8241/11 & A8242/11Bulk sampling carried out 

report No F29658 & F29657 (NADIS) ]  PPM inspection AMP: 

2012-12-121 17/3/12 17/3/12 & air quality report No A8539/12 

& A8538/12  bulk samples B45256 & B45257 ]  

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2008 Basement - Moat - Whitehall
91657/F018/A - SAS/08/13445 / B31273 / 

B36603 / F29657 / B45256 Chrysotile /Amosite Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

Bulk sampling report No SAS/08/13445  (19/8/08)  NADIS ] 

PPM air sampling report No AC-08-808 15/8/08 ] PPM air 

sampling 25/3/09 repot No LM/09/249 ] Bulk sampling to filter 

and surounding area B27 18/3/1 (NADIS). Air sampling around 

the same area report A2097 AMP:234 ] PPM air sampling done 

report No A2257 & A2258 10/6/10 ] AMP: 151 Environmental 

clean of the damaged encapsulation in the area. Whitehall 

cleaned (22/3/10) certificate of reoccupation No 91657/F018/A. 

] PPM air sampling done report No A2257 & A2258 10/6/10  ] 

PPM air sampling 17/2/11 report No A8848/11 AMP:2010-

42/121]  Bulk sampling taken 17/2/11 NADIS report No  B31273 

AMP:190 encapsulation repairs 25/11/11 ] PPM inspection 

AMP:2010-42/121 & air sampling report No A8848/11 17/2/11 

damage found AMP:190 will be for the repair works ]   PPM 

inspection AMP:2011-38/121 air quality report No A8241/11 

bulk sampling carriied out report No F29657 (NADIS) ]  PPM 

inspection AMP: 2012-12-121 17/3/12& air quality report No 

A8539/12 bulk samples B45256 (NADIS) ]      

Type 2 / June 2003}  

Re-inspected / 

September 2004 

Type 2 / Sept 2008 Basement - Moat-  Whitehall Court
SAS/08/13445 / B41274 /  F29658 / B45256 

& B45257 Chrysotile /Amosite Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

Bulk sampling report No SAS/08/13445  (19/8/08)  NADIS ] 

PPM air sampling report No AC-08-808 15/8/08 ]  PPM air 

sampling 25/3/09 repot No LM/09/249 ] PPM air sampling done 

report No A2257 & A2258 10/6/10 ] PPM air sampling 17/2/11 

report No A8848/11 AMP:2010-42/121] Bulk sampling taken 

17/2/11 NADIS report No  B41274 AMP:190  ] PPM inspection 

AMP:2010-42/121 & air sampling report No A8848/11 17/2/11 

damage found AMP:190 encapsulation repairs 25/11/11 ]  PPM 

inspection AMP:2011-38/121 air quality report No  

A8242/11Bulk sampling carriied out report No F29658 (NADIS) 

]   PPM inspection AMP: 2012-12-121 & air quality report No 

A8538/12  bulk samples B45257 (NADIS)  ]      

Type 2 / June 2003}  

Re-inspected / 

September 2004 

Type 2 / Sept 2008 Basement - Moat- Plantroom for B5 a,b,c,d Assumed ACM Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

 AMP: 151 Environmental clean of the damaged encapsulation 

in the area. Whitehall cleaned (22/3/10) certificate of 

reoccupation No 91657/F018/A. ] AMP:190 encapsulation 

repaired & debris removed 25/11/11 ] PPM inspection AMP: 

2012-12-121 ]  

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat Horseguards

 B31273 &  B41274 /  F29658 & F29657 / 

B45256 & B45257 Assume ACM's Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

 PPM air sampling report No AC-08-808 15/8/08 ] PPM air 

sampling 25/3/09 repot No LM/09/249 ] PPM air sampling done 

report No A2257 & A2258 10/6/10  ] PPM air sampling 17/2/11 

report No A8848/11 AMP:2010-42/121 ] Bulk sampling taken 

17/2/11 NADIS report No  B31273 &  B41274  AMP:190 ] PPM 

inspection AMP:2010-42/121 & air sampling report No 

A8848/11 17/2/11 damage found AMP:190 encapsulation 

repairs 25/11/11 ] PPM inspection AMP:2011-38/121 air quality 

report No A8241/11 & A8242/11Bulk sampling carried out 

report No F29658 & F29657 (NADIS) ] PPM inspection AMP: 

2012-12-121 17/3/12 & air quality report No A8539/12 bulk 

samples B45256 & B45256 ]      

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2008 Basement - Moat -  Rm B19 Assume ACM's Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

AMP:190 encapsulation repaired & debris removed 25/11/11] 

PPM inspection AMP: 2012-12-121 17/3/12  Damaged found 

to ceiling entrance corr  to B19 from moat area. AMP:359 To 

repairs encapsulation damge ].

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2009 Basement - Moat Entrance -  B35 / B36 F25967 Assume ACM's Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

 Bulk sampling 12/11/10  walls & Floor area (NADIS) AMP:253 ]

AMP:190 encapsulation repaired & debris removed 25/11/11] 

PPM inspection AMP: 2012-12-121 17/3/12   ].

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - Rear Rm B34 172A Chrysotile Gasket - (on WDH pipework) . . 3 3 Vey Low  Inspect District Heating Pipe managed by Cofely. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - Rear Rm B25 171vis Chrysotile - (Presumed) Gasket - (on WDH pipework) . . 3 3 Vey Low  Inspect District Heating Pipe managed by Cofely

Building History
. . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B36 160A / 162A NADIS Insulation Debris - (around pipework &  hangers) 8-May-03 N/A 0 0 0 N/A
Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B35 161A NADIS Insulation  Debris - (on pipework) 8-May-03 N/A 0 0 0 N/A
Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B37 163A NADIS Insulation  Debris - (on pipework high level) 8-May-03 N/A 0 0 0 N/A
Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B05A & B05B 169A NADIS Insulation  Debris - (on cable tray) 8-May-03 N/A 0 0 0 N/A
Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B05C & B05D 170A NADIS Insulation  Debris - (on cable tray) 8-May-03 N/A 0 0 0 N/A
Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat Rear of B27 (HV5) B36603 NADIS Dust- Debris (on filter and surrounding area) 23-Mar-10 N/A 0 0 0 N/A

Air test and bulk sampling carried out report No A2097 & 

B36603. 23/3/10 (AMP:234).

Re-inspected / 

September 2004 Basement - Moat - All areas vis None
None

3-Sep-04 N/A 0 0 0 N/A non-asbestos fibrous material present

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B01 14 / 17 / 18 / 32 / 40 / 64 NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B02 33 / 34 / 41 /42 / 43 /  44 /  62 / 63 NADIS Debris - residue on wall & cable + soil pipe bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B03 35 / 45 NADIS Debris - residue on wall, floor & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B03A 46 / 47 NADIS Debris - residue on floor & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B03B 48 / 52 NADIS Debris - residue on wall and soil pipe 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B04 49 / 50 NADIS Debris - residue on floor & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B04B 36 NADIS Debris - residue on wall 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B05 51 / 53/ 60 / 61 NADIS Debris - residue on wall & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B05C 37 / 54 NADIS Debris - residue on wall & cable supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B06 38 / 55 NADIS Debris - residue on wall & cable supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B07 39 / 56 / 57 / 58 / 59 / 65 / 73 / 74 NADIS Debris - residue on wall, cable supports 7 soil pipe 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B08 66 / 75 NADIS Debris - residue on wall & cable hangers 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B09 76 NADIS Debris - residue on wall & pipe supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B09A 67/ 77 / 78 NADIS Debris - residue on wall & pipe supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B10 68 / 79 / 80 / 81 / 82 NADIS Debris - residue on wall & pipe / cable supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B11 69 / 83 NADIS Debris - residue on wall & pipe supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B12 70 / 84 / 85 NADIS Debris - residue on wall, floor & cable 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B13 71 / 86 NADIS Debris - residue on trunking & pipe sopports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B14 72/ 88 / 89 / 98 NADIS Debris - residue on wall, cable support & tray 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B15 90 / 99 NADIS Debris - residue on wall, cable support 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B17 91 NADIS Debris - residue on wall 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B18 92 / 102 NADIS Debris - residue on wall & cable support 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B19 93 / 103 NADIS Debris - residue on wall & cable support 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rm B19 185 / 186 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B20 94 / 104 / 105 NADIS Debris - residue on wall & pipe / cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B21 95 / 106 NADIS Debris - residue on wall & cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B22 107 NADIS Debris - residue on wall & cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B23 96 / 108 / 109 / 110 / 123 / 124 / 125 NADIS Debris - residue on wall & pipe / cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B24 111 NADIS Debris - residue on wall 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B25 112 / 126 NADIS Debris - residue on wall & cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B26 113 / 127 / 128 / 129 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B27 114 / 130 NADIS Debris - residue on wall & cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B28 115 / 116 / 131 /  132 / 133 / 134 / 150 NADIS Debris - residue on wall, floor & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B29 117 / 135 / 136 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B30 118 / 137 / 138 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B31 119 / 139 / 140 / 141 / 149 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B32 120 / 142 NADIS Debris - residue on wall & cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B33 121 / 143 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B34 122 / 145 / 146 / 147 / 148 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B35 O1/ 02 / 03 / 04/ 05 / 31 NADIS Debris - residue on wall & cable bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B36 O6 / 07 / 29 / 30 NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B37 27 / 28 NADIS Debris - residue on wall pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B38 08 / 25 / 26 NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B39 O9 NADIS Debris - residue on wall 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B40 10 / 20 NADIS Debris - residue on wall & cable bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B41 11 / 24 NADIS Debris - residue on wall pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B42 12 / 21 / 22 / 23  NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B43 13 / 15 / 16 / 19 NADIS Debris - residue on wall & cable bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008  Basement - Moat - Rear Rm B13 87 Amosite Debris - (Debris to Cable Support & Adjacent Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11 

Type 2 / Sept 2008  Basement - Moat - Rear Rm B23 97 Chrysotile Debris - (Debris to Cable Tray from Wall / Debris to Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11 

Type 2 / Sept 2008  Basement - Moat - Rear Rm B16 100 /101 Amosite Debris - (Debris to Pipe Support & Adjacent Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11

Type 2 / Sept 2008  Basement - Moat - Rear Rm B33 144 Amosite Debris - (Debris to Pipe Support & Adjacent Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11



O.W.O.B Asbestos Register    Basement Level

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment Assessment / Action Notes

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall Place ) Access via 

Room 009A B43149 / B44256 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

Air sampling carried out 29/2/08 report No AS-08-141 & 139 (PPM)] PPM 

Air sampling 24/3/09 report No LM/09/248 ]   PPM Air sampling 12/5/10 

report No A2211 AMP:2010-09/122 ] PPM Air sampling 9/12/10 report No 

A2568 AMP:2010-35/122 ] Encapsulation damage found on last 

inspection (alcove) AMP:266 9/ 9/12/10 raised for the works ] PPM 

inspection AMP:2011-23/122 (7/7/11) Air sample report No A8112/11 bulk 

sample report No B43149 ] PPM inspection AMP:2011-49/122 (12/12/11) 

Air sample report No A8411/12 bulk sample report No B44256 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall Place) access 

0023A  SAS/08/3380 / B44256 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

Bulk sampling 22/2/08 (NADIS) report No SAS/08/3380 ] PPM Air 

sampling 21/2/08 report No AS/08/139 ]  PPM Air sampling 24/3/09 report 

No LM/09/248 ] AMP: 127 Encapsulation to repairs to ceiling and walls 

certificate of reoccupation No A2836 (7/6/11)] PPM inspection AMP:2011-

23/122 damage found (7/7/11) AMP:315 for works ] PPM inspection 

AMP:2011-49/122 (12/12/11) Air sample report No A8411/12 bulk sample 

report No B44256 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall Court) access 

0028A B43150 / B44255 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

 Air sampling carried (1/8/05) report No JS/05.  Asbestos found July 08: 

Environmental clean carried out by (Cofely)] PPM Air sampling 24/3/09 

report No LM/09/248 ]   Bulk sampling taken (23/7/09) Air sampling carried 

out 25/3/09 report No AS-09-249 (PPM) AMP:199 & AMP:137 

Encapsulation repairs carried out by third party "Cofely" 02/12/09. 

Certificate of re-occupation No 01827] PPM Air sampling 12/5/10 report No 

A2211 AMP:2010-09/122 ]PPM Air sampling 1/12/10 report No A7270/10  

AMP:2010-35/122 ] PPM inspection AMP:2011-23/122 (7/7/11) Air 

sample report No A8113/11 bulk sample report No B43150 ] PPM 

inspection AMP:2011-49/122 (12/12/11) Air sample report No A8412/12 

bulk sample report No B44255]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Horse Guards Avenue) 

Access via 0037 SAS/08/3382  / B43150 /  B44255 Amosite

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

PPM Air sampling carried out 29/2/08 report No AS-08-141 & 139 ] Bulk 

sampling carried out on the 27/2/08 (NADIS) ] Bulk sampling taken report 

No SAS/08/3380, 381 & 3382] PPM Air sampling 24/3/09 report No 

LM/09/248 ]  AMP:128 Encapsulation repairs carried out by third party 

"Cofely" 18/12/09. Certificate of re-occupation No A22225 ] PPM Air 

sampling 12/5/10 report No A2211 AMP:2010-09/122 ]Air sampling 

carried out 12/5/10 (PPM) ] PPM Air sampling 1/12/10 report No A7270/10  

AMP:2010-35/122 ] PPM inspection AMP:2011-23/122 (7/7/11) Air 

sample report No A8113/11 bulk sample report No B43150 ] PPM 

inspection AMP:2011-49/122 (12/12/11) Air sample report No A84112/12  

& A8411/12 bulk sample report No B44255 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Horse Guards Avenue) 

Access via  0043 SAS/08/3382  / B43150 /  B44255 Amosite

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

PPM Air sampling carried out 29/2/08 report No AS-08-141 & 139 ] Bulk 

sampling carried out on the 27/2/08 (NADIS) ] Bulk sampling taken report 

No SAS/08/3380, 381 & 3382] PPM Air sampling 24/3/09 report No 

LM/09/248 ]  AMP:128 Encapsulation repairs carried out by third party 

"Cofely" 18/12/09. Certificate of re-occupation No A22225 ] PPM Air 

sampling 12/5/10 report No A2211 AMP:2010-09/122 ]Air sampling 

carried out 12/5/10 (PPM) ] PPM Air sampling 1/12/10 report No A7270/10  

AMP:2010-35/122 ] PPM inspection AMP:2011-23/122 (7/7/11) Air 

sample report No A8113/11 bulk sample report No B43150 ] PPM 

inspection AMP:2011-49/122 (12/12/11) Air sample report No A84112/12  

& A8411/12 bulk sample report No B44255 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall ) access 003A SAS/08/81 / B43149 / B44255 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

Bulk sampling 22/2/08 (NADIS) report No SAS/08/2281] PPM Air 

sampling 21/2/08 report No AS/08/141 ] PPM Air sampling 24/3/09 report 

No LM/09/248 ] AMP:235 area had partly encapsulation repairs, extract fan 

side of moat ( 18/11/11) ]PPM inspection AMP:2011-23/122 (7/7/11) Air 

sample report No A8112/11 bulk sample report No B43149 ] PPM 

inspection AMP:2011-49/122 (12/12/11) Air sample report No A84112/12   

bulk sample report No B44255 ]  



O.W.O.B Asbestos Register    Basement Level

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Cross Corridor 3 . Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Insulation  (around pipwork flange) was removed 2003 ] 

Encapsulation repairs 12/8/05  Air sample report No 

JS/05/675, PP/05/628 & JS/05/676 ]  Encapsulation repairs to 

walls was carried out on the15/9/06 Air sample report No 

AS/06/976,975,974 & 972. Test results f/ml 0.001 (IFF:9789). 

AMP:233 Encapsulation repairs carried out 6/5/10. Air quality 

check made during repairs Report No A2199. Air test report 

No JS/05/718  Encapsulation repairs to walls 16/12/05. Air 

sample Report No AS/05/1401,AS/05/1402 & AS/05/1400 

(IFF: 8067& IFF:9326)] Encapsulation repairs 14/9/06 Air 

sample report No AS/06/973 ]  Bulk testing (NADIS) 24/4/07 ]  

PPM air test 22/1/08 report No AS/08/0044 ]  Encapsulation 

repairs  7/5/10. Air sampling report No A2204 AMP:214 & 

AMP:210 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Cross Corridor 3 . Presumed ACM Gasket. Encapsulated & labelled. 7-Nov-11 7-Nov-12 3 3 Very Low  Inspect

Gasket attached to dis-used water main. English heritage 

controlled.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu- link Corridor - Cross Corridor 3 / CR1 SAS/07/8954 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs carried out 12/8/05 Air test report No 

PP/05/628 & JS/05/677. Air test carried out 27/7/05 

JS/05/719. Air test carried out 27/7/05.  Test results 0.003 

f/ml : Air test report No PP/05/628, JS/05/675, JS/05/676 & 

JS/05. Bulk sampling carried out 16/5/07 NADIS report No 

SAS/07/9854. (IFF:11100) Encapsulation repairs to walls was 

carried out on the 11/8/05. : Report No JS/05/677. 

[Enquiery(12/11/10) material fallen off slab in CR1 corridor, 

bulk sample No F25988 (NADIS) AMP:259] AMP:196 

Encapsulation repairs carried out 6/5/10. Air quality check 

made during repairs Report No A21961] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Fujitsu CR1 / CR2 SAS/07/8954 / F25988 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs 12/8/05. Air test report No PP/05/628, 

JS/05/ & JS/05/677 ]  Air test carried out 27/7/05 JS/05/719. 

Air test carried out 27/7/05.  Test results 0.003 f/ml : Air test 

report No PP/05/628, JS/05/675, JS/05/676 & JS/05.] Bulk 

sampling 15/5/07  (IFF:11100) ] Encapsulation repairs to 

walls was carried out on the 11/8/05. : Report No JS/05/677. ] 

Bulk sampling material from slab 17/11/10 report No F25988 

(NADIS) AMP:259]   Encapsulation repairs carried out 5/5/10. 

Air sample  Report No A2196 AMP:196 ] PPM inspection 

11/1/11found encapsulation failure in CR1 corridor AMP:270. 

Encapsulation repaired environment tested reprot No A2131 

issues (18-1-12). ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -  Fujitsu - Rm B44 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs 12/8/05. Air test report No JS/05/ ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B45 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs  was carried out on the 12/8/05. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -  Fujitsu - Rm B46  Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test Report No 

JS/05/712 & JS/05/711]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Gents toilet Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs to walls was carried out on the 12/8/05. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -  Fujitsu -Cleaners cupboard Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Tea Area Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm  B49 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test Report No 

JS/05/675] AMP:172 Encapsulation repairs carried out 

23/4/10.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm  B49 174A Chrysotile Gasket (high level ipework) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Suspected disused fire main.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B79 . Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Encapsulation repairs to walls was carried out on the 12/8/05. 

Air samples report No JS/05/676]  

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B79A Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect Encapsulation repairs 23/4/10 AMP:185 ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu-lobby B79 Presumed ACM Encapsulated Insulation residue (Walls) 7-Nov-11 7-Nov-12 6 3 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor -  Whitehall 05A  / 11A / 18A / 19A Chrysotile/Amosite Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test report No 

JS/05/714 (IFF:8403 & IFF:9325) ]  Encapsulation repairs to 

walls 16/12/05. Air sample Report No AS/05/1401,AS/05/1402 

& AS/05/1400 (IFF: 8067& IFF:9326)]  Encapsulation repairs 

14/9/06 Air sample report No AS/05/974, AS/06/972, 

AS/06/976 & AS/06/975  (IFF:9787 ]   PPM air test 22/1/08 

report No AS/08/0044 ] Encapsulation repairs 29/4/10 

AMP:155 ] PPM Air sampling 10/6/10 report No A2257 & 

A2258 ] AMP: 371 adhoc inspection 21/3/12. Encapsulation  

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Whitehall Place 61A Chrysotile/Amosite Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test report No 

JS/05/713, JS/05/716 & JS/05/714 (IFF:8403 & IFF:9325) 

]Encapsulation repairs to walls 16/12/05. Air sample Report 

No AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& 

IFF:9326)] Encapsulation repairs 14/9/06 Air sample report 

No AS/05/974, AS/06/972, AS/06/976    (IFF:9789) ]  PPM air 

test 22/1/08 report No AS/08/0044 ]  Encapsulation repairs 

29/4/10 AMP:125 ] PPM Air sampling 10/6/10 report No 

A2257 & A2258 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Whitehall Court . Assumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs to walls 12/8/05. Air test report No 

JS/05/714 (IFF:8403 & IFF:9325)  ] Encapsulation repairs to 

walls 16/12/05. Air sample Report No AS/05/1401, 

AS/05/1402 & AS/05/1400 (IFF: 8067& IFF:9326)] 

Encapsulation repairs 14/9/06 Air sample report No 

AS/05/974, AS/06/972, AS/06/976 & AS/06/975 & AS/06/975  

(IFF:9787 ]   PPM air test 22/1/08 report No AS/08/0044 ] 

Encapsulation repairs 29/4/10 AMP:125 ]  PPM Air sampling 

10/6/10 report No A2257 & A2258 ]  AMP: 371 adhoc 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Peripheral Corridor - Horse Guards Ave . Assumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs 12/8/05. (IFF:8403 & IFF:9325) ] 

Encapsulation repairs to walls 16/12/05. Air sample Report 

No AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& 

IFF:9326)]   Encapsulation repairs 14/9/06 Air sample report 

No AS/05/974, AS/06/972, AS/06/976 & AS/06/975  (IFF:9787 

]  PPM air test 22/1/08 report No AS/08/0044 ] PPM Air 

sampling 10/6/10 report No A2257 & A2258 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1 - Rm B59 110A Chrysotile Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low  Inspect

Encapsulation repairs 12/8/05. Air test report No JS/05/716  

(IFF:8403 & IFF:9325) ] Encapsulation repairs to walls 

16/12/05. Air sample Report No AS/05/1401,AS/05/1402 & 

AS/05/1400 (IFF: 8067& IFF:9326)] ]Encapsulation repairs 

carried out on the15/9/06 Air sample report No AS/05/74;  

PPM air test 22/1/08 report No AS/08/0044;

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 SAS/07/7505 Presumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low   Inspect

Encapsulation repairs 12/8/05. Air test report No JS/05/718  

Encapsulation repairs to walls 16/12/05. Air sample Report 

No AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& 

IFF:9326)] Encapsulation repairs 14/9/06 Air sample report 

No AS/06/973 ]  Bulk testing (NADIS) 24/4/07 ]  PPM air test 

22/1/08 report No AS/08/0044 ]  Encapsulation repairs  

7/5/10. Air sampling report No A2204 AMP:214 & AMP:210 ] 

AMP: 371 adhoc inspection 21/3/12. Encapsulation damage 

found. AMP:379 to AMP: 383 raised for repair.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Stairwell 3 . Presumed ACM's Asbestos durasteel boarding 7-Nov-11 7-Nov-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The 

material has been labelled.

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Stairwell 3 . Presumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low   Inspect

AMP:261 damaged encapsulation walls (25-11-10) temporary 

repair carried out, permanent repairs made (18-1-12). 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corr-Calorifier Rm . Presumed ACM's Encapsupated  Walls & Ceiling (residue) 7-Nov-11 7-Nov-12 6 4 Low   Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - B1 / B2 Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 2 Low  Inspect

Encapsulation repairs to walls 16/12/05. Air sample Report 

No AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067)] 

Encapsulation repairs to walls 14/09/06. ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - B3A / B3B Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 4 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -B4 / B4A / B4B Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 4 Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - B6 / B7 Lobby Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 5 4 Low  Inspect

Encapsulation repairs to walls 16/12/05. Air sample Report 

No AS/05/1401,AS/05/1402 & AS/05/1400 (IFF: 8067& 

IFF:9326)] Encapsulation repairs to walls 14/09/06. ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Staircase 3 small access corridor ( WES: 400)  F26105 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 6 2 Low  Inspect

AMP:261 Damaged encapsulation, Sample carried out 

2/12/10  NADIS. Repaired (17-1-12). ] 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Staircase 3 151A Chrysotile/Amosite Dura steel - (wall panels lift shaft) 28-Jan-11 28-Jan-12 4 5 Very Low  Inspect

Type 2 / June 2003}  

Re-inspected / 

September 2004

Basement - Corridor to Moat entrance between room B35 & 

B36 F25967 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 6 5 Low  Inspect

 Bulk sampling 12/11/10  walls & Floor area (NADIS) 

AMP:253 ]

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Calorifier Room Access Corridor Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 28-Jan-11 28-Jan-12 6 4  Inspect

Building History

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Re-inspected / 

September 2004 Basement - Gents toilet Riser(Fujitsu) Vis None

None

3-Sep-04 N/A 0 0 0 N/A No suspected asbestos fibrous material present

Re-inspected / 

September 2004 Basement - Cleaners cupboard (Fujitsu) Vis None

None

3-Sep-04 N/A 0 0 0 N/A No suspected asbestos fibrous material present

Re-inspected / 

September 2004 Basement - B48 Kitchen (Fujitsu) Vis None

None

3-Sep-04 N/A 0 0 0 N/A Assumed non-asbestos fibrous material present

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B1 (above entrance door) 01A NADIS Insulation Board (Infill panel) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B1 02A Chrysotile Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003)

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B43 03A NADIS Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser F 04A NADIS Insulation Debris - (on pipework hangers) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr -Horse Guards 06A NADIS Gasket x 20 - (Between pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed 

throughout the building and was install the same time. 



Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement -corr - Rm B3 07A / 08A Chrysotile/Amosite Insulation Debris - (Residue on pipe work & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003)

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B4B 09A / 10A NADIS Insulation Debris - (Residue on pipe work & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003)

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5A / B5B 12A NADIS Sprayed insulation - (bulk head above fire doors) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5A / B5B 14A Chrysotile Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5C / B5D 13A Chrysotile/Amosite Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B5C / B5D 15A NADIS Insulation Debris - (on pipework hangers) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser A 16A Chrysotile/Crocidoite Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser A 17A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B8 20A / 21A Chrysotile/Amosite Insulation Debris - (on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B8 23A NADIS Gasket x 21 - (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed 

throughout the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B9A 22A NADIS Gasket - (on pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B10 24A / 25A / 26A Chrysotile

Insulation Debris - (Residue on pipe work, cable tray  

& R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - B11 27A Chrysotile Gasket x 23 - (on pipework) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Gaskets in disused water main. Pipe work is installed 

throughout the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser B 28A Chrysotile/Amosite

Insulation Debris - (Residue on high level pipe & 

hangers) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B13 29A / 30A / 33A Chrysotile

Insulation Debris - (on pipework hangers, cable tray & 

R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B14 31A / 32A Chrysotile/Amosite

Insulation Debris - (Residue on high level pipe & 

hangers) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B15 34A /  35A / 36A Chrysotile/Amosite

Insulation Debris - (Residue on high level pipe, cable 

tray & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B16 37A NADIS Gasket x 21- (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed 

throughout the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B17 38A Chrysotile Insulation Debris - (on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B17 39A NADIS Insulation - (on floor) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B19 40A / 41A Chrysotile

Insulation Debris - (Residue on high level pipe & 

R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B20 42A / 43A / 44A Chrysotile

Insulation Debris - (on pipework hangers, cable tray & 

R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B21 45A / 46A Chrysotile Insulation Debris - (Residue on high level pipe & hangers) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B22 47A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B25 48vis Chrysotile/Amosite Insulation Debris - (Residue on high level pipe) 4-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B25 49A / 50A Chrysotile

Insulation Debris - (around pipework hangers & 

trunking) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser C 51A Chrysotile Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B24 52A NADIS Gasket x 30 - (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed 

throughout the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B26 53A Amosite Pipework Insulation - (above false ceiling) 8-May-03 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B27 54A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B28A 55A Chrysotile/Amosite Insulation - (packing around pipe) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - CR4 Plant room 56A / 57A NADIS Insulation Debris - (around pipework hangers & R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser D 58A Chrysotile Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B30 59A NADIS Insulation Debris - (on R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B30 60A / 62A Chrysotile/Amosite

Insulation Debris - (on top of trunking & packing 

within ceiling slab ) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B16 63A Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B18  64A Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B22 65A Chrysotile Insulation - (within slab) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B30 66A / 67A Chrysotile Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B31 68A / 69A Amosite Insulation Debris - (high level pipework & hangers) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B20 70A NADIS Gasket x 17 - (on pipework) 8-May-03 N/A 0 0 0 N/A

Gaskets in disused water main. Pipe work is installed 

throughout the building and was install the same time. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B31 71A Amosite Insulation Debris - (Residue on high level pipe) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B31  72A Chrysotile/Amosite/Crocidolite Insulation Debris - (Residue on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B33 73A Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B34 74A / 75A / 76A Chrysotile Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B36 77A / 78A Chrysotile Insulation Debris - (on ledge &  R.S.J) 3-Sep-04 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B35 79A Presumed Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B36 80A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B36 81A /  82A Chrysotile/Amosite Insulation Debris - (Residue on high level pipe & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B37 83A NADIS Insulation Debris - (around pipework hangers) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B37 84A / 85A / 86A Chrysotile/Amosite

Insulation Debris - (residue on wall & around disused 

small pipes) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B37 87A NADIS Board - (ceiling panels) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B41 88A /  89A / 90A Chrysotile Insulation Debris - (Residue on high level pipe, cable tray & R.S.J)3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B42 91A /  93A Chrysotile Insulation Debris - (on pipe work hangers & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B42 92A / 94A NADIS

Gasket x 17 - (on pipework & disgarded on pipe 

hanger ) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B9A 95A / 96A / 97A Chrysotile/Amosite Insulation - (on pipe work, trunking & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Elect riser B 98A / 99A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corr-Calorifier Rm

100A /  101A / 102A / 103A 104A 

105A / 106A / 108A Amosite

Insulation Debris - (around pipework, hangers, 

flanges, floor & wall) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Corr-Calorifier Rm 107A NADIS Insulation Debris - (on cable tray) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- opp Rm B43 109A / 111A Chrysotile/Amosite Insulation Debris - (on pipework & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B61 112A NADIS Gasket x 13 (on pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B61 113A / 114A Chrysotile Insulation Debris - (on pipework & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B62 115A Chrysotile Insulation Debris - (on top of trunking) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1- Rm B65 116A / 117A / 119A Chrysotile/Amosite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2003) 



Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 1 - Rm B65 118A NADIS Insulation Board - (fire stop around pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B73 120A / 121A  / 122A / 127A / 128A Chrysotile Insulation Debris - (on pipework, hangers & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B71 123A Chrysotile/Crocidolite Insulation Debris - (on R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - Rm B55 124A Amosite Insulation Debris - (on pipework) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B57 125A / 126A NADIS  Insulation Debris - (around pipework hangers & R.S.J) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Cross Corridor 2 - B56A 129A  / 130A / 131A Chrysotile/Amosite/Crocidolite

Insulation Debris - (on pipework, R.S.J & high level 

ledge)) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Cross Corridor 3 - CR 3 168A Chrysotile Insulation Debris - (on pipework) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B9A 132A Chrysotile Insulation Debris - (encapsulation within wall) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B3 143A NADIS Mastic - (ductwork seals) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Staircase 2 159A NADIS Thermoplastic - (Floor covering on stairs) 9-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - CR2 Corridor 167A NADIS Insulation - (within ceiling slab) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - corr - Rm B14 173A Chrysotile/Amosite/Crocidolite Insulation Debris - (on cable tray) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Fujitsu - Rm B79A 179A NADIS Textured coating (ceiling) 3-Sep-04 N/A 0 0 0 N/A

Re-inspected / 

September 2004 Basement - Peripheral Corridor - All Corridors . N/A N/A 3-Sep-04 N/A 0 0 0 N/A non-asbestos fibrous material present

Re-inspected / 

September 2004 Basement - Cross Corridors - 1, 2, 3 & CR1 /CR2 . N/A N/A 3-Sep-04 N/A 0 0 0 N/A non-asbestos fibrous material present

Inspection  / Aug 2005 Basement - Lift pit WES:1016 (Fujitsu) . N/A N/A 11-Aug-05 N/A 0 0 0 N/A Air sampling 12/8/05 report No JS/05/718 ]

Type 2 / Nov  2006 Basement - Corr - Rm B41 OO1 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Rm B37 OO2 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Rm B35 OO3 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - opp Rm B33 OO4 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Rm B28C / B29 OO5 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Bottle Sore "D" OO6 NADIS Debris 30-Jul-06 N/A 0 0 0 N/A
Type 2 / Nov  2006 Basement - Corr - Staircase 3 OO7 NADIS Wall snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr - Rm B19 OO8 NADIS Insulation Board (door) 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr- CR4 plantrooom OO9 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr- Rm B14 O10 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr - Rm B13 O11 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Corr - opp Rm B12 / 13 O12 NADIS Wall snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Staircase 2 O13 / O14 NADIS Textured Coating / Re-enforced Composite (stair nosing) 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Staircase 4 O22 NADIS Wall Snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - opp Rm B42 O23 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr- opp Rm B58A O28 NADIS Wall Snot 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr 2 - B54 O32 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr 1 - Rm B54 O35 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Cross corr 1 - B63 O36 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu- link Corridor - Cross Corridor 3 / CR1 O41 NADIS Debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - corr - CR1 O42 NADIS Coated Wood Debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Cross Corr 3 O43 NADIS Cement 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Cross Corr 3- opp CR3 O44 NADIS Debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Corr CR1 O45 NADIS Textured Coating & woods 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - Rm B46 O46 NADIS Matic floor coating 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - CR1 CR2 link Corridor O47 / 048 NADIS Paper Packing / debris 30-Jul-06 N/A 0 0 0 N/A

Type 2 / Nov  2006 Basement - Fujitsu - CR2 Corridor O49 / O50 NADIS Textured Coating 30-Jul-06 N/A 0 0 0 N/A

Enquiry/  Sept 2006 Basement - Peripheral Corridor - Horse Guards . Assume AC'M Drilling holes in Ecaspulation material 15-Sep-06 N/A 0 0 0 N/A

 Installation of panel for deaf alerter. Air sample test report 

No AS/06/975

Enquiry / March 08 Basement - CR1 (Fujitsu) SAS/08/4642 NADIS Board- around colums 14-Mar-08 N/A 0 0 0 N/A

  Bulk sampling 14/3/08 (NADIS) report No SAS/08/4642 

AMP:130 ]

Enquiry / March 08 Basement - CR2 (Fujitsu) SAS/08/4643 NADIS Board- around colums 14-Mar-08 N/A 0 0 0 N/A

  Bulk sampling 14/3/08 (NADIS) report No SAS/08/4643 

AMP:130 ]

Type 2 / Sept 2008 Basement - Fujitsu - Rm B45 151 / 152 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - Cleaners Room 154 / 159 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - Rm B46 155 / 156 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - Rm  B79 157 / 158 / 159 / 160 /161 NADIS Debris - residue on walls & columns 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - cross corr 3 162 / 163 / 164 / 165 / 166 / 167 / 168 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - link Corridor - Cross Corridor 3 / CR1 153 / 169 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - corr - CR1 171 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Fujitsu - CR1 CR2 link Corridor 172 / 173 /174 NADIS Debris - residue on wall 6-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B04A 303 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Elect riser A 304 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B08 305 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B02 302 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B42 300 / 301 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B40 299 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B38 298 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - opp Rm B36 297 / 315 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B36 296 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B35 292 /  / 295 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - opp Rm B35 293 / 294 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B36 314 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B54 313 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B72 312 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  2 - Rm B52 317 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm B32 332 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Elect riser G 331 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  1- Rm B61 333 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  1- Rm B65 / B66 334 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - opp Rm  B31 330 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B32 329 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Cross Corr  1- Rm B63 316 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B28 328 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B26A 327 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B26 325 / 326 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B24 324 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - between Rms  B10 / B11 306 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Oil tank Rm  B26A 307 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B50 Halon store 308 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B13 309 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B14 310 / 311 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B16 318 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - CR4 Plantroom 319 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - CR4 entrance 320 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B18 321 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B19 322 NADIS Debris - residue on wall 9-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr  - Rm  B20 323 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2009 Basement - Corr  - Rm  B23 324 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2010 Basement - Stairwell 3 335 NADIS Debris - residue on wall 10-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Corr- Calorifier Rm O24 / 025 / 026 / 027 NADIS Textured Coating / Debris 30-Jul-06 N/A N/A 0 N/A N/A



O.W.O.B Asbestos Register    Basement Moat

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2008 Basement - Moat  Whitehall Place

SAS/08/13445 / B31273 &  B41274 /  

F29658 & F29657 / B45256 & B45257 Chrysotile /Amosite Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

Bulk sampling report No SAS/08/13445  (19/8/08)  NADIS ] 

PPM air sampling report No AC-08-808 15/8/08 ] PPM air 

sampling 25/3/09 repot No LM/09/249 ] PPM air sampling done 

report No A2257 & A2258 10/6/10 ] PPM air sampling 17/2/11 

report No A8848/11 AMP:2010-42/121  ] Bulk sampling taken 

17/2/11 NADIS report No  B31273 &  B41274  ] PPM 

inspection AMP:2010-42/121 & air sampling report No 

A8848/11 17/2/11 damage found AMP:190 encapsulation 

repairs 25/11/11]  PPM inspection AMP:2011-38/121 air quality 

report No A8241/11 & A8242/11Bulk sampling carried out 

report No F29658 & F29657 (NADIS) ]  PPM inspection AMP: 

2012-12-121 17/3/12 17/3/12 & air quality report No A8539/12 

& A8538/12  bulk samples B45256 & B45257 ]  

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2008 Basement - Moat - Whitehall

91657/F018/A - SAS/08/13445 / B31273 / 

B36603 / F29657 / B45256 Chrysotile /Amosite Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

Bulk sampling report No SAS/08/13445  (19/8/08)  NADIS ] 

PPM air sampling report No AC-08-808 15/8/08 ] PPM air 

sampling 25/3/09 repot No LM/09/249 ] Bulk sampling to filter 

and surounding area B27 18/3/1 (NADIS). Air sampling around 

the same area report A2097 AMP:234 ] PPM air sampling done 

report No A2257 & A2258 10/6/10 ] AMP: 151 Environmental 

clean of the damaged encapsulation in the area. Whitehall 

cleaned (22/3/10) certificate of reoccupation No 91657/F018/A. 

] PPM air sampling done report No A2257 & A2258 10/6/10  ] 

PPM air sampling 17/2/11 report No A8848/11 AMP:2010-

42/121]  Bulk sampling taken 17/2/11 NADIS report No  B31273 

AMP:190 encapsulation repairs 25/11/11 ] PPM inspection 

AMP:2010-42/121 & air sampling report No A8848/11 17/2/11 

damage found AMP:190 will be for the repair works ]   PPM 

inspection AMP:2011-38/121 air quality report No A8241/11 

bulk sampling carriied out report No F29657 (NADIS) ]  PPM 

inspection AMP: 2012-12-121 17/3/12& air quality report No 

A8539/12 bulk samples B45256 (NADIS) ]      

Type 2 / June 2003}  

Re-inspected / 

September 2004 

Type 2 / Sept 2008 Basement - Moat-  Whitehall Court

SAS/08/13445 / B41274 /  F29658 / B45256 

& B45257 Chrysotile /Amosite Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

Bulk sampling report No SAS/08/13445  (19/8/08)  NADIS ] 

PPM air sampling report No AC-08-808 15/8/08 ]  PPM air 

sampling 25/3/09 repot No LM/09/249 ] PPM air sampling done 

report No A2257 & A2258 10/6/10 ] PPM air sampling 17/2/11 

report No A8848/11 AMP:2010-42/121] Bulk sampling taken 

17/2/11 NADIS report No  B41274 AMP:190  ] PPM inspection 

AMP:2010-42/121 & air sampling report No A8848/11 17/2/11 

damage found AMP:190 encapsulation repairs 25/11/11 ]  PPM 

inspection AMP:2011-38/121 air quality report No  

A8242/11Bulk sampling carriied out report No F29658 (NADIS) 

]   PPM inspection AMP: 2012-12-121 & air quality report No 

A8538/12  bulk samples B45257 (NADIS)  ]      

Type 2 / June 2003}  

Re-inspected / 

September 2004 

Type 2 / Sept 2008 Basement - Moat- Plantroom for B5 a,b,c,d Assumed ACM Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

 AMP: 151 Environmental clean of the damaged encapsulation 

in the area. Whitehall cleaned (22/3/10) certificate of 

reoccupation No 91657/F018/A. ] AMP:190 encapsulation 

repaired & debris removed 25/11/11 ] PPM inspection AMP: 

2012-12-121 ]  

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat Horseguards

 B31273 &  B41274 /  F29658 & F29657 / 

B45256 & B45257 Assume ACM's Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

 PPM air sampling report No AC-08-808 15/8/08 ] PPM air 

sampling 25/3/09 repot No LM/09/249 ] PPM air sampling done 

report No A2257 & A2258 10/6/10  ] PPM air sampling 17/2/11 

report No A8848/11 AMP:2010-42/121 ] Bulk sampling taken 

17/2/11 NADIS report No  B31273 &  B41274  AMP:190 ] PPM 

inspection AMP:2010-42/121 & air sampling report No 

A8848/11 17/2/11 damage found AMP:190 encapsulation 

repairs 25/11/11 ] PPM inspection AMP:2011-38/121 air quality 

report No A8241/11 & A8242/11Bulk sampling carried out 

report No F29658 & F29657 (NADIS) ] PPM inspection AMP: 

2012-12-121 17/3/12 & air quality report No A8539/12 bulk 

samples B45256 & B45256 ]      

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2008 Basement - Moat -  Rm B19 Assume ACM's Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

AMP:190 encapsulation repaired & debris removed 25/11/11] 

PPM inspection AMP: 2012-12-121 17/3/12  Damaged found 

to ceiling entrance corr  to B19 from moat area. AMP:359 To 

repairs encapsulation damge ].

Type 2 / June 2003}  

Re-inspected / 

September 2004 / 

Type 2 / Sept 2009 Basement - Moat Entrance -  B35 / B36 F25967 Assume ACM's Encapsulated Insulation residue (Walls & Ceiling) 5-Mar-12 5-Sep-12 6 8 Low  Inspect

 Bulk sampling 12/11/10  walls & Floor area (NADIS) AMP:253 ]

AMP:190 encapsulation repaired & debris removed 25/11/11] 

PPM inspection AMP: 2012-12-121 17/3/12   ].

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - Rear Rm B34 172A Chrysotile Gasket - (on WDH pipework) . . 3 3 Vey Low  Inspect District Heating Pipe managed by Cofely. 

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - Rear Rm B25 171vis Chrysotile - (Presumed) Gasket - (on WDH pipework) . . 3 3 Vey Low  Inspect District Heating Pipe managed by Cofely

Building History
. . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B36 160A / 162A NADIS Insulation Debris - (around pipework &  hangers) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B35 161A NADIS Insulation  Debris - (on pipework) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B37 163A NADIS Insulation  Debris - (on pipework high level) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B05A & B05B 169A NADIS Insulation  Debris - (on cable tray) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat - rear - Rm B05C & B05D 170A NADIS Insulation  Debris - (on cable tray) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  

Re-inspected / 

September 2004 Basement - Moat Rear of B27 (HV5) B36603 NADIS Dust- Debris (on filter and surrounding area) 23-Mar-10 N/A 0 0 0 N/A

Air test and bulk sampling carried out report No A2097 & 

B36603. 23/3/10 (AMP:234).

Re-inspected / 

September 2004 Basement - Moat - All areas vis None

None

3-Sep-04 N/A 0 0 0 N/A non-asbestos fibrous material present

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B01 14 / 17 / 18 / 32 / 40 / 64 NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B02 33 / 34 / 41 /42 / 43 /  44 /  62 / 63 NADIS Debris - residue on wall & cable + soil pipe bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B03 35 / 45 NADIS Debris - residue on wall, floor & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B03A 46 / 47 NADIS Debris - residue on floor & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B03B 48 / 52 NADIS Debris - residue on wall and soil pipe 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B04 49 / 50 NADIS Debris - residue on floor & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B04B 36 NADIS Debris - residue on wall 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B05 51 / 53/ 60 / 61 NADIS Debris - residue on wall & cable bracket 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B05C 37 / 54 NADIS Debris - residue on wall & cable supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B06 38 / 55 NADIS Debris - residue on wall & cable supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B07 39 / 56 / 57 / 58 / 59 / 65 / 73 / 74 NADIS Debris - residue on wall, cable supports 7 soil pipe 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B08 66 / 75 NADIS Debris - residue on wall & cable hangers 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B09 76 NADIS Debris - residue on wall & pipe supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B09A 67/ 77 / 78 NADIS Debris - residue on wall & pipe supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B10 68 / 79 / 80 / 81 / 82 NADIS Debris - residue on wall & pipe / cable supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B11 69 / 83 NADIS Debris - residue on wall & pipe supports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B12 70 / 84 / 85 NADIS Debris - residue on wall, floor & cable 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B13 71 / 86 NADIS Debris - residue on trunking & pipe sopports 30-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B14 72/ 88 / 89 / 98 NADIS Debris - residue on wall, cable support & tray 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B15 90 / 99 NADIS Debris - residue on wall, cable support 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B17 91 NADIS Debris - residue on wall 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B18 92 / 102 NADIS Debris - residue on wall & cable support 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B19 93 / 103 NADIS Debris - residue on wall & cable support 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rm B19 185 / 186 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B20 94 / 104 / 105 NADIS Debris - residue on wall & pipe / cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B21 95 / 106 NADIS Debris - residue on wall & cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B22 107 NADIS Debris - residue on wall & cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B23 96 / 108 / 109 / 110 / 123 / 124 / 125 NADIS Debris - residue on wall & pipe / cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B24 111 NADIS Debris - residue on wall 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B25 112 / 126 NADIS Debris - residue on wall & cable supports 1-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B26 113 / 127 / 128 / 129 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B27 114 / 130 NADIS Debris - residue on wall & cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B28 115 / 116 / 131 /  132 / 133 / 134 / 150 NADIS Debris - residue on wall, floor & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B29 117 / 135 / 136 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B30 118 / 137 / 138 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B31 119 / 139 / 140 / 141 / 149 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B32 120 / 142 NADIS Debris - residue on wall & cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B33 121 / 143 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B34 122 / 145 / 146 / 147 / 148 NADIS Debris - residue on wall & pipe / cable supports 2-Oct-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B35 O1/ 02 / 03 / 04/ 05 / 31 NADIS Debris - residue on wall & cable bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B36 O6 / 07 / 29 / 30 NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B37 27 / 28 NADIS Debris - residue on wall pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B38 08 / 25 / 26 NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B39 O9 NADIS Debris - residue on wall 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B40 10 / 20 NADIS Debris - residue on wall & cable bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B41 11 / 24 NADIS Debris - residue on wall pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B42 12 / 21 / 22 / 23  NADIS Debris - residue on wall & cable + pipe bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008 Basement - Moat - Rear - Rm B43 13 / 15 / 16 / 19 NADIS Debris - residue on wall & cable bracket 29-Sep-08 N/A 0 0 0 N/A

Type 2 / Sept 2008  Basement - Moat - Rear Rm B13 87 Amosite Debris - (Debris to Cable Support & Adjacent Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11 

Type 2 / Sept 2008  Basement - Moat - Rear Rm B23 97 Chrysotile Debris - (Debris to Cable Tray from Wall / Debris to Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11 

Type 2 / Sept 2008  Basement - Moat - Rear Rm B16 100 /101 Amosite Debris - (Debris to Pipe Support & Adjacent Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11

Type 2 / Sept 2008  Basement - Moat - Rear Rm B33 144 Amosite Debris - (Debris to Pipe Support & Adjacent Wall) 23-Mar-11 23-Sep-11 0 0 0 N/A

Asbestos not fully removed see active asbestos register. Duty 

holder has opted to manage rather than environmentally clean, 

therefore no occupancy certificate valid. access and work in 

area is under AP control. AMP:190 encapsulation repaired & 

debris removed 25/11/11



O.W.O.B Asbestos Register    Basement Level

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B1 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:272 damaged encapsulation 

27/1/11, repaired (20-1-12).]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B2 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05, 

repaired repairs to walls 16/12/05. ]  

IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/975, 

repaired (15-9-06) AMP:156 damaged 

encapsulation 18-9-08, repaired (27-4-

10). ]  Inspection looking for suspicious 

material, none found 11/10/10] AMP:273 

damaged encapsulation 27/1/11, 

repaired (17-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "F" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B3 Ventilation Plant Room . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:156 damaged encapsulation 18-9-

08, repaired (9-5-09).  ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B3A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:157 damaged encapsulation 18-9-

08, repaired (9-5-09).  ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B3B Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B4 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ]  

AMP:274 damaged encapsulation 

27/1/1, repaired (24-1-12) ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B4A Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ] 

AMP:159 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B4B Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. repaired 16/12/05 ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B5 / B5A IT and Comms Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B5B / B5C IT and Comms Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:220 damaged encapsulation 14-9-

09, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B6 L.V Switch-Room No 1 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]  Encapsulation repairs to walls was 

carried out on the 13/12/05.A S/05/1399. 

Air samples taken 12/8/05.Report No 

JS/05/719

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "A" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:221 damaged encapsulation 

repairs 21/4/10 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B7 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Inspection looking suspicious material, 

none found 11/10/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B8 H.V Sub-Station No 6 145vis  (Presumed) Chrysotile Cement board - (switch gear) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B8 H.V Sub-Station No 6 . Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

AMP: 291 Fixed item to wall. Fixed (2-3-

11). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B9 / B9A  H.V Sub-Station No 1 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:275 damaged encapsulation 

27/1/11, repaired (19-1-12) ] AMP: 291 

Fixed item to wall. Fixed (2-3-11). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B10 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:190 damaged encapsulation 18-11-

08, repaired (1-6-10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Water Softener Treatment Room 156A Chrysotile Gasket x 2 - (Flanges high level pipework) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

AMP:123 damaged encapsulation 7-2-

08, repaired (6-5-10). ]   AMP:271 

Reported damaged encapsulation 

25/1/11, repaired (23-1-12).]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B11 CR1 & CR2 L.V Switch Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B11A - Oil tank Room 158A Chrysotile

Gasket - (Hatch top of fuel tank) Encapsulated 

Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Very Low  Inspect

AMP:222 damaged encapsulation14-9-

09, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B50 Argon Plant Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B51 /  B51A Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Encapsulation  to walls repaired, air tests 

report No AS/06/973 (12/9/06) ] 

Encapsulation repairs to walls was 

carried out on the15/9/06 ] AMP:276 

damaged encapsulation 27/1/11, 

repaired (24-1-12).  ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "B" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B12 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05, . 

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ] 

IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/977, 

repaired (15-9-06)   ] AMP:125 

Encapsulation repairs carried out 

29/4/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B13 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired 16/12/05 ]   

IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/977, 

repaired (15-9-06) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B14 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

FF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1401. repaired 16/12/05 ]   

AMP:161 damaged encapsulation 18-9-

08, repaired (22-4-10). ]  AMP:278 

damaged encapsulation 27/1/11, 

repaired (18-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B15 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1400. repaired 16/12/05 ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B16 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1399. repaired (16-12-05) ]    

AMP:162 damaged encapsulation 18-9-

08, repaired (27-4-10). ] AMP:181 

Encapsulation repairs carried out 

21/4/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B17 H.V Sub-Station No 2 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:279 damaged encapsulation 

27/1/11, repaired (19-1-12). ] AMP: 291 

Fixed item to wall. Fixed (2-3-11). 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Opp B17 CR4 Plant Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:181 damaged encapsulation 18-9-

08, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B18 L.V Switch Room No 2 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B20 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air samples taken 12/8/05.Report No 

JS/05/719 ] AMP:280 damaged 

encapsulation 27/1/11, repaired (20-1-

12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B21 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B22 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05. 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B23 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05.  ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B24 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05.  ]  AMP:164 

damaged encapsulation 18-9-08, 

repaired (27-4-10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - lobby - Rm's B22 / B23 / B24 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:9325 damaged encapsulation 6-12-

05, Air sample report No JS/05/716,  

repairs to walls 12/8/05. 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "C" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B25 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Inspection looking suspicious material, 

none found 11/10/10 ] AMP:281 

damaged encapsulation 27/1/11, 

repaired (17-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B26 L.V Switch-Room No 5 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ]  AMP: 291Key box  fixed to wall 

under controled conditions 2/3/11 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B27 H.V Sub-Station No 5 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP: 291 Fixed item to wall. Fixed (2-3-

11). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Opp B27 CR4 Plant Room Argon Storage Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / November 2006 Basement - Opp B27 Argon Storage cabinet SAS/06/23741/ SAS/06/19481 Chrysotile/Amosite Encapsupated  Walls  (residue) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

SPS:5827 asbestos inquiery 27-6-06, 

bulk sampling positive 8-11-06. 

Enviromental clean & encapsulation 

applied to walls 15/12/06. Occupaton 

certificate No AS/06/1163 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B28A /B28 B / 28C None taken Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 damage encapsulation 9-2-

05,  12/05., repaired (16-12-05) ] 

AMP:223 damaged encapsulation 14-9-

09, repaired (22-4-10).  ] AMP:282 

damaged encapsulation 27/1/11, 

repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B29  L.V Switch-Room No 4 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

 Air sampling report no JS/05/719 (12-8-

05). ] AMP:165 damaged encapsulation 

18-9-08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "D" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B30  H.V Sub-Station No 4 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP: 291Key box fixed to wall under 

controled conditions 2/3/11 ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B31 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:166 damaged encapsulation 18-9-

08, repaired (23-4-10). Inspection 

looking suspicious material, none found 

11/10/10. AMP:283 damaged 

encapsulation 27/1/11, repaired (18-1-

12) ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Electrical riser "G" Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:347 Damaged encapsulation 19-1-

12, repared (20-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B32 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B33 140A / 141A Chrysotile/Amosite/Crocidolite Insulation Debris - (Residue on Wall) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:167 damaged encapsulation 18-9-

08, repaired (227-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B34 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:168 damaged encapsulation 18-9-

08, repaired (22-4-10). ] Inspection 

looking suspicious material, none found 

11/10/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B59 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:284 damaged encapsulation 

24/1/11, repaired (16-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B35 Store None taken Unknown Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 damage encapsulation 9-2-

05, repaired  16/12/05 .] AMP:169 

damaged encapsulation 18-9-08, 

repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Under Staircase No 5 Store None taken Unknown Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Encapsulation repairs  was carried out 

on the 12/12/05 (BES:11674). AMP:169 

Encapsulation repairs carried out 

19/4/10.

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B36 Changing Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:170 damaged encapsulation 18-9-

08, repaired (21-4-10).  ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B37 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:170 damaged encapsulation 18-9-

08, repaired (21-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B38 / B39 / B40 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B41 L.V Switch-Room No 3 . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Air sampling report no JS/05/719 (12-8-

05). ] AMP:171 damaged ecapsulation 

repairs 27/4/10  ] 



Type 2 / June 2003}  Re-inspected / September 2004 Basement - B42 H.V Sub-Station No 3 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:171 Encapsulation repairs carried 

out 27/4/10 ] AMP: 291 Fixed item to 

wall. Fixed (2-3-11).  ] AMP:246 Damage 

encapsulation12-1-12, repaired (19-1-

12). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B43 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier PR 135A / 136A /137A / 138A & SAS/07/4028 Chrysotile/Crocidolite/Amosite Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Encapsulation repairs carried out 

15/9/06 Air sample report No 

AS/06/973. ]  (IFF:1089 intrusive works 

works rear wall 26-2-07, bulk sampling 

6/3/07  NADIS.) ]  PPM air test 22/1/08 

report No AS/08/0044]   AMP:124 

damaged encapsulation 7-2-08, repaired 

(22-4-10). ]  AMP;163 damage 

encapsulation 18-9-08, repaired (22-4-

10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B51 / 51A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

 IFF:9902 damage ecapsulation16-5-06, 

Air samples report No AS/06/973, 

repaired (15-9-06) ] AMP:276 damaged 

encapsulation, repaired (24-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B52 / 52A None taken Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05.  repaired (16-12-05). ] AMP:173 

damaged encapsulation 18-9-08, 

repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B53 UPS L.V Switch-Room Comms Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:285 damaged encapsulationn 

27/1/11, repaired (19-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B54A UPS Battery-Room Comms Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:174 damaged encapsulation 18-9-

08, repaired (27-4-10). ]  BES:21138 

UPS repacement project13-10-10. 

AMP:292 remove asbestos material, 

(NADIS).asbestos removed (14-3-11). 

AMP:298 drill holes & remove fixed A/C 

units. holes drilled (15-9-11). A/C unites 

removed  (10-11-11).  ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B54B  UPS Plant-Room Comms F27131 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

 AMP:174 damaged encapsulation, 

repaired (27-4-10). ] BES:21138 UPS 

repacement project13-10-10. AMP:292 

remove asbestos material, bulk samples 

(NADIS).asbestos removed (14-3-11). 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B55 UPS L.V Switch-Room AACS Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:175 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B56 UPS L.V Plant-Room AACS Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:176 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B57 UPS Battery AACS F27131 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:289 damaged encapsulation 

27/1/11, repaired (25-1-12) ] BES:21138 

UPS repacement project13-10-10. 

AMP:292 remove asbestos material, 

(NADIS).asbestos removed (14-3-11). 

AMP:298 drill holes & remove fixed A/C 

units. holes drilled (15-9-11). A/C unites 

removed  (10-11-11). 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B57A Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:286 damaged encapsulation 

27/1/11, repaired (16-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B58 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:177 damaged encapsulation 18-9-

08, repaired (27-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B58A F25293 / B39455 Amosite & Chrysotile Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:244 suspicious material 8-7-10, 

Bulk sampling taken 23/9/10 & 14-10-10  

asbestos found. Environmental cleaned 

(9/12/10). ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B61 Plant Room Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:287 damaged encapsulation 

27/1/11, repaired (25-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B62 & 62A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:288 damaged encapsulation 27-1-

11, repaired (23-1-12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B63 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IIF:8067 Damage encapsulation 9-2-05 

repairs to walls 16/12/05. Air sample 

report No AS/05/1399, repaired (16-12-

05). ] AMP:178 damaged encapsulation 

18-9-08, repaired (20/4/10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B64 Store Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:179 damaged encapsulation 18-9-

08, repaired (20-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B65 & B66 Ventilation Plant Room No 1 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:180 damaged encapsulation 18-9-

08, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B69 Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

AMP:182 damaged encapsulation 18-9-

08, repaired (27-4-10). ] AMP:306 

damaged encapsulation, repaired (24-1-

12). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B70 / B70A Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

AS/05/1401. repaired 16/12/05 ]   

AMP:194 damaged encapsulation 12-1-

09, repaired (22-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B71/ B71a Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 damage encapsulation 9-2-

05,  12/05. Air samples report No 

AS/05/1400. repaired 16/12/05 ] 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B72 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

IFF:8067 damage encapsulation 9-2-05,  

12/05. Air samples report No 

PP/05/1149. repaired 16/12/05 ]   

AMP:183 damaged encapsulation 18-9-

08, repaired (21-4-10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - B73 Store . Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

BES:11674 Damaged encapsulation 21-

7-05 Air sample report No PP/05/1149, 

repaired 19/12/05.  ] AMP:184 damaged 

encapsulation 18-9-08, repaired (21-4-

10). ]

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Under Stair case No 2  access lift pit WES:375) Presumed ACM's Encapsulated Insulation residue (Walls & Ceiling) 25-Jan-12 25-Jan-13 5 4 Low  Inspect

Inspection looking suspicious material, 

none found 11/10/10] AMP:277 

damaged encapsulation 27/1/11, 

repaired (23-1-12). ]

Building History

. . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment  Assessment / Action Notes

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 133A NADIS Mastic - (ductwork seal) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 134A NADIS Insulation Debris - (on floor next to compressor) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Service Riser - opp Rm  B36 139A Chrysotile Insulation Debris - (lying on cable) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B42 142A NADIS Mastic - (ductwork seals through out room) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B3 144A NADIS Mastic - (ductwork seals) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B11 146A / 147A Chrysotile

Gasket - (loose in box) & Insulation Debris - (on 

valve flanges) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B51A 148A NADIS Gasket - (on un-use electrical elements) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Riser - Rm B51 149A NADIS Insulation Debris - (on R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Lobby - Rm B51 150A Chrysotile Gasket - (store in corridor) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B30 152A NADIS Insulation Debris - (on top of door reveal) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B31 153A NADIS Debris - (on floor) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 154A NADIS Sprayed insulation - (on R.S.J) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Calorifier Room 155A Chrysotile/Amosite Insulation - (within walls around 4 pipes) 3-Sep-04 N/A 0 0 0 Removed (2003) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement -  Rm B50 Argon Store 157A NADIS Board - (infill panel above door) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B14 164A NADIS Board - (high level back wall) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B16 165A Chrysotile Gasket - (flanges high level) 3-Sep-04 N/A 0 0 0 Removed (2004) 

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Rm B28C 166A NADIS Textile - (wrapped around pipe high level) 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP10 NADIS

Basement supply air handling unit

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP13 NADIS

Volume control damper return air duct

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP18 NADIS

Air handling unit adj; to volume control damper for 

return air 8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP22 NADIS

Return air next to fire damper

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 1 TP24 NADIS

Supply

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP2 NADIS

Fresh air duct to air handling unit

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP4 NADIS

Return air volume control damper

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP6 NADIS

Return air to air handling unit

8-May-03 N/A 0 0 0 N/A

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP7 Chrysotile

Return air duct

8-May-03 3-Sep-04 2 0 0 Remove

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP7 Chrysotile

Return air duct

3-Sep-04 N/A 2 0 0 Removed

Type 2 / June 2003}  Re-inspected / September 2004 Basement - Plant Room 2 TP23 NADIS

Large return / extract fan

8-May-03 N/A N/A 0 0 N/A

Re-inspected / September 2004 Basement - Electrical riser "A" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "B" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "C" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "D" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "E" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Electrical riser "F" Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B2 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3 Ventilation Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3B Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B3A / B3B Lobby Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B6 L.V Switch-Room No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B4 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B4A Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B4B Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B5 / B5A IT and Comms Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B5B / B5C IT and Comms Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B9 / B9A  H.V Sub-Station No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B10 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present



Re-inspected / September 2004 Basement - Water SoftenerTreatment Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B11 CR1 & CR2 L.V Switch Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Between B11 & B12 Oil tank Access  Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B50 Argon Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -B 51 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -B 51 Riser Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B12 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B13 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B15 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B17 H.V Sub-Station No 2 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Opposite B17 CR4 Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B18 L.V Switch Room No 2 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B19 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B20 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B22 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B23 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B24 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B22 / B23 / B24 lobby Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B26 L.V Switch-Room No 5 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B27 H.V Sub-Station No 5 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Opposite B27 CR4 Plant Room Argon Storage Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B28A /28 B / 28C Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B29  L.V Switch-Room No 4 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B31Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B32 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B33 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B59 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Under staircase No 5 opposite B35 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Staircase No 5 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B36 Changing Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B37 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B41 L.V Switch-Room No 3 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Staircase No 4 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B43 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - CR3B Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - CR4 Switch Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B49 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Service Riser opp Rm  B36 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Calorifier Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - Staircase No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -  B52 / 52A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement -  B53 UPS L.V Switch-Room Comms Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B54A UPS Battery-Room Comms Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B54B  UPS Plant-Room Comms Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B55 UPS L.V Switch-Room AACS Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B56 UPS L.V Plant-Room AACS Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B57 UPS Battery AACS Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B57A Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B61 Plant Room Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B62 & 62A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B65 & B66 Ventilation Plant Room No 1 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B69 Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B70 / B70A Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B71/ B71a Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Re-inspected / September 2004 Basement - B72 Store Vis None

None

3-Sep-04 N/A 0 0 0 N/A

No suspected asbestos fibrous material 

present

Inspection  / Aug 2005 Basement - Lift pit WES:334 / 335 . None

None

10-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling report no 

JS/05/715 (10-8-05). ]

Inspection  / Aug 2005 Basement - Lift pit WES:368 / 369 . None

None

10-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling report no 

JS/05/715 (10-8-05). ]

Inspection  / Aug 2005 Basement - Lift pit WES:371 / 370 . None

None

10-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling report no 

JS/05/715 (10-8-05). ]

Inspection  / Aug 2005 Basement - Lift pit WES:400 . None

None

11-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling 12/8/05 report No 

JS/05/718 ]

Inspection  / Aug 2005 Basement - Lift pit WES:375 . None

None

11-Aug-05 N/A N/A 0 0 N/A

IFF:7594 Air sampling 12/8/05 report No 

JS/05/717 ]

Type 2 / Nov  2006 Basement - Rm B02 O21 NADIS Textured Coating 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B04 O19 / O20 NADIS Wall Snot 30-Jul-06 N/A N/A 0 0 N/A

Type 2 / Nov  2006 Basement - Rm B04B O17  / 018 NADIS Wall Snot / Textured Coating (Debris) 30-Jul-06 N/A N/A 0 0 N/A

Type 2 / Nov  2006 Basement - Rm B07 O15 / O16 NADIS Textured Coating / Wall Snot 30-Jul-06 N/A N/A 0 0 N/A

Type 2 / Nov  2006 Basement - Rm B63 O37 / O38 NADIS Textured Coating 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B64 O39 / O40 NADIS Textured Coating / debris 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B69 O29 / O30 / O31 NADIS Textured Coating /  Insulation / Debris 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Nov  2006 Basement - Rm B72 / 73 O33 / 034 NADIS Textured Coating / Coated concrete ceiling 30-Jul-06 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B01 181 /  182 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Elect riser "F" 272 / 273 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B03 183 / 184 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B04 215 / 216 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B4B 288 / 289 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B05 / B05A 175 / 176 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B05B / B05C 177 / 178 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B07 179 / 180 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B09 / B09A 212 / 213 / 214 / 214 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B11 210 / 211 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Elect riser "B" 208 / 209 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B13 280 / 281 / 282 / 283 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B15 255 / 256  NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B17 204 / 205 / 206 / 207 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - CR4 plantroom 191 / 192 / 193 / 194 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B21 260 / 261 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B23 286 / 287 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B25 187 / 188 / 189 / 190 NADIS Debris - residue on wall & pillars 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Elect riser "C" 262 / 263 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B27 201 / 202 / 203 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B29 199 / 200 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B31 195 / 196 / 197 / 198 NADIS Debris - residue on wall & pillars 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B33 290 / 291 NADIS Debris - residue on wall 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B35 264 / 265 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B37 266 / 267 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B39 268 / 269 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Calorifier Room 274 / 275 / 276 / 277 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B41 217 / 218 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B43 270 / 271 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Water Softener Room 245 / 246 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B51 247 / 248 / 249 / 250 / 251 / 252 / 253 / 254 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Under staircase 2 219 / 220 / 221 / 222 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm  B53 223 / 224 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B55 225 / 226 NADIS Debris - residue on wall 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B57 227 / 228 / 229 NADIS Debris - residue on wall & pillars 7-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement -  Rm B59 - Lock Side 237 / 238 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B61 235 / 236 Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B62A 233 / 234 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B63 278 / 279 NADIS Debris - residue on wall 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B65 / B66 230 / 231 / 232 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B69 239 / 240 / 241 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B70 / B70A 257 / 258 / 259 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B71A 284 / 285 NADIS Debris (to Wall) 9-Oct-08 N/A N/A 0 N/A N/A

Type 2 / Sept 2008 Basement - Rm B73 242 / 243 / 244 NADIS Debris - residue on wall & pillars 8-Oct-08 N/A N/A 0 N/A N/A



O.W.O Asbestos Register First Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 1st Floor - Stairwell 1 - Cross Corr 3 16a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Opp Rm 111B 17a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Opp Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Rm 111B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 1 - Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Opp Rm 119 23a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Opp Toilet Block C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Rm 118 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Rm 119 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 2 - Toilet Block C 25a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 3 - Down 34a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 3 - Sovex Lift shaft 33a Chrysotile/Amosite Asbestos durasteel boarding 11-Jun-11 11-Jun-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has 

(asbestos durasteel wall panels) The lift is out of 

commision. The material has been labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Cross Corr 3 Left 52a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Cross Corr 3 Right . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Opp Rm 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Opp Rm 152A 53a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Rm 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 4 - Rm 152A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 148A 44a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 147 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Opp Rm 166 43a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 5 - Rm 147 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Between Cross Corr 3 and 2 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 102 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 109 13a / 14a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 128 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 101 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser D . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Elect Riser F 09a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Near Rm 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Near Rm 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Elect Riser D . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Ladies Block E . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 101 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 103 08a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 104 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 105A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 106 12a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 107 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 114 19a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 115 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 117 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 120 27a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 121 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 123 28a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 125 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 127 35a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 131 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 135 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 136 37a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 137 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 138 38a / 40a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 139 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 140 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 142 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 145 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 145A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 146 41a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Rm 151 49a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Opp Store Rm 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 103 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 103A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 104 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 104A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 105 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 105A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 106 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 109 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 110 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 114 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 115 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 116 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 117 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 120 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 122 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 123 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 125A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.



Type 2 / June 2003 1st Floor - Corr - Rm 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 127 Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 128 30a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 129 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 131 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 133 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 135 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 136 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 137 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 139 39a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 141 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 143 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 145A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 146 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 151 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 153 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 154 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 159 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Rm 161 21a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Stairwell 3 - Up . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Store Rm 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Tea Area Toilet Block E . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr -WES 334 335 07a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 1 - near Circle locks . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 1 - Rm 180 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 1 - Opp Rm 180 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Opp Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 156 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 156B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 157 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Rm 158 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Toilet Block A 55a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 -  Opp Toilet Block B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 156 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 156A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 156B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 157 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Rm 158 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Toilet Block A 56a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Opp Toilet Block B 54a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2004 1st Floor - Corr  - near Rm 126 . Presumed Chrysotile Gasket 11-Jun-11 11-Jun-12 3 5 Very Low  Inspect

Gasket at low level. Fitted to flange on disused water 

mains. Flange labelled

Type 2 / June 2005 1st Floor - Cross Corr 3 - Opp Toilet Block B . Presumed Chrysotile Gasket 11-Jun-11 11-Jun-12 3 5 Very Low  Inspect

Gasket at low level. Fitted to flange on disused water 

mains. Flange labelled

Type 2 / June 2003 1st Floor - Cross Corr 2 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct. Not surveyed. 

Encapsulated by flooring structures.

Type 2 / June 2003 1st Floor - Cross Corr 1 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct. Not surveyed. 

Encapsulated by flooring structures.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp Rm 103A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Rm 161 22a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within floor duct after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp tea Area Toilet Block B 58a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within vertical riser  after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp Ladies Toilet Block B 57a Chrysotile Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

 Material inaccessible  within vertical riser  after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Corr - Riser - Opp Rm 103 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Material inaccessible  within vertical riser  after removal 

process. Encapsulated & labelled.

Type 2 / June 2003 1st Floor - Cross Corr 3 - Void . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low  Inspect

 Unknown material within ceiling void. Not surveyed. 

Encapsulated by ceiling structure.

Type 2 / June 2003 1st Floor - Room 101 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 102 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 102 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 103 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 103A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 104 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 104A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 105 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 105A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 106 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 107 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 108 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 109 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 110 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 111 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 111A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 111B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

2nd Floor - Room 112A

Type 2 / June 2003 1st Floor -  Riser - Rm 112 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 113 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 114 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 115 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 116 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 116 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 117 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 117A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 118 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 118 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 119 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 120 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 121 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 122 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 123 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 124 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 124A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 125 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 125A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.



Type 2 / June 2003 1st Floor - Room 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 126 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Type 2 / June 2003 1st Floor - Room 127 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 128 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 129 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 130 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 131 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 132 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 132 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 2nd Floor - Room 132 (store) . Presumed ACM Unkown 11-Jun-11 11-Jun-12 4 4 Low Inspect

Room/area not accessable at time of survey. Area is a 

small cuboard used for minmum storage of office type 

items. Area is constructed using the same materials as  

the main room 132.

Type 2 / June 2003 1st Floor - Room 133 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 133 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 134 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 134A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 135 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 136 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 137 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 138 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 138A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Room/area not accessable at time of survey. Area is a 

small patitioned room within room 138 and is used to 

store repograhpic supplies.Area is constructed using the 

same materials as is in the main room 138. Residue 

inaccessible under floor structure. Extent unknown not 

surveyed.

Type 2 / June 2003 1st Floor - Room 139 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 139A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 140 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 141 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

2nd Floor - Room 143

Type 2 / June 2003 1st Floor - Room 144 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 144A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 145 Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 0th Floor - Room 145A Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 146 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 147 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 147A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 148 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 148A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

2nd Floor - Room 148B

Type 2 / June 2003 1st Floor -  Riser - Rm 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 148C . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 149 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Rm 149A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed. No other suspected 

asbestos material in the area.

Type 2 / June 2003 1st Floor - Rm 150 Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Room/area not accessable at time of survey. Insulation 

Residue inaccessible under floor structure. Extent 

unknown not surveyed. 

Type 2 / June 2003 1st Floor - Rm 150A Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed. No other suspected 

asbestos material in the area.

Type 2 / June 2003 1st Floor - Room 151 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Room/area not accessable at time of survey.Insulation 

Residue inaccessible under floor structure. Extent 

unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 152 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 152A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 153 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 153A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 154 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 155 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 156 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 156A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 156B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 157 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 158 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 159 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 160 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 160 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 161 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 161 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 161 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Service duct - Rm 161 04a Chrysotile Gasket (X 2) 11-Jun-11 11-Jun-12 3 1 Very Low Inspect

Two gaskets installed on pipe flanges, live pipe work. 

Labelled.

Type 2 / June 2003 1st Floor - Room 161A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 162 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 163 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 164 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 164 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 164A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 165 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor -  Riser - Rm 165A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 165A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 165B . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 166 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 168 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 169 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 170 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 170 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 170A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 171 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 171A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 172 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 172A . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 173 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 174 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 175 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 176 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 180 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 181 . Presumed ACM Unknown 11-Jun-11 11-Jun-12 7 4 Low Inspect

Not access to ceiling void behind Faraday Cage at time 

of survey



Type 2 / June 2003 1st Floor - Room 181A . Presumed ACM Unknown 11-Jun-11 11-Jun-12 7 4 Low Inspect

Not access to ceiling void behind Faraday Cage at time 

of survey

Type 2 / June 2003 1st Floor - Room 182 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 183 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Room 184 . Presumed ACM Insulation Residue 11-Jun-11 11-Jun-12 7 4 Low Inspect

Insulation Residue inaccessible under floor structure. 

Extent unknown not surveyed.

Type 2 / June 2003 1st Floor - Riser - lobby - male toilet block F . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect

Room/area not accessable at time of survey. Area is a 

small cuboard used for minmum storage of office type 

items. Area is consructed using the same materials as is 

in the main room 132.

Type 2 / June 2003 1st Floor - Riser - cleaners cupboard - male toilet block F . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessable at time of survey.

Type 2 / June 2003 1st Floor - Riser - cleaners cupboard - female block E . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessable at time of survey.

Type 2 / June 2003 1st Floor - Riser - lobby - toilet block E . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessable at time of survey.

Type 2 / June 2003 1st Floor - Cistern Riser - disabled toilet block C . Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect

Riser not accessible at time of survey. Bock C was 

refurbished in 2006 and access to the area must have 

taken place. There is no evidence that any sampling or 

survey at that time. It is possible that there was no need 

to carry out precaution measures.

Type 2 / June 2003 1st Floor - Riser - female toilet lobby  block B Presumed ACM Unkown 11-Jun-11 11-Jun-12 . 3 Low Inspect Riser not accessible at time of survey.

Type 2 / June 2003 1st Floor - Ceiling Typical Ornate Plaster . Presumed ACM Plaster 11-Jun-11 11-Jun-12 2 6 Low  Inspect

Ornate plaster work is throughout floor and it was not 

tested for asbestos material during the survey . The 

plaster work has been encapsulated by ceiling 

paint.English Hertitage protect any work carried out on 

this material.

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 1st Floor - Cross  Corridor 1 05A NADIS Debris ( in floor duct) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Cross Corridor 2 None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - South perimeter corridor ( lift WES335) 07A Chrysotile Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near room 103) 08A Chrysotile Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near  electrical riser "F") 09A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near marble staircase) 010A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near marble staircase) 011A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near room 106) 012A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 110) 013A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 110) 014A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - West  perimeter corridor ( near room 105a) 015A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell No 1) 016A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell No 1) 017A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell No 1) 018A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 160) 019A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 115) 020A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 161a) 021A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor (  stairwell 2) 023A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 118) 024A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( stairwell 2) 025A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 120) 026A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 120) 027A Actinolite/Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 123) 028A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell 3) 029A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 128) 030A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near room 123) 031A Amosite Debris (vertical riser) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor ( near stairwell 3) 032A Chrysotile Debris (vertical riser X2) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor (  stairwell 3) 034A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North  perimeter corridor (  near room 129) 035A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 133) 036A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 136) 037A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 138) 038A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 139) 039A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 138) 040A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 180) 041A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - East perimeter corridor (  near room 146) 042A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor ( stairwell 5) 043A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near lift WES368) 044A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 148a) 045A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 149) 046A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 148c) 047A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 149) 048A NADIS Debris (in floor duct) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 151) 049A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near corridor steps) 050A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  near room 151) 051A NADIS Debris (vertical riser) 9-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 1st Floor - South perimeter corridor (  stairwell 4) 052A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - South perimeter corridor (  stairwell 4) 053A Chrysotile Debris (in floor duct) 9-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "B") 054A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "A") 055A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "A") 056A Chrysotile Debris (in floor duct) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Cross Corridor 3 (near toilet block "A") 059A Chrysotile Debris (vertical riser) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - North perimeter corridor (  stairwell 3) 060A Chrysotile Debris (vertical riser) 9-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 1st Floor - Room 101 01A NADIS

Insulation Board (vertical riser 

access panel) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 102 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 103 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 103 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 103a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 104 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 104a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 104 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 105 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 105a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 105 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 106 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 107 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 108 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 109 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 110 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 110 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 111 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 111 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 111a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 111b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 112 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 112a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 113 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 114 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 115 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 116 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 117 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 117a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 118 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 119 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 120 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 121 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 122 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 123 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 124 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 124a 02A NADIS Debris (within vertical riser) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 125 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 125a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 126 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Cleaning Cupboard 1 None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 127 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 128 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 129 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 130 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 130 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 131 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Messengers Lobby . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 132 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 133 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 134 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 134a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 134 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 135 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Cleaning Cupboard 2 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 136 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 137 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 138 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 139 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 139a 06a NADIS Bitumastic Pad (under sink) 9-Jun-03 N/A 0 0 0 N/A No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 140 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 141 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 142 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 143 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 144 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 144a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 145 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 145a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 146 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 147 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 147a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 148b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 148c . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 149 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 149a . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 150a . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 150 (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 151 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 152 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 152a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 153 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 153a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 154 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 154 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 155 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present



Type 2 / June 2003 1st Floor - Room 156 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 156a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 156b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 157 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 158 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 159 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 160 (store) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 160 None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 161 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 161 (service duct) 03A Chrysotile Debris (residue on wall) 9-Jun-03 N/A 0 0 0 Removed No other asbestos materials present

Type 2 / June 2003 1st Floor - Room 161a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 162 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 163 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 164 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 164a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 164 (Lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165b . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 165 (Lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 166 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 168 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 169 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 170 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 170a None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 171 None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 171a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 172 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 172a . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 173 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 174 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 175 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 180 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Keep Lift Lobby . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 181 (Switch Cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Room 181 (Lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 182 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 183 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Room 184 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Cross Corridor 3 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Male Toilet Block "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "D" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "D" (tea point) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Stairwell 1 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Stairwell 2 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Stairwell 3 . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "F" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "F" (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "F" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "E" (tea point) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "E" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "E" (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Male Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Disabled Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Tea Point  "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "C"  (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "A" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Male Toilet Block "A" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "A" SCO/09/22845. NADIS Debris near window 21-Sep-09 N/A 0 0 0 N/A

AMP:224 Bulk sampling carried out on debris at window 

(NADIS) report No SCO/09/22845 21/9/09 } no other 

asbestos materials present ] (6-1-12) Request from GH 

with regards to asbestos checks in the area (flood 

damage). Repart by E-mail sent  to GH at 15:11 (6-1-12) 

]

Type 2 / June 2003 1st Floor - Male Toilet Block "A" (riser) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "B"  (lobby) . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Male Toilet Block "B" (cleaners cupboard) . None N/A 9-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 1st Floor - Tea Point  "B" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Female Toilet Block "B"  . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Riser - Female Toilet Block "B"  . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "A" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "B" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "C" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "D" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "E" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present

Type 2 / June 2003 1st Floor - Electrical Riser "F" . None N/A 9-Jun-03 N/A 0 0 0 N/A No asbestos materials present



O.W.O Asbestos Register First Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 2nd Floor - Corr - Rm 254 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Corr - Elect Riser B . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Corr - Elect Riser G . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Elect Riser C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Rm 202 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Rm 203 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Corr - Opp Rm 215 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Riser - Opp Toilet Block A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 3 Low Inspect Encapsulated. Material inaccessible  within riser after removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 252 Entrance . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 261 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 262 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Rm 263 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Stairwell 2 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Cross Corr 3 - Toilet Block B . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Cross Corr 3 Left . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Opp Rm 212A 22A Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Rm 212 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 1 - Rm 213 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Rm 205 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Gents Toilet Block C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Ladies Toilet Block C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Ladies Toilet Block C . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Rm 204 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Rm 218 28A Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Opp Stairwell 2 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 203A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 204 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 218 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 2 - Rm 217 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 4 - Opp Rm 257 53A Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 4 - Rm 256 . Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 4 - Rm 256A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Opp Rm 248 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Rm 251 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Cross Corr 2 Left . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process

Type 2 / June 2003 2nd Floor - Stairwell 5 - Cross Corr 2 Right . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct after 

removal process
Type 2 / June 2003 2nd Floor - Stairwell 5 - Rm 248 Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Encapsulated & labelled. Material inaccessible  within floor duct after 

Type 2 / June 2003 2nd Floor - Rm 200 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 201 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 202 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 203 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 203 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 203A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 204 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 205 16a Chrysotile Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 206 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 207 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 208 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 209 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 210 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 211 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 211 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 212 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 212A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2ndFloor - Rm 213 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2ndFloor - Rm 213 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 214 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 214A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 215 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 215 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 216 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 216 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 265 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 265 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 266 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 266A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Service duct - Rm 266A . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low  Inspect Service duct not surveyed no access at time of survey

Type 2 / June 2003 2nd Floor - Store - Rm 266A . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low  Inspect Area not surveyed no access at time of survey

Type 2 / June 2003 2nd Floor - Rm 267 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 267A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 267A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 217 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 218 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 219 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 220 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 221 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 222 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 222 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 223 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 224 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 224 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 225 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 226 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 226 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 226A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect

Room inaccessable at time of survey. Possible residue within floor void. 

Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 227 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 228 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 229 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 229 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 230A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 231 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 231 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 232 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 233 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 5 Minor  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 234 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 235 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 236 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 237 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 238 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 238 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 239 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 240 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 241 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 241 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 242 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 243 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 243 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 244 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 245 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 245 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 245A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 246 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 246 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 247 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 247 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 248 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 248 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 249 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 250 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 251 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 251 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 252 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 252 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 253 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 254 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 255 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 255 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 255A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 256 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 256 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 256A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 257 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 257 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 258 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 259 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 259 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 260 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 261 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 262 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 263 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 263 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 264 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 264 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 268 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 268 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 269 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 270 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 270A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 271 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 271 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within riser. Encapsulated by timber panel.

Type 2 / June 2003 2nd Floor - Rm 272 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 273 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 273A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 274 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 276 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 277 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 277A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 278 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Rm 278A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 279 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 279A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 279B . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 280 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 280A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 281 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 281 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 283 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 284 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Room inaccessable at time of survey. Possible residue within floor void. 
Type 2 / June 2003 2nd Floor - Rm 288 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 288A . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 289 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 290 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Rm 291 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Void - Rm 291 . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect Ceiling void not surveyed. No evidence that the area contains ACM.

Type 2 / June 2003 2nd Floor - Rm 293 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low  Inspect Possible residue within floor void. Encapsulated by flooring structure
Type 2 / June 2003 2nd Floor - Void - Rm 293 . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect Ceiling void not surveyed. No evidence that the area contains ACM.
Type 2 / June 2003 2nd Floor - Rm 295 . Presumed ACM Insulation Residue 16-Aug-11 16-Aug-12 7 4 Low Inspect Possible residue within floor void. Encapsulated by flooring structure

Type 2 / June 2003 2nd Floor - Void - Cross Corr 1 . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect Ceiling void not surveyed. No evidence that the area contains ACM.

Type 2 / June 2003 2nd Floor - Typical Panelling . Presumed ACM Unknown 16-Aug-11 16-Aug-12 7 4 Low Inspect

Typical wooden panelling on the walls throughout the floor. Not surveyed. 

No evidence that there is ACM behind panelling.

Type 2 / June 2003 2nd Floor - Typical Ceiling . Presumed ACM Plaster 16-Aug-11 16-Aug-12 2 6 Low Inspect

Ornate plaster work is throughout floor and it was not tested for asbestos 

material during the survey . The plaster work has been encapsulated by 
Type 2 / June 2003 2nd Floor - cleaners cupboard- toilet block B Inspect Not accessable at time of survey
Type 2 / June 2003 2nd Floor - Riser - Female toilet block B Inspect Not accessable at time of survey

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 2nd  Floor - Room 200 01A NADIS Insulation Board - Within fire place 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 206 02A NADIS Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 222 03A NADIS Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 230 04A NADIS Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 261 05A NADIS Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Room 274 06A NADIS Spray Insulation on RSJ  - Ceiling void 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 3 08A Chrysotile Debris -  Within vertical riser ( x 2) 2-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 3 09A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Room 208 10A NADIS Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 260 11A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite electrical riser "F" 12A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj lift (WES:335) 13A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 203a 14A Chrysotile/Amosite/Crocidolite Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 203a 15A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 205 16A Chrysotile/Amosite Insulation Debris - Within floor duct 2-Jun-03 See active register 0 0 0 Removed



Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 206 17A Chrysotile Insulation Debris - Within floor duct 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj electrical riser "A" 18A Chrysotile Insulation Debris - Within floor duct 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 210 19A Chrysotile Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2rd  Floor - Peripheral Corridor opposite room 206 20A Amosite Debris -  Within vertical riser 2-Jun-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Room 267 (service duct) 21A Chrysotile Insulation residue on lintel 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 1 adj radiator 22A Chrysotile Insulation Debris - Within floor duct 2-Dec-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 1 adj room 212 23A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 1 opposite room 213 24A Chrysotile Insulation Debris - Within floor duct 2-Dec-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 266 25A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor  adj room 215 26A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor  adj room 267b 27A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 2 opposite room 217 28A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor  adj room 218 29A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 2 adj toilet block "C" 30A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 218 31A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 219 32A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 220 33A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 221 34A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj cleaners cupboard 1 35A Chrysotile Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 227 36A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 232 37A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 233 38A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 236 39A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 239 40A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 244 41A Chrysotile Insulation Debris - Within floor duct 2-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 288 42A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 247 43A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 220 44A Chrysotile Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 5 adj lift WES 369 45A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 250 46A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Safe Haven 47A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 253 48A Chrysotile Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 255 50A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 255 51A Chrysotile Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor opposite room 255 52A NADIS Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Stairwell 4 adj radiator 53A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Stairwell 4 adj security doors 54A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Peripheral Corridor adj room 256 55A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Cross Corridor 3 adj radiator 56A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Cross Corridor 3 opposite disabled toilet 57A Amosite Debris -  Within vertical riser 2-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Central Staircase 58A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Central Staircase adj room 262 59A NADIS Insulation Debris - Within floor duct 2-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 2nd  Floor - Central Staircase opposite toilet block "A" 60A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed

Type 2 / June 2003 2nd  Floor - Cross Corridor 3 adj room 264 61A Chrysotile Insulation Debris - Within floor duct 3-Sep-03 See active register 0 0 0 Removed
Type 2 / June 2003 2nd  Floor - Room 200 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 201 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 202 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 203 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 203a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 204 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 205 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 206 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 207 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Room 208 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 209 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 210 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 211 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 212a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 213 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 214 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 214a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 215 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / May 1999 2nd  Floor - Room 215 06 / 042 NADIS Insulation Board 15-Nov-99 N/A 0 0 0 N/A

Insulation board blanking the fire place in the room. Materwas identified 

as non-asbestos suparlux type. Representation of all fire places in the 

building.

Type 2 / June 2003 2nd  Floor - Room 216 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 217 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 218 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 219 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 220 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 221 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 222 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 223 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 224 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 225 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 226 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 226a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 227 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 228 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 229 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 230 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 230a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

 non-asbestos fibrous material present. Partly inaccessible due to items 

being stored.

Type 2 / June 2003 2nd  Floor - Room 231 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 232 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

 non-asbestos fibrous material present. Partly inaccessible due to items 

being stored.

Type 2 / June 2003 2nd  Floor - Room 233 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 234 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 235 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 236 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 237 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 238 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 239 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 240 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 241 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 242 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 243 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 244 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 245 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 246 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 247 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 248 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 249 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 250 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 251 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 252 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 253 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 254 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 255 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 255 Store . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 2nd  Floor - Room 256 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 257 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 258 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 259 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 260 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 261 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 2nd  Floor - Room 262 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 263 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 264 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 265 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 2nd  Floor - Room 266 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267 services duct . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 267b . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 268 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 269a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 270a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 271 / 272 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 273a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 273a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 274 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / May 1999 2nd  Floor - Room 274 06 / 041 NADIS Sprayed insulation 15-Nov-99 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 276 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A Sprayed insulation on support beam above the suspended ceiling

Type 2 / June 2003 2nd  Floor - Room 277a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 278 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 278a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 279 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 279a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 279b . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 280 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 280a . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 281 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 282 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 283 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 288 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 288 Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 2nd  Floor - Room 289 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Room 290 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard 1 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard 2 . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "A" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Cleaners Cupboard  Block "A" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Cleaners Cupboard  Block "A" Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Female Toilet Block "B" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Female Toilet Block "B" lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Disabled Toilet Block "B" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet  Block "C" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet  Block "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Female Toilet  Block "C" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Tea Point  Block "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "D" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Tea Point "D" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard Toilet Block "D" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "D" Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "D" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Tea Point "E" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Female Toilet Block "E" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Female Toilet Block "E" Lobby . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Female Toilet Block "E" Lobby Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present
Type 2 / June 2003 2nd  Floor - Male Toilet Block "F" Riser . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Cleaners Cupboard Toilet Block "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "A" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A non-asbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "B" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

 non-asbestos fibrous material present. Partly inaccessible due to items 

being stored.

Type 2 / June 2003 2nd  Floor - Electrical Riser "C" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A

 non-asbestos fibrous material present. Partly inaccessible due to items 

being stored.

Type 2 / June 2003 2nd  Floor - Electrical Riser "E" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "F" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present

Type 2 / June 2003 2nd  Floor - Electrical Riser "G" . NADIS N/A 2-Jun-03 N/A 0 0 0 N/A No sbestos fibrous material present



O.W.O Asbestos Register Third Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Third Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 3rd Floor - Corr - Rm 300 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 301 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Elect riser F . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp  Elect riser F 08a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 302 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 302 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 303 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 303 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 304 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 304 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 305 09a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 307 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 307A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 307A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 307B 11a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 307B 10a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 308 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 308 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 309 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Elect riser A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 310 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 310 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 311 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 311 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 312 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 312 12a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 313 13a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 313 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 -cross corr 3 right 16a Amosite Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 -cross corr 3 left . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 - Rm 314 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 - opp Rm 314 15a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 1 - Rm 315 14a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 316 17a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 317 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 318 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 319 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - elect riser B 20a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 360 18a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 361 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 362A 19a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - riser Rm 262A 21a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Material inaccessible  within vertical riser removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - male toilet  C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp lifts 22a Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp stairs down Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp stairs up 23a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - opp stairs up right . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - stairs down . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 2 - stairs up . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp cross corr 1 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp gent C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 2nd Floor - Corr - cross corr 1 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr -  gent C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 320 30a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 321 29a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 323 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 324 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 4th Floor - Corr -near Rm 325 . Presumed ACM Gasket 26-Apr-11 26-Apr-12 7 4 Low Inspect Gasket on dis-used water mains. Labelled

Type 2 / June 2003 3rd Floor - Corr - opp Rm 326 28a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 327 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 331 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 337A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 350B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 350C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 350B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 350C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 351 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 352 53a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 352 52a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 4 - Rm 353 07A  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 4 - Rm 353A 07A  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 354 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 354a . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - lifts WES 335 334 07a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 355 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 357 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 357A 38a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp Rm 357B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 358 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet B 60a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - tea area toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp toilet B 59a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp tea area toilet B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - cleaners cubp toilet B 39a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp toilet  A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - opp cleaners toilet  A 24a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - toilet  A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corr  3 - cleaners toilet  A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - opp Rm 348 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - opp Rm 350 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - opp Rm 368A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 348 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 349 25a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 350 25a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Stairwell 5 - Rm 350A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Cross corridor 2 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Cross corridor 2 & 3- lift lobby . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Cross corridor 1- Keep exit . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Cross corridor 1 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 3rd Floor - Corr - Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 337 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 339 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 340 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 340D . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 340 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 342 42a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 343 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 343 . Assumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 344 43a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 344 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 345 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 345 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process



Type 2 / June 2003 3rd Floor - Corr - opp Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm elect riser G . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 347 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - opp Rm 348 45a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 332 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 331 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 329 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 327A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 327 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 326 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 325 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - tea area toilet  E . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - toilet E 29a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - toilet F 39a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

Type 2 / June 2003 3rd Floor - Corr - Rm 324 35a  Chrysotile Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Encapsulated & labelled. Material inaccessible  within floor duct 

after removal process

. . . . . . . . . . .

Type 2 / June 2003 3rd Floor - Rm 300 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 301 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 302 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 303 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 304 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 305 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 307 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 307A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 307B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 308 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 309 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 310 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 311 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 312 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 313 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 314 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 315 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 315A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 360 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 316 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 317 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 361 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 318 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 319 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 362 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 362A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 320 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 321 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 322 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 323 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 324 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 325 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 326 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 327 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 328 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 329 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 330 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 331 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 331A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 332 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 333 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 334 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 336 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 337 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 337A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 338 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 339 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 340 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 340A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 341 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 342 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 342A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 343 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 344 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 345 06A Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 345A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 347 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 348 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 349 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 350 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 350A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 350C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 351 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 352 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 353 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 353A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 354 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 355 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 356 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 357 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 357A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 357B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 358 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 363 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 365 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 366 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor -Rm  368 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 370 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 371 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 372 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 372B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 373 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor -Rm  374 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 375 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 376 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 377 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 378 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 382 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 383 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 384 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 384A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 385 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 386 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 387C . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 388 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Rm 390 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 3rd Floor - Riser - Rm 306 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 307B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 309 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 312 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser- Rm 361 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser -Rm 318 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Riser- Rm 362A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.



Type 2 / June 2003 4th Floor - Riser -Rm 322 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 324 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 332 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 333 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser -Rm 335 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 339 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 341 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 344 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 346 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 350A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 354A . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 358 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 359 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 365 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 366 . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - Riser-Rm 350B . Presumed ACM Insulation Residue 26-Apr-11 26-Apr-12 7 4 Low Inspect

Insulation Residue within vertical riser, covered by wooden 

panelling. Extent unknown not surveyed.

Type 2 / June 2003 3rd Floor - stairwell 3 lift shaft 36A Chrysotile/Amosite Asbestos durasteel boarding 26-Apr-11 26-Apr-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The material 

has been labelled. 0

Type 2 / June 2003 3rd Floor - External 58vis Presumed ACM Textile- Rope Glass Seals 26-Apr-11 26-Apr-12 4 1 Very Low  Inspect Rope gaskets used as glazing seal. Labels fitted

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 3rd  Floor - Room 363 0 0 0

4th Floor - Room 364 0 0 0

Type 2 / June 2003 3rd  Floor - Room 319 01A NADIS Bitumastic acoustic pad (x2) under sink 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor - Room 319 02A NADIS Debris within vertical riser 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor - Room 361 03A NADIS Debris within vertical riser 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor - Room 348 04A NADIS Bitumastic acoustic pad (x2) under sink 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor - Service Duct (Opposite Room 350c) 05A Chysotile Debris to floor level (iron work) 15-Dec-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor - Perimeter Corridor (adjacent room 345) 06A NADIS Insulation Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent lift WES 335) 07A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite electrical riser "F") 08A Chysotile Insulation Debris within floor duct 15-Jun-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 305) 09A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 307b) 10A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 307b) 11A Chysotile Insulation Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 312) 12A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 313) 13A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 315) 14A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Stairwell 1 (adjacent security door) 15A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Stairwell 1 (adjacent radiator) 16A Amosite  Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 316) 17A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 360) 18A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 362a) 19A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent electrical riser "B") 20A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed 

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 362a) 21A Chysotile Insulation Debris within vertical riser 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Stairwell 2 (opposite staircase) 22A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Stairwell 2 (adjacent lift WES 371) 23A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Stairwell 2 (adjacent female toilet  block "C") 24A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent the Keep) 25A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent fire hose) 26A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 327) 27A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent cleaners cupboard 1) 28A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 321) 29A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 320) 30A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 325) 31A Chysotile Insulation Debris within vertical riser 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 320) 32A Chysotile Insulation Debris within vertical riser 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 329) 33A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 329) 34A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Stairwell 3 35A Chysotile Insulation Debris within floor duct (No. x2) 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Stairwell 3 37A Chysotile Insulation Debris within vertical riser (No. x2) 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 356) 38A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent cleaners cupboard 2) 39A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 340a) 40A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 341) 41A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 342) 42A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (opposite room 344) 43A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd  Floor- Perimeter Corridor (adjacent room 382) 44A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent room 347) 45A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Stairwell 5  (adjacent room 382) 46A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent security doors) 47A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Stairwell 5  (adjacent room 349) 48A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor- Stairwell 5  49A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent room 350c) 50A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (opposite room 351) 51A Chysotile  Debris within floor duct 15-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (opposite room 352) 52A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (adjacent  room 352) 53A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- Perimeter Corridor (opposite room 352) 54A NADIS  Debris within vertical riser 15-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor- stairwell 4 ( adjacent radiator) 55A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- stairwell 4 ( adjacent security doors) 56A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor- stairwell 4 ( adjacent room 353) 57A NADIS  Debris within floor duct 15-Sep-03 N/A 0 0 0 N/A

Type 2 / June 2003 3rd Floor -  Cross Corridor 3 (adjacent toilet block "B") 59A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor -  Cross Corridor 3 (adjacent toilet block "B") 60A Chysotile  Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 3rd Floor -  Cross Corridor 3 (opposite toilet block "A") 61A Chysotile Insulation Debris within floor duct 15-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2004 3rd Floor -  Cross Corridor 3 (adjacent toilet block "A") 62A NADIS  Debris within floor duct 15-Jun-03 N/A 0 0 0 Removed

 3rd Floor - Room 319 SAS/06/11534/1 NADIS Debris within vertical riser 1-Jun-06 N/A 0 0 0 N/A

Bulk sample  & Air samples taken  (1/6/06) report No CG/06/512  

(BES:12942)

Enquiry 1-Jun-06 3rd Floor - Room 319 SAS/06/11534/2 NADIS Cover panel of vertical riser 1-Jun-06 N/A 0 0 0 N/A

Bulk sample  & Air samples taken  (1/6/06) report No CG/06/512  

(BES:12942)

Type 2 / June 2003 3rd  Floor - Room 300 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 301 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 302 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 303 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 304 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 305 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 306 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 308 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 309 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 310 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 311 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 312 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 313 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 314 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 315 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 316 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 317 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 318 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 320 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 321 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 322 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 323 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 324 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 325 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 326 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 327 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 328 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 329 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 330 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 331 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 331a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 332 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 333 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 334 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 335 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 336 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 337 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 337a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 338 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 339 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 340a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 341 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 342 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 342a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 343 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 344 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 345 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 345a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 346 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 347 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 350c . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 351 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 352 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 353 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 353a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 354 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 354a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 355 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 356 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 357 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 357a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 357b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present



Type 2 / June 2003 3rd  Floor - Room 362 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 362a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Corridor (Room 364) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 366 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 368 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 368a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 370 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 371 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 372 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 372a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 372b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 373 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 374 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 375 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 376 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

3rd  Floor - Room 377 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 378 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "D" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "D" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "D" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "D" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "D" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "A" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "A" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "A" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "A" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard "A" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "C" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "C" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Disabled toilet "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Disabled toilet "C" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "C" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "E" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "E" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "E" (lobby , riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "E" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  "F" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  "F" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "F" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "F" (lobby, riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Male toilet "F" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Tea point "B" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "B" (lobby) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "B" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Female toilet "B" (riser) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  "B" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A

No suspected asbestos, no assume non-asbestos fibrous material 

present

Type 2 / June 2003 3rd  Floor - Room 382 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 383 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 384 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 384a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 385 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 386 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 386a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 387c . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 387c (Shower) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 387c (Kitchen) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 388 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 390 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Cross corridor 1 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Cross corridor 2 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Keep lift lobby . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 300 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 301 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 302 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "A" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 0 0 No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "C" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "D" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "E" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Electrical riser "F" . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 303 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 304 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 305 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 306 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 307b . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present



Type 2 / June 2003 3rd  Floor - Room 308 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 309 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 310 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 311 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 311 (store) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 312 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 313 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 314 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 315 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 316 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 317 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd  Floor - Room 318 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No asbestos fibrous material present

Type 2 / June 2003 3rd Floor - Room 330 (store) NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd Floor - Room 332 (store) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd  Floor - Room 338a . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd Floor - Internal corridor (Rooms 333-339) . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  1 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 3rd  Floor -  Cleaners cupboard  2 . NADIS N/A 30-Jun-03 N/A 0 0 0 N/A No suspected asbestos



O.W.O Asbestos Register Fourth Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Fourth Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

. . . . .

Type 2 / June 2003 4th Floor - Corr - Rm 401 02a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm opp 401 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Elect riser F 01a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Whitehall 03a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Elect riser A 03a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Elect riser A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 407 19a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 409 19a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 409A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 411 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 411B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 411C 59a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 411C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 412 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 413A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 413A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 413B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 413B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 414 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 414 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 415 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 415 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 416 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 416 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 417 49a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 417 48a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 419 48a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 419 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 422 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 423 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 423 47a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 424 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 424 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 426 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 426 45a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 428 45a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 428 . Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 429 45a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 429 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 430 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 431 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 433 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 434 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 434 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 435 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 435 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 436 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 436 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 437 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 438A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 441 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 441A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 441A 55a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 443 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 444 56a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - opp Rm 444 57a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 448 . Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 450 02a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 456 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 450B 30a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - WES 334 19a - 21a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - ladies toilet block C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2- gents toilet block C 33a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp ladies toilet block C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp Rm 412 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp Rm 413 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2 - opp toilet block C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 2- Rm 413 34a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - Rm 471B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr 1 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 4th Floor - Corr - stairwell 1-cross corr 3 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 1-opp Rm 409A 24a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 1 - Rm 409B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr 2 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect Floor duct not surveyed area fully carpeted not surveyed

Type 2 / June 2003 4th Floor - Corr - stairwell 4-opp Rm 447 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 4- Rm 446 61a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr - stairwell 4- Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3-  Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- toilet block B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 452B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - opp Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- toilet block A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- opp toilet block B 62a Chrysotile Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 452A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - stairwell 4 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3- toilet block A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Cross corr  3 - Rm 452B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Cross corr  1 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Rm 441 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Cross corr  2 (left) . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Cross corr  2 (right) . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - opp Rm 439 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - opp Rm 440 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process



Type 2 / June 2003 4th Floor - stairwell 5 - Rm 438 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - stairwell 5 - Rm 439 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within floor 

duct after removal process

Type 2 / June 2003 4th Floor - Corr- Service Riser opp room 429 46a Chrysotile Gasket on disused fire main pipe flange 13-May-11 13-May-12 2 3 Very Low  Inspect Gasket on disused fire main pipe flange. Labels fitted

. . . . . . . . . .

Type 2 / June 2003 4th Floor - Rm 401 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 402 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 403D . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405D . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 405E . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 406 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 407 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 408 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 409 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 409A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 409B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 410 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 411C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 412 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 412A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 413 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 413A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 413B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 414 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 416 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 417 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 417A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 417B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 418 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 419 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 420 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 421 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 422B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 423 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 425 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 426 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 427 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 428 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 428A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 429 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 430 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 431 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 432 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 434 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 435 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 436 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 437 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 438 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 438A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 439 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 440 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 441 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 441A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 443 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 444 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 445 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 446 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 447 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 448 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 449 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 450 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 452 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 452A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 452B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 454 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 455 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 456 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 457 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 458 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 458a . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 458B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 459 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 459A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 459B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 460 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 461 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 462 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 462A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 463 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 464 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 466 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 468 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 469 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 469A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 469B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 470 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure



Type 2 / June 2003 4th Floor - Rm 470A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 471 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 471A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 472 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 5th Floor - Rm 472A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 473 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 476 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 5th Floor - Rm 477 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 481 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 482 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 484 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Possible residue within floor void. Encapsulated by flooring 

structure

Type 2 / June 2003 4th Floor - Rm 404 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 409 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 410 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 412A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 415C . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 417 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 420 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 421 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 422A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 441A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 445 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 442 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 447 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 458B . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 459 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 460 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 462A . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 449 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 451 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 453 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 455 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Rm 457 . Presumed ACM Insulation Residue 13-May-11 13-May-12 7 6 Low  Inspect

Insulation Residue within vertical riser, Encapsulated by 

wooden panelling. Extent unknown not surveyed.

Type 2 / June 2003 4th Floor - Staircase 3 67a Chrysotile & Amosite Asbestos durasteel boarding 13-May-11 13-May-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos 

durasteel wall panels) The lift is out of commision. The material 

has been labelled.

Type 2 / June 2003 4th Floor - External 05vis Presumed Chrysotile Textile (Rope Lantern Glazing Seals) 13-May-11 13-May-12 4 1 Low  Inspect Rope used as gasket to seal glazing. Labelled not tested

Type 2 / June 2003 4th Floor - Rm 413 . Presumed ACM Plaster 13-May-11 13-May-12 2 5 Very Low Inspect

Ornate plaster work is throughout floor and it was not tested 

for asbestos material during the survey . The plaster work has 

been encapsulated by ceiling paint.English Hertitage protect 

any work carried out on this material.

Type 2 / June 2003 4th Floor- Rm 457 /  Service Duct 11a Chrysotile Gasket X 2 13-May-11 13-May-12 2 3 Very Low  Inspect Gaskets on flanged pipe work. Labels fitted

Type 2 / June 2003 4th Floor - Rm 403A . Presumed ACM Unknown 13-May-11 13-May-12 7 6 Low  Inspect

Ceiling void extent unknown not surveyed. No evidence has 

been found that suggests there may ACM in the area.

. .
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Building History . . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

. . . . . . . . . . . .

Type 2 / June 2003

4th Floor - Perimeter Corridor Adjacent Electrical 

Riser "F" 01A Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor-  Perimeter Corridor Adjacent Room  450 02a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Perimeter Corridor Opposite Room 409 03a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Room 404 / Vertical Riser 04a NADIS Insulation Board  Access Panel 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Electrical Riser  "F" 06a NADIS Insulation Board-Infill Panel  Around Trunking 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 412- Ceiling Void 07a NADIS Insulation Board Rear of up stand within ceiling void 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Tea  Point Block "E" 08a NADIS Painted Bitumastic acoustic pad below sink 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 466 / Service duct 09a NADIS Insulation Board  Access Panel X 3 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4th Floor- Male Toilet Block "F" Lobby Riser - 

Ceiling 10a NADIS Paper packing to Ceiling Slab 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 457 12a NADIS Debris on Pipe work Hanger 01-Jul-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 461 / Above door 13a NADIS Insulation Board Infill Panel 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 439 / Vertical Riser 14a NADIS Debris in Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Riser Opposite Room 441a 15a NADIS Debris on Pipe work Hanger 02-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 447 / High Level Service Duct 16a NADIS Insulation Board 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 411c Vertical Riser 17a NADIS Insulation Board Debris within Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 412 / Vertical Riser 18a NADIS Debris Insulation Board 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4th Floor- Peripheral Corridor Adjacent Lift WES: 

334 19a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Perimeter Corridor Adjacent Room 448 20a NADIS Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4th Floor- Perimeter Corridor Adjacent Lift WES: 

335 21a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Perimeter Corridor Opposite Room 450 22a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4th Floor- Adjacent Electrical Riser  "A" 23a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Stairwell  1 Adjacent Window 24a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor- Stairwell  1 Adjacent Room 409b 25a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor- Stairwell  1 Opposite Room 409b 26a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 457 27a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 411c 28a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 412 29a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Perimeter Corridor Adjacent Room 458 30a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor -  Perimeter Corridor Adjacent Room 458b 31a NADIS Debris in Vertical Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Adjacent Room 459 32a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Adjacent Toilet Block "C" 33a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Opposite Room 413 34a Amosite & Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 2 Adjacent Room 413 35a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Peripheral Corridor Adjacent Room 473 36a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor -Peripheral Corridor  Adjacent Room 414 37a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4h Floor - Peripheral Corridor Adjacent Cleaners 

Cupboard 1 38a Chrysotile & Amosite Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 418c 39a Chrysotile & Amosite Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 417b 40a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Opposite Room 417a 41a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 422a 42a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003

4h Floor - Perimeter Corridor  Adjacent Cleaners 

Cupboard 2 43a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003

4h Floor  - Perimeter Corridor Adjacent Male Toilet 

Block "F" 44a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 429 45a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 432 47a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 437 48a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 466 49a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Staircase 50a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Staircase 51a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Room 438 52a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 5 Adjacent Lift WES:369 53a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 466 54a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 441a 55a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 444 56a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Opposite Room 444 57a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003

4h Floor - Perimeter Corridor Opposite Room 442 

Vertical Riser 58a Chrysotile  Debris within Riser 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Perimeter Corridor Adjacent Room 446 59a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor - Stairwell 4 Adjacent Radiator 60a NADIS Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Stairwell 4 Adjacent Staircase 61a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003

4h Floor - Cross Corridor 3 Opposite Toilet Block 

"B" 62a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Cross Corridor 3 Adjacent Room 451 63a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Cross Corridor 3 Opposite Room 453 64a Chrysotile Insulation Debris within Floor Duct 01-Mar-05 N/A 0 0 0 Removed N/A

Type 2 / June 2003 4h Floor - Cross Corridor 3 Opposite Room 454 65a NADIS Insulation Debris within Floor Duct 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4h Floor- Room 402 66a NADIS Debris in Vertical Riser 01-Jun-03 N/A 0 0 0 N/A N/A

Type 2 / June 2003 4th Floor- Room 401 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 442 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 443 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 457 /  Service Duct Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 432 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 434 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 466 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Male Toilet Block "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 459 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 459 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 459b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 460 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 461 Vis NADIS N/A 09-Jan-08 N/A 0 0 0 N/A

 non-asbestos fibrous materials present. Disturbance air test 

carried out 9/1/2008 Report No AC-08-0018 (AMP:114);

Type 2 / June 2003 4th Floor- Room 462 Vis NADIS N/A 10-Jan-08 N/A 0 0 0 N/A

 non-asbestos fibrous materials present. Disturbance air test 

carried out 9/1/2008 low fibre reading report No AC-08-0018 

(AMP:114);

Type 2 / June 2003 4th Floor- Room 462a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 463 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 464 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 438 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 438a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 439 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 441 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 441a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 441 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspected asbestos

Type 2 / June 2003 4th Floor- Room 403a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 403b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present



Type 2 / June 2003 4th Floor- Room 403c Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 403d Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 404 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 404a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 404b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405c Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405d Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 405e Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 409 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 409a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 409b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 410 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 476 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 468 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 477 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 469b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 470 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 470a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 471 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 471a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 481 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 472 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 5th Floor- Room 472a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 473 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 472  Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Male Toilet Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Disabled Toilet Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Tea  Point Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Female Toilet Block "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Male Toilet Block "C" Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Female Toilet Block "C" Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 413 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 413a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 413b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 414 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 415 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 415a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 415b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 416 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Cleaners Cupboard Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 417 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 417a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 417b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Messengers lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 417 lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 418 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 418 Store Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 419 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 420 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 421 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "A" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "C" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Electrical Riser  "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Electrical Riser  "E" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 455 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 456 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 411 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 411a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 411b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 458 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 458a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 458b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 412a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 412a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Service Room over 412a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 458b Strong Room Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 422 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 5th Floor- Room 422a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 6th Floor- Room 422b Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Room 423 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4th Floor- Cleaners Cupboard 2 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4th Floor- Room 446 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Female Toilet Block "E" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Tea  Point Block "E" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 428 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 428a Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Male Toilet Block "F" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Male Toilet Block "F" Cleaners Cupboard Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor-  Riser Male Toilet Block "A" Vis NADIS Paper packing to Ceiling Slab 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4h Floor- Room 401  Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 407 Lobby Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present
Type 2 / June 2003 4h Floor - Cross Corridor 1 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present
Type 2 / June 2003 4h Floor - Cross Corridor 2 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 415c Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 436 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor- Room 450 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 436 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 445 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 446 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 448 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 449 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Female Toilet Block "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Male Toilet Block "D" Cleaners Cupboard Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Tea Point Block "D" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Female Toilet Block "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Female Toilet Block "B" Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Tea Point Block "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Cleaners Cupboard Block "B" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 4h Floor - Cleaners Cupboard Block "B"  Riser Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Room 453 Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present

Type 2 / June 2003 4h Floor - Male Toilet Block "A" Vis NADIS N/A 01-Jun-03 N/A 0 0 0 N/A  non-asbestos fibrous materials present



O.W.O Asbestos Register Ground Floor

In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 1 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - DIS . Presumed ACM

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor -Corr - Goods In . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near Cross Corr 2 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near RM 16 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near RM 018A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 031A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 034 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Cross Corr 1 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 01 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 013 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 015 47a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 018 48a. Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 019 51a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 024 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 028 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 03 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 032 59a Amosite/Crocidolits

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 033 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 035 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 035C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 035D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 037 64a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 039 65a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 43C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp RM 08 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Whitehall P Exit . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser - Opp RM 04 09a Chrysotile

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser - RM 048A . Chrysotile

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser - RM 049 25a Chrysotile

Insulation Residue inaccessible within 

vertical riser 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated. Material inaccessible  within vertical 

riser after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 009 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 01 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 010 18a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 011 21a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 013 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 014 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 016 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 017 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 018 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 018A 49a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 019 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 021 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 022 54a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 024 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 026 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 029 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 030A 60a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 031 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 034 23a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 035 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 035D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 036 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 037 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 039 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 03A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 040D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr -  RM 041 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 043D 05a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 046 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 048A 20a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 049 22a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 06 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 08A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Elect Riser F 07a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Typical Timber Panelling . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect Typical timber panelling. Not surveyed

Type 2 / June 2003 Ground Floor -Corr - Opp RM 016 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Elect Riser A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - near Rm 018A . Presumed ACM Gasket 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Gasket within flanged 

pipework

Type 2 / June 2003 Ground Floor - Corr - Non DIS entrance . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Very Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Non DIS entrance Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Non DIS entrance Right 42a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 010 14a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 021 . Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 04 Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 05A 12a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 020 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 028 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 032 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 033 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 035ABCD . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 040ABC . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 04A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Rm 05A 11a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - RM 08 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Whitehall P exit 46a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Rm 047 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Toilet Block A 31a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 1 . Presumed ACM Insulation Residue inaccessible 27-May-11 27-May-12 7 4 Low  Inspect

 Material inaccessible  within floor duct fully carpeted 

area. Not surveyed

Type 2 / June 2003 Ground Floor - Cross Corr 1 - Toilet Block D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2004 Ground Floor - Cross Corr 3 - Opp Rm 047 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr - Rear of Marble Staircase 24a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Rm 045 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Rm 045A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor -Cross Corr 3 - Opp Rear of Marble Staircase . Presumed ACM Insulation Residue inaccessible 27-May-11 27-May-12 7 4 Low  Inspect

 Material inaccessible  within floor duct fully carpeted 

area. Not surveyed

Type 2 / June 2003 Ground Floor -Cross Corr - link 1 & 2 057A Chrysotile/Amosite Insulation Residue inaccessible 27-May-11 27-May-12 7 4 Very Low  Inspect

 Material inaccessible  within floor duct fully carpeted 

area. Not surveyed

Type 2 / June 2003 Ground Floor - Lobby - Female Toilet Block D . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Corr - Near Rm 015 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Opp - Rm 017 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 - Cross Corr 3 Left 17a Chrysotile

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 - Opp Rm 10 19a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 -  Rm 011 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 -  Rm 010 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 1 - Cross Corr 3 Right Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Gents Block C 28a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Opp Rm 014 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Opp Whitehall P entrance 27a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor -Stairwell 2  - Ladies Block C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process



Type 2 / June 2003 Ground Floor - Stairwell 2 - Opp Block C . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Rm 104 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 2 - Whitehall P entrance . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 3 - Sovex Lift shaft 57a Chrysotile/Amosite Asbestos durasteel boarding 27-May-11 27-May-12 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has 

(asbestos durasteel wall panels) The lift is out of 

commision. The material has been labelled.

Type 2 / June 2003 Ground Floor - Stairwell 4 - Cross Corr Right 39a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Opp Rm 043 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Opp Rm 043B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Rm 043 41a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 4 - Rm 043B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 2 right . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 2 Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Opp Rm 039 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Opp Rm 040B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Rm 039 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Rm 040 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Rm 040B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Wes 368 Wes 369 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 2 Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Stairwell 5 - Cross Corr 1 Left . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Void - Rm 05A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Opp Rm 030A . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Riser -  Opp RM 03 10a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Corr - Non DIS . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Riser Atrium 15a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 1 - Opp Toilet Block D . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 2 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Rm 045 . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Toilet Block A 32a Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Toilet Block B . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

Type 2 / June 2003 Ground Floor - Cross Corr 3 - Opp Marble staircase . Presumed ACM

Insulation Residue inaccessible within 

floor duct after removal process 27-May-11 27-May-12 7 4 Low  Inspect

Encapsulated & labelled. Material inaccessible  within 

floor duct after removal process

.

Type 2 / June 2003 Ground Floor - Messenger Rm . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rad - Rm 035 . Presumed ACM Unknown 27-May-11 27-May-12 10 6 Low  Inspect

Not surveyed. Possible residue within radiator housing. 

Housing has to be removed for access.

Type 2 / June 2003 Ground Floor -Riser - Rm 018A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 021 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 041 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 06A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 040B . Presumed ACM Unknown 7 4  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 05 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 014 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 018 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 02 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 021 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 028 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser Rm 049 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 025 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 010 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 013 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 042 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Riser - Rm 046 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Not surveyed. Possible residue within vertical riser. 

Material encapsulated by wooden panel

Type 2 / June 2003 Ground Floor - Rm 01 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 010 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 011 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 011A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 012 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 013 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 014 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 015 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 016 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 017 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 018 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 018A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 019 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 02 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 020 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 021 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 022 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 023 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 024 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 025 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 025A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 026 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 027 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 028 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 02A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 03 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 030 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 030A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 031 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 031A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 032 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 033 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 034 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 035D . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 036 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 037 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 037A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 038 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 039 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 03A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 04 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 040D . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 041 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 042 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 043C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 044 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 045 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 045A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 046 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 047 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 048 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 049 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 04A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 05 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure



Type 2 / June 2003 Ground Floor - Rm 050 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 050A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 051 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 052 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 053 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 053A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 054 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 054A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 055 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 056 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 057 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 058 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 059 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 059A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 05A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 06 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 060 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 060A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 061 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 062 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 063 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 063A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 064 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 066 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 069 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 06A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 07 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 072A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 072B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 072C . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 073 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 074 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 074A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 104B . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Rm 259 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within floor void. Encapsulated by 

flooring structure

Type 2 / June 2003 Ground Floor - Void - Rm 06 . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Void - Rm 06 Lobby . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Void - Rm 06A . Presumed ACM Unknown 27-May-11 27-May-12 7 4 Low  Inspect

Possible residue within ceiling void. Encapsulated by 

ceiling structure

Type 2 / June 2003 Ground Floor - Corr - near Marble Staircase Vis Presumed ACM Plaster ceiling (ornate) 27-May-11 27-May-12 2 6 Low  Inspect

Ornate plaster work is throughout floor and it was not 

tested for asbestos material during the survey . The 

plaster work has been encapsulated by ceiling 

paint.English Hertitage protect any work carried out on 

this material.

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Ground Floor - Computer Room No 5 01A NADIS Thermoplastic Skirting 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Room 013 02A NADIS  Insulation Board (above door) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - CR4 Plantroom 03A NADIS  Insulation Board (above door) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Room 045 04A NADIS Bitumastic Pad (below sink X2) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - South perimeter corridor ( near room 043d) 05A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South perimeter corridor ( near room 044) 06A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near Electrical riser "F") 07A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 04a) 08A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 03) 09A Chrysotile Debris (in vertical riser) 27-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 03a) 10A Chrysotile Debris (in vertical riser) 27-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 05a) 11A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West perimeter corridor ( near room 06) 12A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 09) 13A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 010) 14A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West  perimeter corridor ( near room 05a) 15A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - West  perimeter corridor ( near room 06) 16A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( stairwell 1) 17A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 010) 18A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 011) 19A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( near room 048a) 20A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 011) 21A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( near room 049) 22A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North perimeter corridor ( near Electrical riser "B") 23A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -North  perimeter corridor ( near room 011) 24A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( near room 049) 25A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -North  perimeter corridor ( near room 014) 26A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( stairwell 2) 27A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  stairwell 2 (near toilet block "C") 28A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 047) 29A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 046) 30A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "A") 31A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "A") 32A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 045a) 33A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 045a) 34A Chrysotile Debris (in vertical riser) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near room 045) 35A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "B") 36A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "B") 37A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor -  Cross corridor 3 (near toilet block "B") 38A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( stairwell 4) 39A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - Stairwell 4 40A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( room 043) 41A Chrysotile Debris (in vertical riser) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003

Ground Floor - South  perimeter corridor ( quad entrance  non 

DIS) 42A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - South  perimeter corridor ( quad entrance  DIS) 43vis Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 015) 44A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 016) 45A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Ground Floor - East  perimeter corridor ( Whitehall Place 

entrance) 46A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 016) 47A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 018a) 48A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 018a) 49A Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 019) 50A Chrysotile Debris (in vertical riser) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 019) 51A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 020) 52A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - North  perimeter corridor ( near room 022) 53A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 026) 54A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 3 55A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - Stairwell 3 56A Chrysotile Debris (in vertical riser) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003

Ground Floor - East  perimeter corridor ( near cleaners cupboard 

2) 58A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near CR4 plantroom) 59A Amosite / Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 030) 60A  Chrysotile Debris (in floor duct) 27-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 034) 61A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 035) 62A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 035b) 63A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 038) 64A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - East  perimeter corridor ( near room 038) 65A Chrysotile Debris (in floor duct) 27-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Ground Floor - Cross corridor 1 ( near room 057) 66A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 5 ( near lift WES 369) 67A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 5 ( near room 040a) 68A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground Floor - Stairwell 5 ( near room 068) 69A NADIS Debris (in floor duct) 27-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Ground - Atrium . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Marble Staircase . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Quad entrance (DIS) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Quad entrance (non DIS) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground -External . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground -Quad Security . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground -Main Entrance Security . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground -Main Entrance . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 01 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 02 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 02 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 02a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 103 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 103 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 103a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 104 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 104a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 104 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 05a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 105 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 06 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 06a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 06 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 07 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 09 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 09 (store) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground- Room 010 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 011 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 12 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground- Room 012f . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Whitehall Court Entrance Hall . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 013 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 013d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 013e . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 014 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 015 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 016 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 017 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 018 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 018a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 019 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 020 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 021 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present



Type 2 / June 2003 Ground  - Room 022 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 023 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 023 (store) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 024 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 025 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 025a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 026 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cleaning Cupboard 1 None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 027 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 028 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 029 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 030 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 030a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 031 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 031a None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Messengers Lobby . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground- Room 032 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 033 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 034 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 035 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 035a . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 035b . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 035c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 035d . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Whitehall Place Entrance Hall . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 036 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 037 . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 037a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 038 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 039 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 040 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 040a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 040b . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 040c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 040d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 041 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 041(lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 042 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043b . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 043 (corridor) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Room 044 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 044 (store) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground  - Room 045 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 045a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Room 046 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 049 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 050 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 050a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 051 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 052 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 053 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 053a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 054 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 054 (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 055 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - CR4 plantroom . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - CR5 plantroom . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 056 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 057 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 058 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 059 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 059a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 160 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 160a None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 061 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 062 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 063 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 063a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 064 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 068 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 069 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 072a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 072c . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 072d . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 073 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Room 074 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - North perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - East  perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - South  perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - West  perimeter corridor . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Computer room 5 (battery room) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Computer room 5 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Computer room 5a . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "D" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "D" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "D" (riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "D" (cleaners cupboard) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Toilet Block "D" (tea point) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Female Toilet Block "D" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Female Toilet Block "D" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 1 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 2 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 3 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Stairwell 5 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cross Corridor 1 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cross Corridor 2 None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Cross Corridor 3 . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "C" (riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Disabled Toilet Block "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Disabled Toilet Block "C" (riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Tea Point  "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "C"  (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "C" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "C" (riser) None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "C" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  -Toilet Block "A" (cleaners cupboard) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "A" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Male Toilet Block "A" (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "B" (lobby riser) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "B"  (lobby) . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground  - Toilet Block "B" (cleaners cupboard) . None N/A 27-Jun-03 N/A 0 0 0 N/A No suspect asbestos

Type 2 / June 2003 Ground - Tea Point  "B" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Female Toilet Block "B"  . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "A" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "D" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "E" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "F" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present

Type 2 / June 2003 Ground - Electrical Riser "G" . None N/A 27-Jun-03 N/A 0 0 0 N/A  No asbestos fibrous materials present



O.W.O Asbestos Register Lower Ground Floor
In the following locations ACM contamination remains, but is encapsulated with a combination of expanding polystyrene foam and adhesive tape. Each area has been clearly labelled.

Refer Environmental Management Consulting Drawing  SUR/SD004/VER3/06-06-04 Lower Ground Floor

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Lower Ground Floor - Corr - Elect Riser G . Presumed

Material inaccessible  within floor duct after 

removal process.  25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Adjacent Rm 004 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Elect Riser F . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Kitchen . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0020 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Cross Corr 1 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Elect Riser A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Kitchen . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0010A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0011 22a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0013 23a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0015 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled. AMP:2011-40/114-encapsulation damage AMP:325 

damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0016 44a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0017 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled. AMP:2011-40/114-encapsulation damage AMP:326 

damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0018 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0019 45a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0022 47a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0025 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0027 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0028 49a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Very Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0028A 50a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0029 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0030A 51A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0031 52A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 003 12a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0031A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0032 54A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0036 55A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0038 72A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0038A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0038B . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 004 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0042 73A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 004A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 0054A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 009 18a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.PPM inspection AMP:2011-40/114-encapsulation damage 

AMP:324 damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 003 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Opp Rm 003 31a Chrysoltile

Material inaccessible  within riser after removal 

process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 1 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 001 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0013 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0015 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0016 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0021 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0025 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0027 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled. AMP:2011-40/114-encapsulation damage AMP:327 

damaged repaired 26/10/11. ]

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0028 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0029 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0030B . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0038 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 003A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 004 16a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0042 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0049 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0050 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 005 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - Rm 0038A 71A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Corr - Stairwell 4 - Opp 

Toilet Block . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Corr - Stairwell 5 - Rm 

054A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Corr - WES:335 11a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0058 . Presumed Gasket. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

Presumed asbestos gasket sandwiched between flanges and painted. Pipe work is 

disused water main protected by English Heratage. Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 1 - Opp Rm 

0061 65A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 1 - Opp Rm 

0062 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0056B . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0056C 62A Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0056D . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 1 - Rm 0058 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0052 . Presumed Gasket. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

Presumed asbestos gasket sandwiched between flanges and painted. Pipe work is 

disused water main protected by English Heratage. Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0053B . Presumed Gasket. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

Presumed asbestos gasket sandwiched between flanges and painted. Pipe work is 

disused water main protected by English Heratage. Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0051 69A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0052 70A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003

Lower Ground Floor - Cross Corr 2 - Opp Rm 

0054 67A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0052A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0053 68A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0053C . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 2 - Rm 0054 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Cross Corr 3 . Presumed

Material inaccessible. Ecapsulated by steel 

plate and carpet.  25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Floor plate has not been disturbed, Floor covered by carpet material. Fabric is the 

encapsulation.

Type 2 / June 2003 Lower Ground Floor -  PR 0038A . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - PR 0056D . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - PR CR1.2 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - PR CR1 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - PR CR2 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - PR CR4 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - Rm 116 . Presumed Aluminium encased pipe insulation 25-Oct-2011 25-Oct-2012 6 5 Low  Inspect

All evidence available is that the pipe insulation is made from MMMF. The insulation 

is covered by aluminium clad. There is no evidence that there has been in the past 

other lagging applied to the pipe work. Unlikely that there is asbestos material 

present.

Type 2 / June 2003 Lower Ground Floor - PR CR1 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 004 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PRr CR1 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 004 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PR CR1 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PR CISCO 2 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - PR CR2 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0011A . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0012 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0015A . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0017 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 002 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0026 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 



Type 2 / June 2003 Lower Ground Floor - Rm 0032 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0037 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0037B . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 003A . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0047 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0047B . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0048 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0051 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 006 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 009 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 010 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. AMP:2011-40/114 No 

access at last PPM vist. 

Type 2 / June 2003 Lower Ground Floor - Rm 019 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Rm 0042 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. AMP:2011-40/114 No 

access at last PPM vist.  

Type 2 / June 2003 Lower Ground Floor - Rm 005 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Stairwell 3 . Presumed Asbestos residue in vertical riser 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Vertical riser has not been surveyed. Riser is covered by a fixed panel and painted, 

it is not known what is or has been located with in the panel. 

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 - Opp Rm 009A 20a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 - Rm 0010 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 - Rm 009A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Opp Rm 0013 38a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Opp Rm 0014 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Rm 0013 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Rm 0014 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 2 - Opp lift doors 37a Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 3 42a Amosite / Chrysoltile Asbestos durasteel boarding 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos durasteel wall panels) 

The lift is out of commision. The material has been labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 3 41a Chrysoltile

Material inaccessible  within verticle riser after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 4 - Rm 0043 76A Amosite 

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 5 Opp Lifts 58A Chrysoltile

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 5 Opp Rm 0037 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 5 Rm 0055 . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Stairwell 1 Opp Rm 0037A . Presumed

Material inaccessible  within floor duct after 

removal process. Encapsulated & labelled. 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Materials has been removed,  some was inaccessible at the time of removal. 

Encapsulated & labelled.

Type 2 / June 2003 Lower Ground Floor - Typical . Presumed Ordinate plaster works 25-Oct-2011 25-Oct-2012 2 6 Low  Inspect

Ornate plaster work is throughout floor and it was not tested for asbestos material 

during the survey . The plaster work has been encapsulated by ceiling paint.English 

Hertitage protect any work carried out on this material.

Type 2 / June 2003 Lower Ground Floor - Void - Fujitsu Rest Area . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - Void - Room 0046 . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - Void - Room 0046A . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - Void - Room 0047A . Presumed Unknown material above suspended ceiling 25-Oct-2011 25-Oct-2012 7 4 Low  Inspect

Above suspended ceiling has not been surveyed. Other than the ornate plaster no 

asbestos material has been found in any other part of the building with suspended 

ceilings.

Type 2 / June 2003 Lower Ground Floor - External - Room 0048 29vis Presumed Chrisotile Textile- Rope Glass Seals 25-Oct-2011 25-Oct-2012 4 4 Low  Inspect

Glazed structure not tested for asbestos material, survey presumed that there is  

asbestos rope seals around the glass frame. 

Type 2 / June 2003 Lower Ground Floor - Porters RM Lift Shaft . Presumed Asbestos durasteel boarding 25-Oct-2011 25-Oct-2012 3 3 Very Low  Inspect

The sorvex lift shaft as part of its contruction has (asbestos durasteel wall panels) 

The lift is out of commision. The material has been labelled.

Building History . . . . . . . .

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Sample Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003 Lower Ground - Room 0017 Dark Room No 2 01A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0016 - Dark room 1 02A NADIS 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 005 03A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Security rear control room 04A NADIS Thermoplastic-Black stair nosing 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Room 0036 05A NADIS Insulating Board-Door infill panel 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0036 06A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0038a opposite . Chrysotile - Presumed Debris- in vertical riser rear wall 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Room 0041 . Chrysotile - Presumed Debris- in vertical riser rear wall 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - CR1 Plantroom 07A NADIS Debris- in vertical riser rear wall 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR1 Plantroom 08A NADIS Insulating Board Durasteel-Rear of vent plant 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053 09A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj Room 

0043B 10A NADIS Debris-within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj WES:335 11A Chrysotile Debris-within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 003 12A Chrysotile Debris-within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj room 003 13A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

003A 14A Chrysotile Insulation Debris - Within floor duct 23-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 003a 15A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj Room 

0043B 16A Chrysotile Insulation Debris - Within floor duct 23-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj electrical 

riser "A" 17A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 009 18A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj Rm 010 19A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 009 20A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

009a 21A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj CR1 PR 22A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj CR2 PR 23A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0011 24A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0010a 25A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 3 adj room 0048 26A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 3 adj room 0048a 27A /28A Amosite Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Room 0011 30A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Peripheral Corridor opp Rm 003a 31A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Corr- Opp Rm 003a 32A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - opposite room 005 33A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj CR2 

plantroom 34A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0016 35A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0020 36A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor stairwell 2 - 

opp lift doors 37A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor stairwell 2 - 

adj lift doors 38A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell No 2 adj room 0014 39A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Room 006 40A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Stairwell 3 to basement 41A Chrysotile Insulation Debris - Within vertical riser 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0015 43A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

0016 44A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

0019 45A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0020 46A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opp room 

0023a 47A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0026 48A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opp room 

0028 49A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0028a 50A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

male toilet block "X" 51A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj electrical 

riser "D" 52A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Peripheral Corridor adj restaurant 53A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

Elect riser G 54A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0036 55A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0036 56A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0055 57A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0055 58A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground -Stairwell No 5 adj lift doors 59A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003

Lower Ground - Peripheral Corridor adj room 

0037a 60A NADIS Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 N/A

Type 2 / June 2003 Lower Ground - Cross Corridor 1adj room 0057 61A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1adj room 0056c 62A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1 adj room 0056a 063A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1 adj room 0060 064A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Cross Corridor 1opposite room 

0061 065A Chrysotile/Amosite Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 1adj room 0062 066A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 opp room 0054 067A Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 adj room 0053 068A Amosite / Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 adj Police Rm 069A Amosite Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross Corridor 2 SCM rear 070A Amosite / Chrysotile Insulation Debris - Within floor duct 22-Jun-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor adjacent 

room 0038A 071A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0038A 072A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor opposite 

room 0042 073A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite toilet block B 074A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite room 0043 075A Chrysotile Insulation Debris - Within floor duct 22-Dec-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 adjacent room 0043 076A Chrysotile Insulation Debris - Within floor duct 22-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite staircase 077A Chrysotile Insulation Debris - Within vertical risers x 2 23-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Stairwell 4 opposite toilet block B 078A Chrysotile Insulation Debris - Within vertical risers x 3 24-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Cross corridor 3 . Chrysotile - Presumed Insulation Debris - Within vertical risers x 4 24-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003 Lower Ground - opposite electrical riser "F" . Chrysotile - Presumed Insulation Debris - Within vertical risers x 4 24-Sep-03 N/A 0 0 0 Removed

Type 2 / June 2003

Lower Ground - Peripheral Corridor Room 005 

opposite . Chrysotile - Presumed Insulation Debris - Within vertical risers 4-Nov-10 4-Nov-11 0 0 0 Removed



Type 2 / June 2003 Lower Ground - Toilet block "B" opposite . Chrysotile - Presumed Insulation Debris - Within vertical risers 4-Nov-10 4-Nov-11 0 0 0 Removed

Type 2 / June 2003 Lower Ground - Room 001  . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 001A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 002  . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 002A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 003  . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 003  store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 003A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 004 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 006 40A NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 007 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 008 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 009 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 009A . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0010 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0010A . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0010B . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0011 . NADIS Bitumastic - acoustic pads below sink x2 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0011A . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR1 / CR2 Plantroom . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR2 Plantroom . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0012 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0013 . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Security control . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Security comms rooms . None suspected N/A 22-Jun-03 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0015 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0015A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0015B . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0016  . NADIS Bitumastic - acoustic pads below sink x2 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0016 Store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos fibrous material present. Air sampling 17/2/11 report No A8847/11.

Type 2 / June 2003 Lower Ground - Room 0016 Dark Room No 1 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos fibrous material present. Air sampling 17/2/11 report No A8847/11.

Type 2 / June 2003 Lower Ground - Room 0017 Dark Room No 2 . NADIS Bitumastic - acoustic pads below sink x2 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0018 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0019 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0020 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0021 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0022 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0022A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0023 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0024 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0024 Store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Messengers lobby . None suspected N/A 11-Aug-05 N/A 0 0 0 N/A non-asbestos material present

Inspection / August 2005 Lower Ground - Messengers lobby- . None suspected Associated with Sorvex lift enclosure 12-Aug-05 N/A 0 0 0 N/A Air sampling  (12/8/05) report No JS/05/717 ]

Type 2 / June 2003 Lower Ground - Room 0026 . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0026 Store . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0026A . None suspected N/A 22-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0027 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard 2 . None suspected General location 24-Jun-03 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - CR4 plantroom 1 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female showers . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Male showers . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Disabled toilet block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet block "X" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003

Lower Ground - Cleaners cupboard riser block 

"X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet block "X" riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Fire riser cupboard . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Male toilet block "X" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet block "X" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet block "X" riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CR4 plantroom 2 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - CISCO plantroom . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Restaurant room 0032 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0035 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0037 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0037A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0037B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0038 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0038A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0039 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0042 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0042A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0043 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0043A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard 2 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cleaners cupboard 3 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Female toilet "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "B" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet "B" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet "B" lobby riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Male toilet "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0043B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0046 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0046A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0047 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0047A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0047B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0048 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0048A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0051 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Enquiry / Jan 07 Lower Ground - Room 0051 SAS/07/1126 NADIS Boarding on entrance door 18-Jan-07 N/A 0 0 0 N/A Bulk testing carried. Work sheet No IFF: 10758

Type 2 / June 2003 Lower Ground - Room 0052 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Enquiry / March 07 Lower Ground - Room 0053A SAS/07/4028 NADIS Boarding on entrance door 6-Mar-07 N/A 0 0 0 N/A IFF: 10906 Bulk testing carried out 7/3/07 

Enquiry / March 07 Lower Ground - Room 0053A SAS/07/4028 NADIS Boarding on entrance door 6-Mar-07 N/A 0 0 0 N/A Bulk testing carried. Work sheet No IFF: 10906

Type 2 / June 2003 Lower Ground - Room 0053C . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0053D . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0054 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0054A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0055 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - DNST plantroom . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0056 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0056A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0056C . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0057 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0058 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0056B . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0059 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0060 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Room 0061 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0061A . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Room 0062 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - MGS clothing store . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - MGS locker room . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Perimeter corridor . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Fujitsu reception . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - ross corridor 3 . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Tea point "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A No suspected asbestos, no assumed non-asbestos fibrous material present

Type 2 / June 2003 Lower Ground - Fujitsu rest area . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "A" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "A" riser . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Female toilet "A" lobby . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "A" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "B" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "C" . None suspected N/A 23-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "D" . None suspected N/A 24-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Electrical riser "F" . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Stairwell 3 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Restaurant servery . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Restaurant kitchen . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Stairwell 5 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cross  corridor 1 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cross  corridor 2 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Stairwell 4 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Type 2 / June 2003 Lower Ground - Cross corridor 3 . None suspected N/A 25-Jun-10 N/A 0 0 0 N/A non-asbestos material present

Enquiry / Sept 08 Lower Ground -Room 0039 SA/08/15759 NADIS Loose boarding 18-Sep-08 N/A 0 0 0 N/A Bulk sampling carried out 18/9/08.

Enquiry / Sept 08 Lower Ground -Room 0042 SA/08/15759 NADIS Loose boarding 18-Sep-08 N/A 0 0 0 N/A Bulk sampling carried out 18/9/08.



OWO Asbestos Register - Roof / 5th & 6th Floors

Survey/Type Material Sample                Material Type

And Date  Location Number Identified Product type Material Assessment Priority Assessment Risk Assessment Last Inspection Date Next Inspection Date Comments/Action Notes

Type 2 / July 2003 Main Roof - 3 No Glass Lanterns 01a Chrysotile Textile- Rope Glass Seals 4 3 Very Low 11-Apr-11 11-Apr-12  Inspect Assets Labelled

Type 2 / July 2003 Main Roof - 1 No Glass Lantern 01a Chrysotile Textile- Rope Glass Seals 4 3 Very Low 11-Apr-11 11-Apr-12  Inspect Assets Labelled

Type 2 / July 2003 Main Roof - South link Lift Motor House WES 370 03 vis Presumed Chrysotile Brake Shoe x 2 2 2 Very Low 11-Apr-11 11-Apr-12  Inspect lift contractor notified of potential hazard

Type 2 / July 2003 Main Roof - South link Lift Motor House WES 371 03 vis Presumed Chrysotile Brake Shoe x 2 2 2 Very Low 11-Apr-11 11-Apr-12  Inspect lift contractor notified of potential hazard

Type 2 / July 2003 Main Roof - Generator Housing No 1 04a Chrysotile Textile - Rope Seal (Exhaust Insulation) 4 3 Very Low 11-Apr-11 11-Apr-12  Inspect Labels fitted. Generator contractor notified of potential hazard

Type 2 / July 2003 Main Roof - Generator Housing No 1 05a Chrysotile Gasket- (Generator Exhaust x 3) 4 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Generator contractor notified of potential hazard

Type 2 / July 2003 Main Roof- Atrium Lift Motor Room WES 334 07vis Presumed Chrysotile Brake Shoe x 2 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Lift contractor notified of potential hazard

Type 2 / July 2003 Main Roof- Atrium Lift Motor Room WES 335 07vis Presumed Chrysotile Brake Shoe x 2 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Lift contractor notified of potential hazard

Type 2 / July 2004 Main Roof - Goods Lift Motor Room WES: 375 Vis Presumed Chrysotile Brake Shoe 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect Labels fitted. Lift contractor notified of potential hazard

Type 2 / July 2005 Main Roof - North link Lift Motor Room WES: 368 Vis Presumed Chrysotile Brake Shoe 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect

Labels fitted. Lift contractor notified of potential hazard. Air 

sampling carried out report No A2568 (4/12/10).

Type 2 / July 2006 Main Roof - North link Lift Motor Room WES:  369 Vis Presumed Chrysotile  Brake Shoe 2 3 Very Low 11-Apr-11 11-Apr-12 Inspect

Labels fitted. Lift contractor notified of potential hazard. Air 

sampling carried out report No A2568 (4/12/10).

Type 2 / July 2007 Main Roof - South link  Plant Room Vis Unknown Pipe work insulation 7 6 Low 11-Apr-11 11-Apr-12  Inspect

Not part of the type 2 survey. Destructive testing procedure would 

be required. There is sound evidence that the insulation material is 

fibre glass.

Type 2 / July 2008 Main Roof - Chiller  Plant Room Vis Unknown Pipe work insulation 7 6 Low 11-Apr-11 11-Apr-12  Inspect

Not part of the type 2 survey. Destructive testing procedure would 

be required. There is sound evidence that the insulation material is 

fibre glass.

Type 2 / July 2009 Main Roof - CR3  Plant Room Vis Unknown Pipe work insulation 7 6 Low 11-Apr-11 11-Apr-12  Inspect

Not part of the type 2 survey. Destructive testing procedure would 

be required. There is sound evidence that the insulation material is 

fibre glass.

Type 2 / July 2003 5th Floor - Room 506 Vis Presumed ACM Insulation residue 9 6 Low 11-Apr-11 11-Apr-12 Inspect

 No access during survey to riser behind televison equipement. 

Riser is for IT cabling and there is no evidence that there is or has 

been any ACM's in this location. Survey was carried out and in the 

room which concluded that is non-asbestos fibrous materials 

present. 

Type 2 / July 2003 5th Floor - Room 505 Vis Presumed ACM Insulation residue 9 6 Low 11-Apr-11 11-Apr-12 Inspect

 No access during survey to riser behind steel cabinet. Survey 

was carried out and in the room which concluded that is non-

asbestos fibrous materials present. 

Building History . . . . . . . .

Survey/Type Sample         Material Type Material Priority Risk Last Insp Next Insp Comments

And Date Sample Location  Number Identified Product type  Assessment Assessment  Assessment Date  Date / Action Notes

Type 2 / July 2003 Main Roof - Generator Housing No 2 06a NADIS Gasket- (Generator Exhaust ) 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - South Link Plant Room 08a NADIS Gasket- (Discarded on floor ) 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - CR3 Plant Room Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - South Tank Room Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Sorvex Motor Room WES: 400 09a NADIS Brake Shoes 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Void 1 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Void 2 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Turret 1 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Turret 2 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Main Roof - Turret 3 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Turret 4 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Turret 6 Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "A" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "B" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "E" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Roof - Tank Room "F" Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 Main Flat Roof Area Vis NADIS N/A 0 0 0 Jul-03 N/A N/A No suspect asbestos 

Type 2 / July 2003 6th Floor - Room 601 02a NADIS Two Bitumastic acoustic pads below sink 0 0 0 2-Jul-03 N/A N/A N/A

Type 2 / July 2003 6th Floor - Room 601: Loft Space Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A No suspected asbestos

Type 2 / July 2003 Fifth Floor - Room 501 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 503 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 504 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 507 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present

Type 2 / July 2003 Fifth Floor - Room 508 Vis NADIS N/A 0 0 0 2-Jul-03 N/A N/A  No asbestos fibrous materials present



O.W.O.B Asbestos Register    Basement Level

Survey/Type Sample         Material Type Last Insp Next Insp Material Priority Risk Comments

And Date Material Location  Number Identified Product type Date  Date Assessment Assessment  Assessment / Action Notes

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall Place ) Access 

via Room 009A B43149 / B44256 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

Air sampling carried out 29/2/08 report No AS-08-141 & 139 (PPM)] PPM Air 

sampling 24/3/09 report No LM/09/248 ]   PPM Air sampling 12/5/10 report 

No A2211 AMP:2010-09/122 ] PPM Air sampling 9/12/10 report No A2568 

AMP:2010-35/122 ] Encapsulation damage found on last inspection (alcove) 

AMP:266 9/ 9/12/10 raised for the works ] PPM inspection AMP:2011-23/122 

(7/7/11) Air sample report No A8112/11 bulk sample report No B43149 ] 

PPM inspection AMP:2011-49/122 (12/12/11) Air sample report No A8411/12 

bulk sample report No B44256 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall Place) access 

0023A  SAS/08/3380 / B44256 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

Bulk sampling 22/2/08 (NADIS) report No SAS/08/3380 ] PPM Air sampling 

21/2/08 report No AS/08/139 ]  PPM Air sampling 24/3/09 report No 

LM/09/248 ] AMP: 127 Encapsulation to repairs to ceiling and walls 

certificate of reoccupation No A2836 (7/6/11)] PPM inspection AMP:2011-

23/122 damage found (7/7/11) AMP:315 for works ] PPM inspection 

AMP:2011-49/122 (12/12/11) Air sample report No A8411/12 bulk sample 

report No B44256 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall Court) access 

0028A B43150 / B44255 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

 Air sampling carried (1/8/05) report No JS/05.  Asbestos found July 08: 

Environmental clean carried out by (Cofely)] PPM Air sampling 24/3/09 

report No LM/09/248 ]   Bulk sampling taken (23/7/09) Air sampling carried 

out 25/3/09 report No AS-09-249 (PPM) AMP:199 & AMP:137 Encapsulation 

repairs carried out by third party "Cofely" 02/12/09. Certificate of re-

occupation No 01827] PPM Air sampling 12/5/10 report No A2211 AMP:2010-

09/122 ]PPM Air sampling 1/12/10 report No A7270/10  AMP:2010-35/122 ] 

PPM inspection AMP:2011-23/122 (7/7/11) Air sample report No A8113/11 

bulk sample report No B43150 ] PPM inspection AMP:2011-49/122 

(12/12/11) Air sample report No A8412/12 bulk sample report No B44255]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Horse Guards Avenue) 

Access via 0037 SAS/08/3382  / B43150 /  B44255 Amosite

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

PPM Air sampling carried out 29/2/08 report No AS-08-141 & 139 ] Bulk 

sampling carried out on the 27/2/08 (NADIS) ] Bulk sampling taken report No 

SAS/08/3380, 381 & 3382] PPM Air sampling 24/3/09 report No LM/09/248 ]  

AMP:128 Encapsulation repairs carried out by third party "Cofely" 18/12/09. 

Certificate of re-occupation No A22225 ] PPM Air sampling 12/5/10 report No 

A2211 AMP:2010-09/122 ]Air sampling carried out 12/5/10 (PPM) ] PPM Air 

sampling 1/12/10 report No A7270/10  AMP:2010-35/122 ] PPM inspection 

AMP:2011-23/122 (7/7/11) Air sample report No A8113/11 bulk sample 

report No B43150 ] PPM inspection AMP:2011-49/122 (12/12/11) Air sample 

report No A84112/12  & A8411/12 bulk sample report No B44255 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Horse Guards Avenue) 

Access via  0043 SAS/08/3382  / B43150 /  B44255 Amosite

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

PPM Air sampling carried out 29/2/08 report No AS-08-141 & 139 ] Bulk 

sampling carried out on the 27/2/08 (NADIS) ] Bulk sampling taken report No 

SAS/08/3380, 381 & 3382] PPM Air sampling 24/3/09 report No LM/09/248 ]  

AMP:128 Encapsulation repairs carried out by third party "Cofely" 18/12/09. 

Certificate of re-occupation No A22225 ] PPM Air sampling 12/5/10 report No 

A2211 AMP:2010-09/122 ]Air sampling carried out 12/5/10 (PPM) ] PPM Air 

sampling 1/12/10 report No A7270/10  AMP:2010-35/122 ] PPM inspection 

AMP:2011-23/122 (7/7/11) Air sample report No A8113/11 bulk sample 

report No B43150 ] PPM inspection AMP:2011-49/122 (12/12/11) Air sample 

report No A84112/12  & A8411/12 bulk sample report No B44255 ]  

Type 2 / June 2003

Lower Ground - Upper Moat 

(Whitehall ) access 003A SAS/08/81 / B43149 / B44255 Assumed ACM

Encapsulated Insulation residue (Walls & 

Ceiling) 12-Dec-11 12-Jun-12 8 5 Low  Inspect

Bulk sampling 22/2/08 (NADIS) report No SAS/08/2281] PPM Air sampling 

21/2/08 report No AS/08/141 ] PPM Air sampling 24/3/09 report No 

LM/09/248 ] AMP:235 area had partly encapsulation repairs, extract fan side 

of moat ( 18/11/11) ]PPM inspection AMP:2011-23/122 (7/7/11) Air sample 

report No A8112/11 bulk sample report No B43149 ] PPM inspection 

AMP:2011-49/122 (12/12/11) Air sample report No A84112/12   bulk sample 

report No B44255 ]  


